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SECTION 1
GENERAL

INTRODUCTION,

The purpose of this study is to establish the technical and economic
feasibility of generating 400 Hz power at a central location and distri-
buting this power to aircraft operation, maintenance and training fa-
cilities at Naval Air Stations (NAS),

At the present time, the 400 Hz power is obtained by use of individual
fixed or mobile units located throughout tha Naval Air Stations, It is
proposed to replace the numarous individual units with a central system
consisting of two or more 60/400 Hz generators ope:ating in paraliel.
Due to the long distances between the central location and the various
hangars which require 400 Hz power, it is impractical to distribute the
power below 600 volts, This study has concentrated on distribution of
the 400 Hz power at 4160 volts, It is this particular application of 400
Hz power at 4160 volts that has not been achieved until now except for
an experimental installation at Patuxent River NATC, Maryland (Refer-
ence Number 1) which has been operating satisfaciorily since Novem-
ber 1975,

TECHNICAL FEASIBILITY,

The investigations concerning the technical feasibility of the system under
study clearly establish that it is quite possible to replace the existing
system with a new centralized system of equal or even superior technical
capability. It must be pointed out, however, that since a given central
400 Hz system would be servicing an entire NAS, its continuous operation
is far more critical than that of any individual unit under the present
system, Hence, only the very best and most reliable components should
be used in the entire centralized system. In addition, special considera-
tion should be given to the design, execution, installation, testing and
maintenance of the system,

ECONOMIC FEASIBILITY,

The investigations concerning the economic feasibility of the system under
study establish that it is possible to replace the existing 400 Hz system
with a new centralized system of equal technical capability at an econo-
mic advantage, The payback period will vary at each NAS depending
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1.4.1

1,4.2

upon many factors such as the quantity of individual units to be replaced
by the central system, availability of existing spare underground duct or
overhead lines, energy costs, specific construction problems such as dis-
tance between hangars, etc. The scope of work statement which describes
the work under this study calls for the quality of power of the central sys-
tem to be such as to comply with the requirements of MIL-STD-704B.

Section 2 covers the technological requirements for meeting M|IL-STD-7048,
while Sectien 3 covers the econemic feasibility aspects,

NATURE OF THE 400 HZ LOAD.,

Categories,

There are five major categories of 400 Hz loads:

a. HANGARS - Aircraft training, maintenance and testing.

b.  PARKING RAMPS (APRONS) =~ Aircraft testing prior to takeoff,
c.  AVIONICS SHOPS - Servicing of electronic equipment,

d.  TRAINING FACILITIES

e. SPECIAL REQUIREMENTS - Tacamo (Pax River NATC), Radar Test
Cells (Oceana NAS) (Reference Number 3),

Maximum Demand and Load Diversity,

Results published in Report Number 3-75 entitled "Aircraft Ground Support -
Standardization of Shore based Electrical Servicing . ‘stems" dated January
1975 and prepared by ESA-1182 of Naval Weapons Engineering Support Acti-
vity, were used to arrive at the various maximum demand and load diversity
patterns,

a. Maximum Demand in Hangars,

Refer to Appendix G for maximum starting and servicing power require-
ments for various type aircraft, Alsc, Report Number 3-73 "Aircraft
Ground Support 400 Hz Electrical Power Requirements Evaluation®,
ESA-742:NWESA dated January 1973, reveoled that an aircraft's entire
electrical load is never suddenly applied on the ground in practical ap-
plications and that the loads are applied in relatively nall steps (see
reference to this statement in Reference Number 10).
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Additional data concerning this topic is covered in Reference Num-
ber 11,

b.  Load Diversity of Aircraft,

Refer to Appendix H for load diversity curve,

c.  NAS Oceana Report - Project ESR #7-74 (Reference Number 12) in-
dicates 18 percent loading on existing motor generators,

d.  Avionics shop loads consist of VAST loads, maximum of 40 amperes
each. This load is constant, (See report from visit to NAS Oceana,
Virginia - Reference Number 6.,)

4

Conclusions,

The data referenced in Paragraph 1.4,2 cover all of the available infor-
mation concerning maximum demand load and load diversity patterns at
Naval Air Stations, While the available information is very extensive, it
is not conclusive when the area of interest is extended from a portion of
the total load to all of the loads which may occur simultaneously at an
entire Naval Air Station.

In addition to the data which is available on the fixed installation, con-
sideration should be given to the use of the mobile equipment, In the ab-
sence of more specific existing data, this study is based on an estimate that
approximately five percent of the available mobile equipment must be added
to the maximum demand load of the fixed equipment,

Using NAS Miramar as an example, and with the above assumptions, the
capacity of the proposed centralized 400 Hz system is as follows:

575 KVA = 15% of 3,830 KVA connected capacity of fixed equipment
+ 325 KVA = 5% of 6,480 KVA total capacity of mobile equipment
900 KVA = Total capacity of 400 Hz centralized system

it should be noted that the mobile equipment is used for two purposes: where
the 400 Hz distribution is inadequate ard as back-up for any fixed unit which
has failed. Hence, in those stations where the existing 400 Hz distribution

is poor, the requirement for mobile units is high, A review of Appendix D
indicates that on nine NAS' under study, the ratio of fixed to motile units in
terms of total available KVA ranges from 8.1 percent to 80 percent; the aver-
age is approximately 40 percent, Analysis of a specific NAS should take into
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1.5
1.5.1

1.5.2

account the actual ratios of fixed to mobile equipment when calculating
the capacity of the centralized 400 Hz system, Different weighing factors
must be assigned to mobile power capacity and fixed power capacity, in
accordance with the preceding specific example,

Voltage.

Utilization voltage is 115/200V, 3-phase, 4=wire.
Distribution voltage is 4160 VAC, 3-phase.

In computing voitage drop, a maximum length of 16,000 feet has been used
as this is the largest run encountered, This maximum length occurs at
Patuxent River NATC, Maryland, It is not practical to distribute precise
400 Hz power at length in wxcess of 16,000 feet, Because of the very tight
voltage limits, it is not pcssible to use the voltage taps on the high voltage
transformer to offset losses due to the long runs and thereby possibly exceed
the upper limits of the input voltage. From an economic point of view, the
16,000 feet limit would also prove to be the maximum practical length.
Hence, should a particular NAS require a run in excess of 16,000 feet, o
second central 400 Hz power system should be installed, which would serve
the remotest group of load.

400 HZ EQUIPMENT AVAILABILITY,

60/400 Hz equipment such as motor-generator sets ard transformers are
readily available. Other equipment required for the system such as wire
and cable, switchboards, circuit breakers, etc., designed for use at 60 Hz
may also be odapted for use at 400 Hz, sometimes with a derating factor.
There are no requirements for totally new equipment to be devsioped speci-
fically for use at 400 Hz,

Various manufacturers were contacted verbally as well as in writing, Letter
dated June 18, 1976, is included as Reference Number 8, Some of the
manufacturers who were contacted are as follows:

Cyprus Wire and Cable Company
General Electric Company
|-T-E Imperial Corporation

ITT - Royal Electric Division
ITT - Jerinings Division

Okonite Company

Square D Company

Teledyne Crittenden

Teledyne Inet

Westinghouse Corporation
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1.5.4

1.6
1.6.1

1.6.2

1.6.3

The response obtained so far has been limited to Ckonite, Cyprus, Tele~
dyne Inet, Teledyne Crittenden, ITT ~ Royal and ITT = Jennings.

Due to the relatively poor interest exhibited by the various manufacturers,
a second letter was generated, This letter is dated August 11, 1976 and is
referenced as Reference Number 9, Qutline specifications and associated
questionnaire for each of four major categories of hardware were included
with the letter, The response from those manufacturers has been summarized
in Appendix M,

Notwithstanding the limited interest exhibited by the various potential sup-
pliers, it is JB & B's conclusion that there is sufficient equipment and know=
ledge on the application of such equipment at 400 Hz that it is technically
*sasible to install a successful centralized 400 Hz/4160 volt system,

Centralized 400 Hz power systems have been used at many airports in the

U. S. A, and throughout the world. However, there is no 400 Hz central~
ized system distributed at 4160 volts, A 400 Hz system was recently installed
at the Arlanda Airport in Stockholm, Sweden, This system consists of four
250 KW/312 KVA running in parallel, Any two units can supply the full
load. The control system includes automatic starting, automatic paralleling,
and automatic generator shutdown, The 400 Hz output of the motor-generator
units is distributed at 1000 volts,

The cost effectiveness of the centralized 400 Hz power generating system has
been proven conclusively at commercial airports, It is JB & B's conclusion
that the some cost effective measures may be successfully implemented at
Naval Air Stations,

FIELD VISITS,

Field visits were made to obtain firsthand knowledge of operational and main-
tenance requirements at Naval Air Stations. Visits were mede to the follow-
ing:

NAS Oceana, Virginia

NAS Cecil Field, Florida

NAS Miramar, California
NATC Patuxent River, Maryland

Details of the site visits are described in Reference Number 6 - Progress Re-
port Number 2,

Data requested from the Public Works Office at each of the above sites was
submitted in the form of a questionnaire which was mailed prior to the actual
visit, This questionnaire is referenced as Reference Number 7.
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Data obtained from the above visits have been reviewed and a list is in=
cluded in Reference Number 6.

RECOMMENDATIONS,

JB & & recommends that the centraiized 400 Hz power generation and dis-
tribution system at 4160V be implemented as soon as is practical at Naval
Air Station facilities for the following reasons:

a, Economic = The centralized 400 Hz power system has an overwhelm-
Tng economic advantage over the individual generator units presently
-ed, as indicated in Section 3 of this report,

b.  Technical - The centralized 400 Hz power system offers a higher de=
gree of reliability and availability of 400 Hz power than individual
generator units,
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Table 1 MIL-STD-7048B - Summary of Electrical Chaiacteristics for

3 Phase, 400 Hz Aircraft Power

Table 2 Data for Aluminum Cable - 5KV, Shielded, Triplexed, 400 Hz

Operation

Table 3 Data for Copper Cable - 5KV, Shielded, Triplexed, 400 Hz

Operation
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Table 4 Data for Copper Cable - 600 Volt, Triplexed, Armored
Cable with Neutral, 400 Hz Operation '

Table 5 Power Transformer Impedances

Table 6 Basic Impulse Levels of Various Apparatus for 5KV Operation

Figure |  One-Line Diagram - 400 Hz Power Generating Central Plant

Figure 2  One~-Line Diagram - 400 Hz Power Distribution to Load
Centers

Figure 3 Impedance Diagram, 400 Hz Distribution System
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SECTION 2
TECHNICAL FEASIBILITY

INTRODUCTION,

An analysis was conducted as to the feasibility of 400 Hz High Voltage
power distribution based on the availability and cost of suitable electrical
equipment, The analysis takes into account the essential difference be-
tween power distribution problems at 60 Hz and at 400 Hz, In developing
a 400 Hz, 4160 VAC power generation and distribution system, not all
components in the electrical system represent problems for study. Low
voltage (below 600 VAC), 400 Hz power generation and distribution sys=~
tems are not new, and are in common usage at airports and Naval Air
Stations around the world, where the 400 Hz is used to service aircraft,

The components of the system not requiring significant study include the
following:

a. 60 Hz input power bus.

b.  Input power circuit breaker,

c. Low voltage (less than 600 VAC) circuit breaker (generator output),
d.  Low voltage circuit breaker in low voltage 400 Hz distribution system,
e. Llow voltage 400 Hz power distribution cable,

f.  Load circuit breakers,

g. Load cable.

h.  Connectors.

The load cable is a 4-wire flexible cable, of either Size No. 6 AWG or
No. 2 AWG, depending on the expected load current and on the length

of the load cabie, The heavier cable provides a lower voltage drop.

The replaceable connector is rated for up to 250 amperes, and tooling exists
to accept either four No, 6 AWG wires or four No, 2 AWG wires, The con-
nector is standard for use in the Navy and Air Force, under Part Number

MS?0828 for complete cable assemblies or Part Number MS25486 for plugs
only,

10
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2.2

2,3

2.4

EQUIPMENT STUDY,

The study dwells primarily on:

a.  The motor-generator set in combination with a step-up transformer
and hamonic filter to provide 3-phase, 4160 VAC, 400 Hz power.

b. 4160 VAC, 3-phase distribution system for the 400 Hz power,
c. Switchgear in the 4160 VAC, 3-phase system at the generation plant,

d.  Utilization transformers which step down the high voltage 400 Hz
power to nominal 115/200 VAC for the load in combination with
either voltage regulators or line drop compensators, Also included
is the high voltuge protection on the input to the utilization trans~
formers, and the circuit breaker at the output,

e. Asan alternate to the 60/400 Hz motor generator set, a brief study
of $0/400 Hz solid-state frequency changers is included,

EQUIPMENT INFORMATION,

As a means of obtaining information about the electrical equipment required,
the electrical equipment were grouped In what is considered to be logical
combinations, and specification outlines were developed. The prospective
suppliers were provided with the following. (See Appendix L, Appendix M
and Reference Number 9).

a. A letter explaining the problem,

b,  The equipment specification outline,

¢. A questionnaire with request for proposal.

EQUIPMENT GROUPING .,

The equipment groups and reasons for the groupings are as fol lows:

a.  Motor generator and step-up transformers, with all meters, coatrols,
etc,

This combination permits the manufacturer to propose either a motor
generator set combined with a step-up power transformer (400 Hz cen-
tral power station transformer) or a direct 4160 VAC generator. In
either case, performance specifications apply to the output at 4160
VAC, and not to the intermediate voltage at 480 volts.

b,  High voltage power distribution cable,
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Switchgear at the power generation plant were studied to determine
as many suitable options as practical for applications which include
automatic, unmanned start-up and switching of motor generator sets
in accordance with load demand,

The utilization transformers were combined with the voltage regula-
tors and/or line drop compensators, because of their interdependence.

input switchgear to the utilization transformer does not need to be

more than a fused oil cut-out switch to permit safe service work on
the transformer. The output circuit breaker is for transformer over-
load protection and is, therefore, included as part of this assembly,

EMI filters in a power distribution system were separated out for spe-
cial study, The ccnclusion is that filters are not required but shield-
ing of utilization tronsformers is required to minimize propagation of
EMI signals.

Note: Equipment must be derated for service at 400 Hz in accordance with
the recommendations of the specific manufacturer, An example of how cne
particular manufacturer derates his equipment is included in Appendix M -
letter from G, E. Company dated October 5, 1976,

MIL-STD-7048,

Q.

Introduction,

The quality of 400 Hz AC electric power on board U.S, militery air-
craft is defined by MIL-STD-7048,

MIL=-STD~704A is entitled "Electric Power, Aircraft, Characteristics
and Utilization of", and has been the controlling document for many
years, Asa result, most existing electrical utilization equipment,
requiring 400 Hz power, has been designed to MIL-STD=704A require~
ments,

MIL-STD-704B was issued on 18 November 1975 entitled "Aircraft
Electric Power Characteristics", and will control electrical utilizo~
tion equipment designed after November of 1975, Therefore, the
quality of 400 Hz AC power provided from a central generating and
distribution system, would necessarily have to meet requirements of
MIL-STD-704B, For most, but not all requirements, MIL-STD-7048
is more strict and hence, if MIL=-STD-7048B requirements are complied
with, MIL-STD-704A requirements are also met,

Table 1, Page 41, lists the limits of 400 Hz AC power for MIL-STD~
704B. The objective of the centralized 400 Hz power system design
is to meet these requirements,
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The problems of compliance with MIL-STD~704B requirements are
considered below. Also considered are some proposed means of
meeting these requirements,

Steady-State Voltage. Refer to Table 1, Page 41, Item Number 1,

MIL-STD-7048, Paragraph 5.1.1,1, requires the voltage to be
maintained at 108 to 118 VAC at the point of utilization. The
point of utilization is the actual electronic load on board the air-
craft. The power distribution system can be designed to control
voltage drops only to the point of connection to the aircraft.
Therefore, a voltage drop allowance must be provided for trans-
mission of 400 Hz power from the point of connection at the skin
of the aircraft to the point of tilization on board the aircraft.

It has been past practice to allow 4,0 VAC per phase for this
voltage drop, as specified in MIL-STD-704A, Therefore, this
same voltage drop allowance will be continued. Thus, the allow-
able range of voltage at the load plug which connects 400 Hz AC
power to the aircraft will be set at 112 to 118 VAC,

A motor generator set, or an engine generator set, such as presently
used to supply 400 Hz AC power to aircraft, typically are specified
to provide voltage regulation of plus or minus 1,0 percent, It is
common practice to specify "Remote Voltage Sensing" or "Automatic
Line Drop Compensation" in the procurement specifications for 400
Hz generator sets,

If this same standard voltage regulation range were applied to a cen-
tral 400 Hz power generator, the center value of voltage at the load
would be 116.8 VAC and the range would be 115,6 to 118,0 VAC,
Since the minimum voltage permitted is 112,0 VAC, this voltage
range would provide 115,6 - 112,0 = 3,6 VAC allowance for all
voltage drops throughout the distribution system, This range is too
restrictive. Therefore, the central generators will be required to
maintain a voltage tolerance of plus or minus 0.5 percent for all
steady state conditions of balanced load, temperature, long time
drift and any other factors which can affect the voltage output, The
center value of voltage at the load is then 117,4 VAC, The voltage
range of the generator output, as referred to the load, will then be
116.8 to 118,0 VAC. The allowance for all voltage drops throughout
the system will then be 116.8 - 112,0 = 4,8 VAC. This allowance
for voltage drops is practical to achieve,

13
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2,6 VOLTAGE REGULATORS,

Electronic type line voltage regulators are expensive and have a level of
complexity comparable to that of a motor generator set, Hence, voltage
regulators represent a continuing cost in terms of maintenance and servic-
ing. They further represent some significant downtime due to failure oc=~
currence. However, situations may arise in which line voltage regulators

iﬁf‘ will be necessary to achieve a satisfactory voltage range for some specific
. locds. Only electronic type (non-mechanical brush) regulators have the
s speed of response required in MIL-STD-704B, Use of electronic regulators
Pyl . . H H
e in a system or portion of a system will be authorized only when the charac-

teristics of the load warrants such regulators and the additional cost is justi-
3 fied,

> In general, use of reactive "Line Drop Compensators" (LDCs) will permit
3 achievement of the required minimal voltage drops in the distribution sys=
tem. These are passive circuits, low in cost and highly reliable in opera-
tion,

2,7 VOLTAGE PHASE UNBALANCE, Refer to Table 1, Page 41, ltem Num-
bers 3 and 4.

Load unbalances and unbalanced impedances in the load distribution cables
are the primary two causes of voltage unbalance and voltage phase unbal-
ance, Generators are commonly available in which the phase unbalance

for balanced loads is negligible. The load cables which are in widespread
use at military bases are not symmetrical, As a result, even under conditions
of a balanced aircraft load, substantial voltage unbalance between phases
results. Because the power factor of the load and of the power cables are
generally very different from each other, there will also be a significant
phase angle error between phases when load magnitudes are approaching full
rated values,

The problem of maintaining balanced line voltage and of minimizing phase
angle errors can largely be corrected where a new central 400 Hz genera-
tion and distribution system is installed, Specifications on the major com-
ponents of the system and on the installation can eliminate the dissymmetry
which currently exists in the power cables,

Even under conditions of unbalanced loads, the 400 Hz source impedance of
the distribution network and of the central power generators can be main-
tained sufficiently low to meet the 120 degrees, plus or minus 2 degrees
tolerance spacified in MIL-STD-704B, However, to meet this requirement,
it will be necessary to employ reactive line drop compensators, which will
bring the power facter of distribution lines close to unity, and hence, close
to the expected impedance of the average aircraft loads,

14 _
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WAVEFORM, Refer to Table 1, Page 41, item Number 6,

MIL-STD-704B specification limits the individual harmonic voltage to
2,75 percent, The formula “=%0,071 +Sin 6, is equivalent to per-
mitting 7.1 percent deviation factor.

A significant problem is that of supplying a nonlinear load such as one
comprised of a three-phase bridge rectifier with an inductor input filter
in the DC pcwer, Such a load would be expected as typical in an air-
borne radar set.

The following are "per unit" considerations. The expected distribution
of harmonic current generated in the 400 Hz irput power line will be

in the neighborhood of the following levels, Cnly odd harmonics are to
be expected, in significant amount,

Harmonic Current Level (Percent)
3 Zero
5 20
7 14
9 Zero

n 9

13 7.7
15 Zero
17 5.9
19 5.2
21 Zero
23 4,3

These are essentially the harmonic currents in a stepped current wave-
form which eliminates all even harmonics and all of those which are
multiples of three.

Typically the magnitude of the load may represent 15 percent of the
generator power rating (a conservative estimate).

A typical generator impedance is 30 percent inductive (typical of air-
craft generators) and the distribution line is 2 percent inductive at the
fundamental frequency, This totals {.32. At the 5th harmonic, this
will be 5 x{.32= jl.6.

The 5th harmonic voltage generated will then be:

0.2 x 0,15 x {1.6 x 100 = 4.8 percent

15
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where, 0,2 is the harmonic current
0. 15 is the loading factor of *“e generator
i1.6 is the impedance of the irce at 5th harmonic
100 is the factor to obtain percent of harmonic voltage

The 4.8 percent harmonic voltage is substantially out of compliance with
the MIL-STD-704B limitation of 2,75 percent for any single harmonic.
Further, the limitation on higher frequency harmonics (the 11th and high-
er) reguires a drop-off of 20 DB per decade, It becomes clear that sub-
stantial harmonic filtering is required.

The proposed central power generation and distribution system will permit
the application of capacitative bypass filters at the various load utiliza-
tion points whereby the impedance of each power source can be maintained
at a low level. Such capacitive filters are inexpensive, small and reliable.
Thus, full compliance can be expected with the voltage waveform require-
ments of MIL-STD-7048,

AMPLITUDE MODULATION, Refer to Table 1, Page 41, Item Numbers 7
and 8.

MIL=STD=7048 limits the RMS voltage to 0,62 VAC, From the standpoint
of the central power distribution system design, this limitation is not ex-
pected to present a problem,

FREQUENCY MODULATION, Refer to Table 1, Page 42, Item Numbers
12, 13 and 14,

The 400 Hz central generating plant has large inertia as compared to the
typical airborne generator, There is no freedom of motion permitted ro-
tationally between the driving motor and the generator, as is the case for
airborne generator, Therefore, no problems are expected with any of the
factors relating to frequency modulation for either the existing 400 Hz
generators, or the proposed central 400 Hz generator plant,

VOLTAGE TRANSIENTS. Refer to Table 1, Page 42, Item Number 15,

a, Voltage Surges.

The voltage surge limitations of MIL-S1-704B is considered to re-
present no problems for a central 400 Hz generator system design.
Because capacitive filters at utilization transformers will become a
part of the system design (to suppress harmonics generated by the
loads), the voltage spike limitation of MIL-STD-704B are expected
to be met, Full compiiance with MIL-STD-704B can be expected

16
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for this requirement.

b.  Long Time Voltage Transients and Interload Effects.

With a large number of individual loads connected in a commenly
shared power generation and distribution network, switching one
load on or off line will cause voltage transients and voltage steps
to be imposed on all of the other connected loads, Refer to Figure
3, Page 50, which illustrates a typical 400 Hz power distribution
system such as is being planned for the U.S. Naval Air Stations in
this study, The diagram is simplified by omitting all of the switch-
gear. Impedances listed on the drawing are the fundamental fre~
quency impedances for the various elements of the distribution net-
work, and these are identified as follows.

Zg Impedance of the parallel set of generators (1 to
6 connected on line).

Z11 Transformer impedance (if used) for voltage step-
up of 400 Hz power from 575 to 4160 VAC,

Z21, 222, Impedances of the segments of the 4160 VAC line
o o or Z2n  between branches.

Z31, 732, Impedaices of the utilization transformers for the
e+ o Z3n  various loads, These are 4160 to 120/208 VAC.

Z41, Z42, Impedances of low voltage lines which distribute
.« «s Z4n 400 Hz power to load centers. These are 115/200
VAC power lines.

Z51A, Z518, Impedances of the load cables which carry 400 Hz
Z51C, 752, to the aircroft power receptacle.

ZnA, ZnB,

ZnC

GENERATOR RESPONSE TO VOLTAGE TRANSIENTS,

The only nonpassive element in the 400 Hz generator and power distribution
network is the generator. Thus, all voltage transients experienced on the
system, with a time duration of greater than one-half cycle, will be due to
the response of the generator and regulator to lood steps.

The response of a typical generator tends to be linear with magnitude of load
step. Thus, doubling the load step will cause doubling of the magnitude of

17
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the voltage transient, Based on this, a formula may be written.

_ Load Step Magnitude
AV = Kx Generator KVA Rating

where AV is the voltage transient .iagnitude in percent of output
voltage.

K is a constant of the generator and represents the percent
voltage transient of the generator response at a 100 percent
load step, The generators specified for this equipment are
planned to have a rating of 312 KVA at 0.8PF minimum,
The K factor will be specified and tests will be called out
at load steps of 25 percent and 50 percent to confirm the
value of K. K will be 20 percent, or a 0.2 factor.

A minimum of two generators will be used for all normal system operation.

Thus, a 75 KVA, 0.8PF load step will cause a voltage transient to all on
line equipment which will be:

R
AV = 20% x ;5 ExA = 2.4 percent

Thus, the maximum voltage transient to be imposed on any load connected
to the 400 Hz bus will be 2.4 percent of operating voltage, when a 75 KVA,
0.8PF load is switched on and switched off, Voltage transients for lesser
magnitude load steps or for loads of higher power factor, will produce pro-
portionately lesser voltage transients, This is so significantly inside of MIL-
STD-704B limits, as to not represent any problem to the 400 Hz system,

The recovery time for voltage transients will be specified on the generator
to have a maximum time duration of 250 ms after which generator cutput
voltage must be within a specified plus or minus 0.5 percent tolerance band,
As a consequence, the maximum transient recovery time on all connected
loads will be 250 ms,

Where solid-state frequency changers are used as the source of 400 Hz power,
the voltage transients will be limited to less than 15 percent for a 100 percent
load step, and time duration will be less than 5 milliseconds (less than 2

cycles),

A minimum of two 312 KVA solid-state frequency changers will be required
on-line at ¢l times, The formula is then:

18
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_ Load Step
v = X Frequency Changer Rating
AV = 15% x 2 = 1.8 percent

Recovery time will be less than 5 ms, Thus with a solid-state power source,
long time voltage transients will be nearly eliminated,

CONCLUSIONS OF ANALYSIS OF MIL-STD-7048,

Full compliance with all requirements of MIL-STD=704B can be pravided in
a centralized power generation and distribution system,

JB & B has analyzed the currently used system of 400 Hz power generation
and distribution which utilizes individual motor generator sets or engine gen-
erator sets, It is JB & B's conclusion that this currently used system complies
with the range of 112 to 118 VAC, Thus, if the central 400 Hz power gen-
eration and distribution system met *his same 112 to 118 VAC range, the
quality of power from the new system would be approximately equal to the
quality of power in the existing system from the standpoint of steady-state
voltage. Dota in this study is offered in such a manner that:

a. Withou' use of active electronic type voltage regulators in the system,
the voltage regulation is 112 to 118 VAC,

b, By addition of active electronic voltage regulators at utilization trans-
formers, the voltage regulation can be maintained to closer limits, or
alternately, the voltage range of 112 to 118 VAC can be maintained
with the application of very large 400 Hz loads. Thus, the active
voltage regulators are expected to be required if specified and when
authorized for special applications,

DESCRIPTION OF 400 HZ CENTRAL POWER GENERATION AND DISTRI-
BUTION SYSTEM,

Refer to Figure 1, Page 48 and Figure 2, Page 49,

The 400 Hz power generating plant is illustrated by the one-line diagram of
Figure 1, Page 48, 60 Hz input power for the generators will be derived
from a high voltage line of suitable capacity. The primary 60 Hz bus would
probably be in the 4, 16KV to 15KV range. As illustrated, o redundant

set of 60 Hz stepdown power transformers is provided. These might be in the
power capacity range of from 500 to 1500 KVA, as related to the actual load
on a base, One more motor generator unit would be provided than required

19
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to support the maximum expected load. Generator output rating recom-
mended is 312 KVA, 250 KW at 575 VAC, or 480 VAC, as required, 3~
phase, 400 Hz, The drive motor recommended would be a synchronous
400 HP, 3-phase, 480 volt, or 575 volt,

The motor and generator combination are direct coupled, ond are to be of
the highest practical reliability. The generators are parallelable under
load, with minimal voltage transients regardless of load, within the rating
of the system, The illustrated system could supply up to 937 KVA, 750 KW
of 400 Hz power from any three of the four generators, As illustrated,
central power station 400 Hz transformers would be 1000 KVA each and
would provide a nominal secondary AC voltage of 4160 VAC, Either

one of the two 400 Hz transformers may be isolated and the remaining trans-
former can provide power to any of the 400 Hz, 4160 VAC feeders, Circuit
breakers provide protection to the entire generator plant,

The generator-transformer combination will provide nominal 4160 VAC, re-
gulated to a set point wiihin plus or minus 0.5 percent for balance: loads,
and to within plus or minus 1 percent for loads unbalanced to 5 percent be-
tween line-to=line loads, Output from the 400 Hz central power station
transformers will be 4-wire wye, with the neutral grounded through a ca-
pacitor or resistor to limit short circuit current, Lightning arresters will be
required on the incoming 60 Hz power bus and on the 4160 VAC, 400 Hz
output bus,

A meter and control panel are part of each individual 400 Hz generator set,
Protective relays are included whereby a fault in any one generator causes
automatic disconnection of the faulted unit,

The generator plant specifications will include a requirement for EMI sup-
pression to meet MIL-STD-461, Class V requirements, This is the scme re-
quirement imposed on all new military 400 Hz mcbile electric power plants.

In Figure 1, Page 48, a typical 400 Hz distribution line is illustrated, In
Figure 2, Page 49, one of these lines is illustrated in more detail, Two
load branches are illustrated in Figure 2, Page 49. One branch is illustra-
ted near the generator plant and the lower branch is illustrated as requiring
some substantial length of 4160 VAC distribution bus. One branch is illus-
trated as requiring an uctive voltage regulator at one load,

The upper branch includes:

a.  Circuit breaker,
b. Line drop compensator for reactive power line drop.

20
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‘ . c.  Stepdown utilization transformer from 4160 VAC to nominal 17.4/

i 203,3 VAC, 400 Hz

e d.  Shunt capacitative harmonic filter

k| e. 115/200 VAC distribution cable

| f.  Circuit breakers at load centers

| g. Load bus of flexible and neoprene jacketed wire

‘;‘ h.  Anderson plug for aircraft connection

g | The lower branch includes all of the above plus Item i,:

|

& q

{1} i+ nree single-phase electronic fast response, low harmonic voltage

,n regulators with one provided for each phase of the load

Tk

S

e | The survey of power requirements indicates that most individual aircraft will

I present loads of substantially less than 30 KVA, Therefore, each load bus
. will be protected by a 225 amp frame circuit breaker with overload trips set

to 100 amps and provided with a shunt trip, The breaker will be in a wall-
mounted cabinet with a light to show "Pow=- On" and a second light to show
"Power Available”,

The stepdown utilizaticn transformers proposed are rated at 75 KVA, Up to
twelve low voltage lc uds can be connected to a single power transformer,

RN i S A B T it A v
A e SRS oy RPN
s

é each load individual y rated at up to 37 KVA, The expected demand factor
of the loads, for me.t installations, is expected to be 15 percerit, Thus, the
average load is not expected to exceed 15 percent of 37 KVA or 5.5 KVA at
ja each of the twelve loads,

% The distance of the circuit breaker connections from the transformer must be
£y of limited distance, typically 75 feet, in order to limit voltage drops. Thus,
£ all of the proposed twelve load centers must be within these distances, Where
‘; longer power runs are required, they can be accommodated by use of dual low
voltage power cables.

- Calculations are now made for voltages at:

(A)  Two 37 KVA loads at a location which is 5,000 feet from the central
400 Hz generating plant and which are both near the end of the pro-
posed 75 feet low voltage distribution cable.

(B) Same as above, but the loads are now 16,000 feet from the central
400 Hz generating plant,

(C) Eight loads of 37 KVA each are distiibuted at 2,000 feet intervals
along the high voltage distribution cable, Total of these eight loads
is 296 KVA,
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For calculations which follow, "Conditions (A), (B) or (C)" will meet the
above, For each of these load conditions, the objective is to meet MIL-
STD-704B requirements, with an aliowance of 4,0 VAC voltage drop on
board the aircraft, Thus, the range is 112 to 118 VAC,

'1 Loads will be assumed to be (1) resistive, and (2) 0.8 power factor.

a.

C.

2,15 VOLTAGE DROP CALCULATIONS,

Electrical characteristics of the power distribution system are:

One of the standard transformer voltage ratios in common usage is the
4160 to 120/208 VAC ratio which represents an exact 20:1 ratio,

Since this voltage ratio is suitable to this application, it will be
adopted for the utilization transformers. Actual operation will be at

a slightly lower level to accommodate the 118/204 VAC actual max-
imum open circuit voltage required by MIL-STD-704B, Taoking account
of the plus or minus one-half percent tolerance of the central 400 Hz
generators and the consequent 117.4 VAC nominal open circuit voltage
at the load, a nominal 4067 VAC, plus or minus one-half percent, open
circuit voltage on high voltage distribution system is required. Based
on the above, the utilization transformers will have an exact primary to
secondary voltage ratio of 20, Therefore, the voltage transformation
factor will be 0,05 and impedance ratios will be (0.05)2 = 0,0025.
Output voltage will be 117,4 VAC, plus or minus 0,5 percent, and the
output voltage range will be 116,8 to 118 VAC,

Voltage at the 400 Hz generation plant will be maintained at 4067 VAC,
plus or minus one-half percent. This value of high line voltage was
selected to establish the values in Item a, above,

The high voltage distribution cable (HV Line) is triplexed 3/C Number
1/0 shielded wire having a calculated impedance of 0,12 +0,22] per
1,000 feet at 400 Hz and 40° C average temperature.

Z(HV) = (0,12 +0,22j) per 1,000 feet

The low voltage power distribution cable (LV Line) connects the output
of the utilization transformers to circuit breakers at the load centers,
The LV Line is 3/C Number 4/0 phase conductors plus 3/C Number 4
insulated neutral triplexed and armored with aluminum. The calculated
impedance is 0,078 +0, 18 per 1,000 feet at 400 Hz and 40° C, The
average length of the LV Line is estimated to be 75 feet and will have
an impedance:

22
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Z(LV) = 0,005 +0.014;

The lcad distribution power cable (Load Cable) is four conductor
No, 2 AWG twisted cable, 50 feet long, per MIL-C-3432D ter-
minated in an Anderson Plug Type R67G18A, The Load Cable con-
nects 400 Hz power from the wall-mounted circuit breaker to the
aircraft, Impedance is 0,18 + 0,22 per 1,000 feet for the 50 foot
length at 400 Hz,

Z(LO) = 0.007 +0.009

The 75 KVA utilization transformers will be equipped with a reactive
line drop compensation circuit. The transformer and line drop com-
pensation circuit will have an output impedance of approximately:

Z(TR) = 0,005 - 0,023

The transformers to be used at the 400 Hz power generation plant
will have the resistive and reactive components of impedance can-
celled by the generator load compensation circuit and will provide
an essentially zero impedance source for steady state operation.

Reactances of cables were computed using the formula:

X, = 2n (0.1404 log?a‘?_ +0.0153 T_Eo_) x 107
where Xi = reactive impedance in ohms
f = frequency in Hz
D = ¢ rance between two conductor centers in inches
d = diameter of conductor in inches
—[La— = correction factor from Table 1, Appendix J

The reactances are line-to-neutral,
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2,16 METHOD OF VOLTAGE DROP CALCULATIONS,

To simplify calculations for voltage drop in power lines when a reactive
load is present, the following method is used.

Assume 35 KVA load is applied to a power source at 115/200 VAC and
assume a source impedance of Z =R + iXL = 0,02 +0,05].

The voltage present at the load will be approximately:

E, = Eog - IR xPF+X xy [l PF2 1 or for a 100 amp, 0,8PF

load and a power source of 120 VAC open circuit voltage.

E, = 120 - 100(0.8R +O.6XL)

L

120 - 100(0,02 x 0,8 + 0,05 x 0,6)
120 - 100(0,016 + 0,03)

120 - 4.6 = 115.4 VAC

H]

This will be accurate if voltage drops are relatively small as compared to
the source voltage.

Example: Complete calculation provides | = 80 - 60j and the following
applles:

120 - (80 - 60j)(0.02 +0,05})]

E
120 - [(1.6 +0,3) - 1.2} +4j|

120 - 4.6 - 2.8

=\/(7l 15.4)2 - (2.8)°

= 115,367

an error of 0,028 percent results from ignoring the | temms,
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CALCULATION OF VOLTAGE DROPS,

The load for Condition (A), refer to Page 21, is two 100 amp loads located
75 feet from the 75 KVA utilization transformer,

a. For a resistive load, the voltage drop in the load line is:
0,007 x 100 = 0,7 VAC

b,  The resistive voltage drop in the low voltage line is:
0,005 x 200 = 1,0 VAC

c. The voltage drop in the transformer is:
0.005 x 200 = 1,0 VAC

d.  The voltage drop in the high voltage cable as related to the low volt-
age level will be:

0.12 x 5 x 0,0025 x 200 = 0,3 VAC
The sum of the voltage drops of a., b., c., and d, .is now:
0,7+1.0+1,0+0,3=3,0VAC
Load voltage will now be a minimum of:
116,8 - 3.0 = 113.8
and a maximum of: 118.0 - 3,0 = 115,0
This meets MIL-STD-7048,

Now assume the same load but at 16,000 feet distance as in Condition (B),
refer to Page 21, Only ltem d. changes from the above to:

0.12 x 16 x 0,0025 x 200 = 0,96 VAC
Now the sum of the voltage drops will be:

0.7 +1,0+1,0+0,96 =3,66 VAC
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116,8 - 3.66 = 113,14 VAC

and a maximum of: 118,00 - 3.66 = 114,34 VAC

Again, the voltage range lir-its of MIL-STD-704B are met.
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Assume now the conditions of (C), refer to Page 21, which are a 37 KVA
load at each of eight locations on the distribution line:

a. The voltage drop in the load line is:

0,007 x 100 = 0,7 VAC

S L emien o

b.  The voltage drop in the low voltage line is:

B~

0,005 x 100 = 0,5 VAC

c. The voltage drop in the transformer is:

E22

eI Y B reirns

R R R R A A R R

0.005 x 100 = 0.5 VAC

d.  Voltage drops in the high voltage line are labeled #1 through #8
below, with #1 location being 2,000 feet from the generating
plant and #8 being 16,000 feet distance,

#1 = 0,12 x 2 x 800 x 0.0025 = 0,48 VAC
#2 = #1 +0,12 x 2 x 700 x 0.0025 = 0,90 VAC
#3 = #2 40,12 x 2 x 600 x 0,0025 = 1,26 VAC
#4 = #3 + 0,12 x 2 x 500 x 0,0025 = 1,56 VAC
#5 = #4 + 0,12 x 2 x 400 x 0.0025 = 1,80 VAC
| #6 = #5 + 0,12 x 2 x 300 x 0,0025 = 1,98 VAC
#7 = #6 + 0,12 x 2 x 200 x 0,0025 = 2, 10 VAC
#8 = #7 + 0,12 x 2 x 100 x 0,0025 = 2,16 VAC
j: At the corresponding load points, the voltage drops at each of the eight

i locations, due to all losses, will be the sum of a., b., ¢c., and d. which
are:

®
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f1 2,18 VAC #5  3.50 VAC
#2 2,60 VAC f6 3,68 VAC
f3 2,96 VAC #7  3.80 VAC
f4 3,26 VAC f8 3,86 VAC

Corresponding minimum and maximum voltages are:

Maximum Minimum
#1 115.80 114,62
#2 115.40 114,20
#3 115,04 113.84
#4 114,74 113.54
#5 114,50 113,30
6 114,32 113,12
7 114,20 113.00
#g 114,14 112,94

These voltage ranges meet limits of MIL-STD~7048B,

Repeating these same voltage drop calculations except witha 0,8 power
factor load, provides the following:

a. Two 37 KVA loads (200 amps total) located 5,000 feet from the gen-
erating plant, The load cable plus the low voltage line, plus the
transformer, plus the high voltage line, now have a total impedance
of:

Low Voltage Line = 0,005 + 0,014
Load Cable = 0,007 +0,009;
Transformer = 0,005 - 0,023{

High Voltage Line = 0,12 x 5 x 0,0025 + (0,22 x 5 x 0.0025);
or 0,0016 x 0,0027j

Total is: 0,0186 + 0,0027j
The 0.8 power factor, 200 amp load will cause a voltage drop of:

0.0186 x 200 x 0.8 +0,0027 x 200 x 0,6 =3.28 VAC per phase

27
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The voltage range at the load will be 116,8 - 3,28 minimum and
118.00 - 3,28 maximum or 113,52 to 114,72,

This meets limits of MIL-STD-7048,

Repeating these calculations for the 200 amp, 0,8 power factor load
as in a., except at 16,000 feet, the following applies:

Only the high voltage line impedance changes:
0,12 x 16 x 0.0025 +(0.22 x 16 x 0,0025);

0.005 + 0,009;

Total impedance is now:
(0,005 + 0,007 + 0,005 + 0,005) + (0,014 + 0,009 - 0,024
+0,009)j or (0,022 +0,009)

The 0,8 power factor, 200 amp load will cause a voltage drop of:
0.022 x 200 x 0.8 x 0,009 x 200 x 0.6 = 4,6 VAC

The voltage at the load will now be 112,2 to 113.4 VAC,

This meets limits of MIL-STD~7048,

The voltage drops and resultant voltage at the load are calculated

below for 100 amps, 0.8 power factor loads (37 KVA) distributed ot

2,000 feet intervals along the high voltage line.

The transformer, load line and low voltage line impedances combined
have an impedance of:

(0.005 + 0,007 +0,005) + (0,014 + 0,009 - 0,023);
= 0,017 +0,000j

with a 100 amp, 0.8 power factor load, the voltage drop will
be:

0,017 x 100 x 0.8 = 1,36 volts
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ﬁ | A 2,000 feet length of high voltage cable will have an equivalent

e impedance of:

¢; ;

- (0,12 x 2 x 0,0025) + (0,22 x 2 x 0,0025);

b = 0,0006 + 0,0011]

} The eight sections of 2,000 feet high voltage cable between load

e | branches will have voltage drops of:

3 0.0006 x Tx 0.8 x 0,0011 xT x 0,6

Bty

L These section voltage drops are then:

- (0.00048 +0,00066)T = 0.00114 x T

' ’g Accumulated

e

i Section Drop Voltage Drop

#1 =800 x 0.00114 = 912 VAC 0.91

#2 =700 x 0.00114 = 0.8 VAC 1.7

i #3 = 600 x 0,00114 = 0.68 VAC 2,40

#4 =500 x 0,00114 = 0.57 VAC 2.97

o #5 = 400 x 0,00114 = 0.45 VAC 3.43

i #6 =300 x 0,00114 = 0.34 VAC 3.77

b #7 = 200 x 0,00114 = 0.23 VAC 4,00

if #8 = 100 x 0.00114 = 114 VAC 4,11

Total voltage drops and voltage ranges will be:
Total Drop Voltage Range
#1 = 1,36 +0.91 = 2,27 114,53 - 115,73
#2 = 1,36 +1.71 = 3.07 113.73 - 114,93

; #3 = 1,36 +2,40 = 3.76 113.04 - 114,24
L #4 = 1,36 +2,97 = 4,33 112,47 - 113.67
- #5 = 1,36 +3,43 = 4.79 112.01 - 113,21
¥ #6 = 1,36 +3.77 = 513 1,67 - 112.87
|
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Total Drop Voltage Range

#7 = 1.36 +4.00 = 5.36 111,44 - 112,64

8 = 1,36 +4,11 = 5.47 111,33 - 112,53
The worst case voltage falls 0,67 volts out of MIL-STD-704B limits. - A
reduction to 85 amps per load for distributed 0,8 power factor loads brings

the voltage within limits, A calculation of only the farthest load is as
follows:

Fixed drops are: 0.017 x 85 x 0.8 = 1,156 VAC
The line drop is: 36 x 85 x0,00114 =3,48 VAC
Total drop is then: 1,156 +3,48 = 4,636 VAC
Voltage range is now at worst point (¥8);
V = 112,16 to 113,36 VAC
This meets limits of MIL-STD-7048,
If no reactive line drop compensator is incluc  u= .art of the 75 KVA utili-
zation 400 Hz transformer, the voltage drops are ucessive for 0.8 power
factor loads,
A transformer impedance without the compensator will be approximately:
Z(TR) = 0,005 +0,015j
The impedance for a 200 amp, 0,8 power factor load will now be:
Z(Total) = (0,005 + 0,014j) + (0,007 +0,009j) + (0,005 + 0,015j)
= 0,017 +0,038j
Voltage Drop = 0,022 x 200 x 0,8 + 0,066 x 200 x 0,6
V=2,72+4,56=7,28 VAC
Voltage range would be:

E = 109,52 to 110,72
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This compares with a drop of 3.4 VAC and E = 113.4 to 114.6 VAC
with a compensator. This is without considering the voltage drop in
the high voltage distribution line.

It is the opinion of JB & B that a system with reactive line drop compensators
associated with each utilization transformer, will meet MIL-STD-704B, The
only other means available to obtain the acceptable voltage range is through
use of oversized transformers and paralleled cable runs. The latter is much
more expensive,

DESIGN OF DISTRIBUTION SYSTEM,
This describes the methodology of distribution system design.

The distribution network must limit voltage drops in the 400 Hz power system
to meet MIL-STD-704B range of 112 to 118 VAC, which includes a 4,0 VAC
allowance for voltage drops on board the aircraft, and including the plus or
minus 0.5 percent tolerance of the 400 Hz generators, This restricts the
total voltage drop to 4,8 VAC at the 115 VAC level, or to a maximum of
100 x (4.8/115) = 4,17 percent,

Tables and formulas have been developed to aid in designing the distribution
system, by taking account of voltage drops in the four component sections,
which are:

a.  High Voltage Line (HV Line)
b,  Utilization Transformer

c. Low Voltage Line (LV Line)
d.  Load Cable

In making estimates, loads are always assumed to be either 1,0 power factor
or 0.8 power factor. The military power generation specifications for engine
generator and motor generator sets, all assume these same extremes of power
factors.

Examination of the load demands of various military aircraft types indicates
that the maximum single probable 400 Hz load will not exceed 100 amps per
line. Therefore, calculations are largely based on this maximum individual
load,

The voltage drop in and any one section of the distribution network will be:

AV = Ix Z
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where AV is the voltage drop
Z is the complex impedance of the network component
I is the complex current

For resistive loads, AV =T x R
For 0.8 power factor loads, AV =|I| x (0.8 - j.6) x (R +jwL)

= |T| 1(0.8R +0.6wL) + {(0.8wL ~ 0,6R)]
The maximum permitted voltage drop is 4.8 VAC or 4, 17 percent of input
voltage. The out-of=phase component of voltage drop cannot exceed the
total voltage drop, because for all practical components (0.8R + 0, éwL)
is larger in value than (0.8wl - 0,6R). Therefore, the maximum out-of-

phase voltage is less than 4,17 percent,

The error in output voltage cannot exceed

\ﬁ.oo)2+(o.0417)2 -1 = 0.00087

The error is thus less than 0,1 percent, and therefore, the out-of-phase
term can be ignored without any significant loss in accuracy. The follow-
ing is therefore used in calculation of voltage drops at 0,8PF:

AV = (0,8R + 0,6wl) x T

Component parts of the distribution system are: (Refer to Figure 2, Page 49
illustrating a typical system). (Refer to one-line diagrom, Figure 1, Page 48).

a.  High voltage line which is the high voltage (nominal 4160 VAC) power
line connecting switchgear to the utilization transformers. Tables are
provided listing voltage drops versus load current and distance, There
will typically be several sections in the high voltage line, with
branches at end of each section, connecting to the utilization trans-
formers. The voltage drop in each section must be selected or com-
puted, and the sum of all section drops provides the actual total volt-
age drop. Wire sizes for which data is offered range from No, 6 AWG
to No, 4/0, in aluminum and copper.

b.  Utilization transformers are specified with ratings which are 60, 75,
90, 120 and 150 KVA, Tables are offered providing AC voltage drops.
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c.  The low voltage line connects the output of the utilization transformers
to the circuit breaker which, in turn, connects to the load cable, Data
is provided for wires sizes from No. 2 AWG through No, 4/0, listing
voltage drop versus current and disiance. If there are branches on this
line, each section must have a separate voltage drop calculation and
all voltage drops are summed to provide the total voltage drop,

d.  Load cable connects 400 Hz power to the aircraft, Voltage drop data is
provided for wire sizes No, 2 AWG through No. 4/0.
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Tables of data are provided which are:

!
|

Table 2, Page 43 - High voltage line data provides information on tri-

plexed 5KV shielded aluminum cable of the type recommended for use
on the 4160 VAC distribution system,

[ S

Table 3, Page 44 - Same as Table 2, Page 43, but for copper conduc' ors,

Table 4, Page 45 - Same as Table 3, Page 44, except for 600 volt with
ground or neutral wires for use in the low voltage line, Items 15, 16

and 17 require explanation, Item 15 is the effective impedance for an
0.8PF, 400 Hz load, It is ebtalned by the equation:

JERNRORS ¥ 2L e -

R SRR PR R I T A R T A Tl
SUPRN - SU
[ )

X0,8 = 0,8R (400 Hz) + 0.6(XL) (400 Hz) where R is obtained
from Line 10 and XL from Line 14,

Item 16 iz obtained by multiplying Line 10 by 100 x 0,0025 x (100/115)

to obtain percent voltage drop per 1000 feet of high voltage line per
100 amps of load at 115 VAC level,

LUF o3 24
Gl

The 0,0025 factor is the impedance transfer ratio of the utilization trans-
formers which is a 20 to | ratio and hence the impedance ratio is (1/20)2,

Line 17 is the same as Line 16 except the factor is applied to Line 15 to

obtain the percent voltag: drop per 1000 feet for each 100 amps of 0,8
power factor load current,

Table 5, Page 46 - Provides impedance and voltage drop data on the
utilization transformers, Again, the factor 100 x 0.0025 x (100/115)
was applied to the 400 Hz R and to the effective impedance for 0.8

power factor loads to obtain percent voltage drop per 100 amps of load
current,
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| The voltage source will be maintained at 117,4 VAC, plus or minus 0.6 VAC,
The minimum voltage is 116.8 VAC. The minimum voltage at the skin of the
b aircraft is 112 VAC, The maximum drop permitted is 116,8 - 112,0 = 4,8
= VAC. As a percent of nominal voltage, this is 100 x (4.8/115) = 4,17 per-

O cent.

By use of the above tables, the voltage drop in the system may readily be
determined,
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HIGH VOLTAGE POWER LINE HARMONICS,

Harmonic voltage resonance in the high voltage line is considered to present
a potential problem. Therefore, the capacitances and inductances in the
high voltage line are computed or estimated and an appropriate filter will be
used to minimize effects of such resonance.

Capacity = ! Vi) picofarads per foot

0.281 Log T~

where D = distance between conductor = 0,6 inches
d = diameter of conductor = 0,3 inches

log 2430 = log4 = 0.6

- ! = :
C-= 0BT < 0.8 - 5.93 picofarads per foot

Line~to-line capacity for total 32,000 feet of nigh line is 32,000 x 5.93 x
107° microfards = 0. 19 microfarads.

Line~to-imaginary neutral capacity =3 x 0,19 = 0,57 microfarads.
Z at 400 Hz = 701 ohms.

KVA in this one line = 8.2

Total KVA in capacity of high line is 24.6 KVA for 32,000 feet total,

Inductance of main transformers is equivalent to two percent impedance in
325 KVA transformer = 0,02 x 53 ohms = 1,06 ohms.

This will resonate to harmonic = V/-;—T— = ,/-17—.9&- = 25th

With a second central power 400 Hz transformer on line, and with numerous
other load transformers on line, the frequency of the harmonic to which the
system will resonate will move higher. The interwinding capacity of the
transformers will significantly increase the capacitance of the high voltage
system, thus reducing the harmonic to which the system will resonate. The
only high frequency harmonics present in generator out put which could cause
a problem are the 17th and 19th, Therefore, a filter will be included on the
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4160 VAC, 400 Hz bus as a part of each central power 400 Hz trans~
former, The filter will be tuned to the 17th harmonic of 400 Hz and will
be damped to have a "Q" of less than 4, Estimated maximum current will be
based on 7 percent of the generator output or 7,5 KVA per line. A 0.5
mfd, 5000 VAC capacitor will be connected in series with an inductor and
connacted on each high voltage line to ground, The inductor value will

s spproximately 1 millihenry rated to carry a maximum current of 10 Amps
AC. The resistor value will be 200 ohms connected across the inductor,
and will be rated for 1 KW maximum power dissipation, It will be operated
at less than half of its KW rating, This set of values will effectively damp
the 17th harmonic and all higher order harmonics which could otherwise re~
sonate on the distribution system,

LIGHTNING PROTECTION,

High voltage transients, due to lightning, represent not only a hazard to the
400 Hz power generation and distribution system, but also to the aircraft
electronics systems, Lightning is not a serious hazard to the aircraft elec-
tronic systems with the present 400 Hz ground power systeri, Therefore, the
direction of this study considers protection of the expensive aircraft elec-
tronic systems as a primary objective in the design of ths lightning protec~
tion measures recommended herein,

Standards of insulation have been established for 60 Hz systems, As protec-
tion for the 400 Hz power generation and distribution system, JB & B be-

lieves they are adequate, These standards are not adequate for protection

of the load circuits and this additional protection will be considered separately.

Table 6 on Page 47 lists test requirements which have been established as
industry standards for 60 Hz electrical equipment in the 5KV class of insula-
tion and operation, These standards will be applied in specifications for the
equivalent 400 Hz components,

The 25KV BIL test for transformers, line drop compensators and motor genera~-
tor sets, is low as compared to the capability of the high voltage line which
can tolerate a BIL test of several hundred thousand volts, Protection must be
placed as close as practical to these components, The most cost effective
protection for the low BIL test components appears to be spark gap type pro-
tectors located within the enclosures, Where line drop com pensators are
used, they are planned to be within the housing of transformers. Thus, spark
gap type lightning protection will protect both the transformer and the line
drop compensator, A close by earth ground should be made to bypass lightn-
ing derived current surges with as little voltage excursion as practical. The
earth ground preferably will be within 50 feet of the transformer. Thus, one
ground can serve only a limited number of utilization transformers.
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The motor generator sets will always be located close to switchgear to

control the 400 Hz output power, Spark gap type lightning protection

should be located within the switchgear housing to protect switchgear,
motor generator sets and the step-up transformers if these are used. An
earth ground must be located within 50 feet,

Earth grounds must be designed to be in conductive soi! with heavy
enough conductors to effectively bypass lightning current surges.

The windings of a 5KV motor generator set are difficult to protect. It

is recommended that capacitors be placed at the output terminals to limit
the maximum possible rate of rise of voltage induced by lightning at these
points, Alternately, do not use generators with 4160 VAC directly from
the output,

The use of surge limiting capacitors at these locations also will protect
the motor generator sets from voltage spikes such as can be induced from
use of vacuum interrupters in the load circuit. Vacuum interrupters fre=-
quently will interrupt currents which are not near zero, and consequently,
can cause voltage spikes which will breakdown transformer or moter gen-
erator set insulation, It will be the responsibility of the motor generator
set manufacturer to provide adequate lightning protection.

The utilization transformers used in the 400 Hz distribution system are of
shielded design. Consequently, there will be virtually'no transfer of
charge by capacitative action from primary windings to secondary windings.
The transfer of voltage impulse via the turns ratie of the transformer provides
a 20: 1 stepdown, Thus, if the lightning protection on the primary side limits
voltage surges to 25KV, the secondary surge of voltage will not exceed
1.25KV,

MIL-STD-704B, Paragraph 6.2, limits voltage spikes to a maximum of plus
or minus 600 volts for not more than 50 microseconds. Standard lightning
protection recognizes this same 50 microsecond time interval in the standard
BIL tests, This 600 volt maximum limit is approximately half of the expected
1250 volt peak output possible by turns ratio of the stepdown trensformer,
Therefore, it will be necessary to provide bypass capacitors on the output of
the stepdown transformers to limit the voltage spikes to less than 600 volts.
With transformers of the impedance specified, a 75 KVA transformer will re-
quire approximately 25 microfarads on each line-to-ground to provide this
protection, It will be made the. responsibility of the transformer supplier to
demonstrate that adequate filteis are included to satisfy this requirement.

Protection of the aerial cables is by grounding both the messenger cable and
the shield at every cable support location. No open wire should be used in
the 4160V, 400 Hz distribution system, Attention must be given to the qual-
ity of the grounds to make certain they are adecuate,
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SHORT CIRCUIT PROTECTION,

The protective circuits must provide a situation in which a short circuit or
severe overlc.ad will interrupt the short circuit with a minimum disruption

to other equipment operating from the same power distribution line, and
further, no consequential damage can be permitted to electrical components
other than the one in which the fault occurred.

The 400 Hz system is generally easier to protect than is the equivalent 60 Hz
system, primarily because of the inherent source impedance of the motor gen-
erator sets, which limits the moximum let-through current. The peak let-
through current of the generator will occur always on the first full half cycle.
Thereafter, the current decreases exponentially to a steady-state value which
will tend to be approximately 60 percent of the first full half cycle peak cur-
rent, This characteristic is a function of the 400 Hz generctor design and
particularly the design of the damper cage. For simplicity in conducting this
analysis, ti.e exponential decrease in current will be ignored and the impe-
dance of each generator will be assumed a constant 20 percent with a 0.3
power factor impedance, Thus, on a per unit basis for 313 KVA generators,
Z = [0.2] = 0.06+0.19;.

With four generators in parallel, the total ner unit impedance will be 0.015
+0,0475] = {0.5]. Maximum current wili then be £/]0.5| =20 times rated
current of a single generator, A single generator has rated current of 44 amps
at 4160V, Hence, the maximum insiantaneous full half cycle of current would
be 20 x 44 = 880 amps RMS, This value is well below the interrupting rating
of high voltage circuit breakers and fuses. A typical 5KV circuit breaker has
an interrupting rating of 8,800A RMS at rated voltage. Further, the energy
which can be stored in power line and transformer in o 400 Hz system tends to
be in a 60/400 ratio as compared to that in an equivalent 60 Hz system.
Hence, the energy to be absorbed by the fuse, contactor or circuit breaker in
clearing the short is very much reduced, as compared to the energy to be ab-
sorbed in an equivalent 60 Hz fault clearing process.

The DC component of fault current cannot exceed the peak AC fault current,
The enargy in this DC component is low as compared to the equivalent 60 Hz
circuit because it is stored in the system inductances, which are necessarily
low as compared to the equivalent 60 Hz system,

These factors in combination indicate that fault clearing and associated DC
current components will not be a problem in the 400 Hz distribution system,

Short circuit calculations are made for the arrangement described in the engi~
neering calculations of Paragraph 2, 17 for Condition (C), Page 26. This is a
16,000 feet high voltage line with load take offs at each 2, 000 feet connect-
ing through 75 KVA transformers.

38

- b by e R nhs Tkt bt awn 4 4 ae s



The following impedances are in line for Position Number 1 which is 2,000
feet from the generating plant,

Per unit generator impedance is 0,015 + 0,0475{ line-to-imaginary neutral,
Actual impedance will be:
E2/KVA = (2400)2/(312)/3 x (0,015 +0,0475{) = 55(0.015 + 0,0475/)
= (0.825 + 2.6j)
This is the transient impedance for a group of four paralleled generators,
At the 115/200 VAC level, this is multiplied by 0,0025 which provides:
Zg +Z11 = 0.0025(0.825 +2,6j) = 0,002 + 0,0065;
Z21 = 2,000 feet of high voltage cable = 0,0006 +0,0011j
Z31 = 75 KVA transformer impedance = 0,005 + 0,0125j
Z41 = 75 feet of low voltage line = 0,005 + 0,014
Z51A =50 feet of Number 2 load cable = 0,007 + 0, C9j

A short circuit directly at the secondary of the utilization transformer will
be through Zg +Z11 +Z21 +Z31,

ZT1 = 0,0076 +0,02]

zn| = o.021

With source E of 118 VAC:

I fault = 118/0,021 = 5619 amps RMS maximum

A fault at the end of the load circuit breaker will be through impedances
Zg +Z11 +221 +Z31 + 741,

ZT2 = 0.0126 +0,0211]
|z12| = 0.0250

T fault = 118/0.0256 = 4609 amps AC maximum
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If the fault is at the end of the load cable (at the aircraft), the fault will
be in series with Zg +Z11 +Z21 +Z31 +Z41 + Z51A.,

ZT3 = 0,0196 +0,0431{
|z13| = 0.047
T fault = 118/0,047 = 2510 amps maximum

Faults which occur farther from the generating plant will provide progres-
sively lower fault currents, Thus, if breaker coordination is properly planned
at the nearest load center, it will be adequate everywhere, |t will be ob-
served that the high voltage cable made the lowest contribution of impedance.

Hence, fault currents will not increase significantly for shorter lines, nor de-
crease significantly for long runs,

The low voltage circuit breaker recommended in this study is the 225 amp
molded case "J" frame unit with an interrupting rating of 10, 000 amps mini-
mum,
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39 - 60 HI- WY INPUT POWER FEEDER

HY N0 1
i T NV NO. 2
0. "G x.0. r.C.
HY - 480 ¥
N AR TRRSTORAER
P 60 HZ ~ 480 ¥ INPUT OUS ? l
I -1 60 HZ INPUT
P 5 HITCHGEAR
(gm = 4 0.8% w1 W2 -3 104
OF NOMINAL
[ CIRCUIT BREARER
400 HZ - 480 ¥ OUTAUT BUS 00 H2 OUTAUT
! ! i | SWITOGEAR
¢ .
»
2 L . N
. ull) @ov: ey . 400z
M YN TRANSFORMER _
: i — .
y |
3 400 M2 ~ 4160V OISTRISUTION BuS 400 K2 DISTRIBUTION
- i + —— SWITCHGEAR
' | 5 } } >
° .
£ | N
H T v v v v v v
cowiiimor~{_"] :
i, 4160 ¥: 120/208 ¥ VTILIZ.
c TRANSFORNER, 400 HI
rr"mj (75 KVA TYPICAL) ‘
1187200V T———
400 Ml -
Lv Lin r—T .._..l TIPICAL FEEDER OISTRIBUTION
‘100A » — L0AD. CENTER
e 1IN “ l
(reeien) R -
FLEXIBLE LOAD CABLE (CALCULATIONS BASED ON SO FT. LENGTR
RECOMHENDED-LENGTH 1S 40 FT.)
/vomst AT CONMECTION POINT » 112.0 10 1180 V
-
g
o & —~ YOLTAGE AT UTILIZATION POINT = 108.0 T0 118.0 V
2 PER NIL-STD-J0AB, PARA. S.1.3.1.
:ﬂ
22 -
a2
AIRCRAFT

R S

L0AD
fe————— ATACRAFT ———

FI6 1

ONE_LINE OIAGAAN
400 HI POMER GENERATING CENTRAL PLANT
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400 HZ - 4160V DISTRIBUTION BUS
} UTILIZATION TRANSFORMER
{ 4160 - 120/208V
Z'_ LINE DROP 3g é

COMPENSATOR. j:)
SHUNT FILTER

CAPACITATI

LOAD CENTER
(TYPICAL)

UTILIZATION TRANSFORMER

/ 4160: 120/208V
SEIFIIEE

SEE NOTE
v BELOW -
70 OTHER
LOADS

LOAD CENTER —py [:] [:] t:]

(TYPICAL)

NOTE: ELECTRONIC VOLTAGE REGULATORS MAY BE USED ONLY IN SPECIAL
SITUATIONS - REFER TO PARA. 2.6 - PAGE 14 AND 2.13.b. - PAGE 19.

FIGURE 2
ONE_LINE DIAGRAM
400 HZ POWER DISTRIBUTION TO LOAD CENTERS

49




€ Non
‘W3ALSAS NOILMNLISIG ZH 00F WYEOVIQ IONVGIIWE

M avol " avol YU avol _ s AVYON _ YE QvOl vZ QvOl vt QvOl

HeZ L7 4 B 4 74 Z m sz 11§74 visZ'

v
e
g
<
L
g
g

. Q

w . . b2z 4 192z [Te)
C :

. wz m a-v, (2, & m m
T avol ol avol O} avol OL

_ i i I\

o w ww ww

, vez F4 4 [ §74

| mmn 12002 mmn

*. _ iz oz

«
el s et i R M B . e e, A, ST el T

' (Vzz -V ez {7 4 2z 12z "
m




U

PSR AN IR ERERRY

e
(i

£l
3

> 250 £ X gediid o2
S P ?g,:":" s L PUHEAIE A vty {)‘
Rl oy T

i b et

B X S,

x)“

&S e
. T

ARy

ACEELA ;yy":rs‘ e X T

PR Al

€4

£

. o
T Rt A

SRE

2 a

& e

M . - o St st AR S AL b o

3.1

3.2

SECTION 3 - ECONOMIC ANALYSIS INDEX

PRIMARY ECONOMIC ANALYSIS

Alternative "A" - Existing Individual Motor Generators
Alternative "B" ~ Proposed 400 Hz Centralized Plant
SECONDARY ECONOMIC ANALYSIS

Alternative "A" - Centralized 400 Hz System - Motor Generators =~
Low Voltage

Alternative "B" - Centralized 400 Hz System - Motor Generators =
High Voltage

Alternative "C" - Centralized 400 Hz System - Solid State - High
Voltage
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3.1

3.1.1

30152

3.1.3

3.1.4

3.1.5

PRIMARY ECONOMIC ANALYSIS - COMPARISON OF EXISTING IN-
DIVIDUAL MOTOR GENERATORS VERSUS CENTRALIZED 400 HZ GEN-
ERATING SYSTEM

Design Alternatives,

a.  Existing individual motor generator units
b.  Centralized 400 Hz generating system

Analysis Summary,

Alternatives

"A " llB "
Initial Investment: $3, 659,867 $1,523,000
Discounted Annual Cost: 4,869,095 1,619,826
Total Present Value: $8,528, 962 $3, 142,826

Conclusion,

Alternative "B" has a tremendous economic advantage over Alternative "A*"
due to significani savings to operating and maintenance costs.

Recommendation.

Alternative "B",

Initial Investment - Alternative "A" (Existing).

Aanual repiacement cost of fixed and mobile equipment is based on the
assumption that 10 percent of the existing equipment will be replaced
annually, and is as follows:

Fixed Equipment:

10% of 3,830 KVA = 383 KVA @ $250/KW = § 95,750
Mobile Equipment:

10% of 6,480 KVA = 648 KVA @ $560*/KW = $362, 880

Total Annual Cost $458, 630
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° 3.1.7
3. ‘.7.]
i
3.1.7.2
3.1.8

From Table B ~ Present-Value Table, Appendix D, NAVFAC P-442, the
"eumulative uniform series" factor of 7.980 is selected. (Inflation rate
if not considered; Discount rate 10 percent annually for 15 years).

Discounted Annual Cost = $458,630 x 7.980 = $3,659,867

* Per Appendix C ($560 per KW),

Initial Investment - Alternative "B" (New).

Per Appendix E: $1,523,000

Operating Costs.

Alternative "A",

a. Fixed Equipment:

414 KW x 8760 Hours = 3,626,640 KWH x $0,04/KWH = $145, 066
Annual Cost

b.  Mobile Equipment:

52 KW x 8760 Hours = 455,520 KWH x $0.39/KWH = $177, 653
Annual Cost

Alternative "B",

a. Fixed Equipment:

280 KW x 8760 Hours = 2,452,800 KWH x $0.04/KWH = $98, 112
b.  Mobile Equipment:

13 KW x 8760 Hours = 113,880 KWH x $0.39/KWH = $44,413

Maintenance.

Maintenance costs including spare parts replacement are based on the
assumption that the average cost per unit per month is $100,00 for fixed

equipment and $115,00 for mobile equipment, These values are consi-
dered to be very low.
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3.1.8.1  Alternative "A",

a, Fixed Equipment:

54 MGs x $100 x 12 months = $ 64,800

b.  Mobile Equipment:

92 MGs x $115 x 12 months = $126,960
$191,760 Annual Cost

3.1.8.2  Alternative "B",

a.  Fixed Equipment;

4 MGs x $100 x 12 months = $ 4,800

b.  Mobile Equipment:

23 MGs x $115 x 12 months = $31,740
$36,540 Annual Cost

Note: Assume 25 percent of total present capacity of the mobile
equipment remains in use, The, 25 percent of 6,480 KVA =
1,620 KVA @ 70 KVA average rating = 23 MGs.

3.1.9 Discounted Annual Costs.

(Present worth of O and M costs).
3.1.9.1  Operations.

a.  Electricity, From Table B ~ Present-Value Table of Appendix D,

NAVFAC P-442, the "cumulative uniform series" factor of 7,980 is
selected. (Inflation rate is not considered; Discount rate 10 percent

annually for 15 years).

b.  Fuel. From Table 7 of Appendix E, NAVFAC P-442, the "cumulative
uniform series" factor of 12,278 is selected. (Inflation rate of 7 per-
cent; Discount rate of 10 percent annually for 15 years).,
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‘ 3.1.9.2 Maintenance.
s

‘ ‘ 3.1,9.3 Discounted Annual Costs,

‘ a.  Operating Costs - Electricity:

% Alternative "A"

7.98 x (145,066) = $1,157,627
b.  Operating Costs = Fuel:

12,278 x (177,653) = §2, 181,223
i c¢.  Maintenance Costs:

i 7.980 x (191,760) = $1,530,245
Discounted Annual Costs $4, 869,095

(R %
ypivind.
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From Table B ~ Present-Value Table, Appendix D, NAVFAC P-442, the
"cumulative uniform series" factor of 7,980 is selected. (Inflation rate
is not considered; Discount rate 10 percent annually for 15 years),

Alternative "B"

7.98 x (98,112) = $782,934

12,278 x (44,413) = $545,303

7.980 x (36,340) = $291,589
$1,619,826
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3.2

3.2,1

3.2.2

SECONDARY ECONOMIC ANALYSIS PREPARED IN ORDER TO
ESTABLISH THE TYPE AND VOLTAGE LEVEL OF 400 HZ CENTRAL
GENERATING PLANT.

Design Alternatives.

Q.

Motor Generators (Low Voltage). This alternative requires that the
60 Hz input voltage to the motor generator unit be stepped down to
480 VAC from the primary line which is expected to be in the range
of 5KV to 15KV,

Motor Generators (High Voltage). This alternative consists of a
motor generator unit with 4160 VAC input and output. This alter~
native does not require input voltage transformation since the motor
generator unit operates directly at the available input voltage level.
This alternative is limited to @ maximum 60 Hz input voltage of no-
minal 5KV, as it is not practical to use motors of higher voltage
rating in the required horsepower range,

In each and every case which requires voltage trunsformaticn of the
incoming 60 Hz power, the voltage transfcrmation should always be
down to the 480 VAC level to permit use of the standard motor gen-
erator unit and, therefore, in such cases Alternative "A" applies.

Solid-State Frequency Converter (High Voltage). This alternative
consists of a solid-state frequency converter with high voltage input
(4160 VAC or higher) and 4160 VAC/400 Hz output. Voltage trans-
formation is not required since the solid=-state frequency converter
provides the required voltage transformation which may be at 4160
VAC or higher through the use of an isolatior +.ansformer whose ini-
tial cost and losses are included in the economic analysis,

Analysis Summary,

Alternatives

llA n “B " llC 1]
initial Investment $370, 600 $459,000 $383,000
Discounted Annual
Costs 572,373 440,113 428,087
Total Present Value  $942,973 $899,113 $811, 087
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3.2,3

3.2.4

Conclusions,

a. Alternatives "B" and "C" have an energy conservation advantage
over Alternative "A",

b.  Alternative "C" kas an economic advantage over Alternatives "A"
and "B",

Recommendations,

Alternative "B" has the highest initial cost of all three alternatives. Fur-
thermore, the long term savings in operating costs of Alternative "B" are
less than the savings of Alternative "C", Consequently, Alternative "B"
is not recommended,

Alternatives "A" and '"C" are recommended as follows:
a. Alternative "A" is recommended whenever existing 60/400 Hz motor

generator sets are available for reuse at the 400 Hz central genera-
ting plant,

b. At Naval Air Stations where all new equipment is planned, the
following are the recommended altematives based on current
and projected cost of equipment and power generation:

Alternative "A" = for minimum first cost

Alternative "C" - for minimum life cycle cost
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3.2.5.1

3.2.5.2

Initial Investment,

Alternative "A" - Motor Generator (Low Voltage),

2 e

Item Unit Cost
No.  Description Quantity Installed Total
1 313 KVA-600V Motor 4 $74,000 $296,000
Generator with Step~up
Transformer and Primary
and Secondary Circuit
Breakers
2 1000 KVA Transformer, 2 25,000 50,000
5KV/480V
3 200A-3P-4160V Circuit 2 6,000 12,000
Breaker
4 1600A-3P-400V Circuit 2 4,200 12,600
Breaker
Total $370, 600
Alternative "B" = Motor Generator (High Voltage).
Item Unit Cost
No.  Description Quantity  Installed Total
1 313 KVA - 4160V Mctor 4 $110,000 $440, 000
Generator with Primary and
Secondary Circuit Breaker
2 Control Console 1 19,000 19,000
Total $459, 000
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3.2,5.3  Alternative "C" - Solid State (High Voltage).
Item Unit Cost
No. Description Quantity  Installed Total
] 313 KVA - 4160V Solid 4 $91,000 $364, 000
State Frequency Con-
verter with Primary and
Secondary Circuit Breaker
2 Control Console ] 19,000 19,000
Total $383, 000
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3.2.6 ONE-LINE DIAGRAMS ~ ALTERNATIVES "A", "B" AND "C".
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3,2.7

3.2.8

Operating Costs. (Refer to Appendix F for backup data),

Operating costs for the three alternatives are tabulated as follows:

Alternatives
IIA " I|B L] |IC [1]
(1) Power losses through fre- 149 KW 130 KW 112 KW
quency conversion
(2) Power losses through pri- 30KW  memeee cmecea
mary 60 Hz, 4160/480V
transformers = 1,5% of
2000 KVA connected
capacity
(3) Power losses through secon-  12KW = ccomme ccaeaa
dary 400 Hz transformers -
1.0% of 1252 KVA
(4) Total power losses 191 KW 130 KW 112 KW
(5) Total KWH @ 8760 Hours 1,673,160 1,138,800 981,120
per Year KWH KWH KWH
(6) Total yearly cost at $0,04 $66,926 $45,552 $39, 245
per KWH
Maintenance.,

Maintenance costs for the three alternatives are based on the following

estimated costs:

Alternative "A";

$100/unit/month = $100 x 4 x 12 = $4, 300 per year

Alternative "B":

$200/unit/month = $§200 x 4 x 12 = $9, 600 per year

Alternative "C":

$300/unit/month = $300 x 4 x 12 = $14,400 per year
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= 3.2,9 Discounted Annual Costs,

(Present worth of O and M costs).

3.2.9.1 Cgerations.

From Table B - Present-Value Table, Appendix D, NAVFAC P-442, the
"eumulative uniform series" factor of 7,980 is selected. (inflation rate
is not considered; Discount rate 10 percent annually for 15 years).,

3.2.9.2  Maintenance.
From Table B = Present=Value Table, Appendix D, NAVFAC P-442, the

"eumulative uniform series" factor of 7.980 is selected. (Inflation rate
is not considered; Discount rate 10 percent annually for 15 years),

R

g L)

i

.

S

¥

R e

Gy
HESSIRe f s

Y3
2}

|

62

]
! e Y vl
e o ke e ¢ e e am e e  mimetr el Vi - AJW% -

(,,
¥ e
el Sl




MR KA e ¥

— — R M:)Zg.@;i

3
/80 ‘8Z¥$ gLl ‘orvs ££8°TLSS
154500 jonuuy pajunodsig (¢)
ZLl6'viL = (0o¥ ‘v1$)(086°L) 809°9Z = (009°6$)(086°L) yoc'se = (008'4$)086°L) m
:§S07) SOUDUIUIDW (2) |
c/L cLes = (svZ 6£3)(086° L) c0S’£98$ = (265’Sv$)(086° L) 69078 = (926'99$)(086°£)

w VY IAIDUIDY v

u O SAHPUIBLY wGu SAUDUIBHY

33507 BuypsadQ (L) “

“s;s0D [onuuy pajunodsid  £°6°C°€

[

e T e e e e = a e = -

el i,w S awwgwﬁwm; N si\ﬁwruey 2

\'.w
gh A a5 Sl T




vk g

SECTION 4

| APPENDIX
‘Al - List of References
’ 'B' - NAS Miramar - Schedule of Existing 400 Hz Motor Generators
-

to be replaced by Centralized 400 Hz Motor Generators under
Project P-218

‘“: 'C - Table - Acquisition Cost of Mobile Units at NAS Miramar
‘ ‘D' - Summary of Fixed and Mobile 400 Hz Power Capacity by Station
'E' - Revised Economic Analysis at NAS Miramar to Conform to Recom-

mendations in Section 2

L El

‘~ i 'F* - Energy Cost Analysis

oo

§;§ ‘ 'G! - Table VIl = Summary of Aircraft Starting and Servicing Electrical
E{ ~ Power (400 Hz) Requirements - Page |V-8 of Report No, 3-75

= (Volume One of Two Volumes)

-s:

4 'H' - Figure 13 - Typical Diversity/Demand Factors for 400 Hz Power

to support Aircraft Page 111-13 of Report No, 3-75 (Volume One
of Two Volumes)

% " - Technical Proposal for 60/400 Hz, 4160V input, solid-state fre-
3 quency converter

J' - Conductor Resistance Effects at High Frequencies

%ﬁz 'K’ - Detail of Low Voltage Cable; Table of Typical Characteristics of
>

600V-and 5KV cable

L - JB & B Letter dated August 11, 1976, with questionnaire and out-
line specifications. (Revised to include outline specifications for
line drop compensators),

SIERNRER;

z
[}

Summary of responses to JB & B questionnaire (Appendix 'L') by
potential suppliers of 400 Hz equipme...
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APPENDIX ‘A"

LIST OF REFERENCES

Centralized High Voltage 400 Hz Distribution System: Progress
Report ~ Prepared by ESA - 742: NWESA

Aircraft Ground Support 400 Hz Electrical Power Requirement
Evaluation. Report No. 3-73 dated January 1973 - Prepared by
ESA-742:NWESA

Page V-(C:)~3 of Report No. 3-75 (Volume Ore of Two Volumes)
NAEC-GSED-86-Appendix C-3M Data from 5 NAS

Progress Report No. 1; June 1976 by JB & B

Progress Report No. 2; July 1976 by JB & B

Questionnaire by JB & B dated 24 June 1976

Letter by JB & B dated 18 June 1976

Letter with attached questionnaire by JB & B dated 11 August 1976

Pages 11-4 through 11-8 from Report No, 3-75, Volume One of Two
Volumes

F-14 Flight Line Servicing/Starting Electrical Power (400 Hz)
Requirements Evaluation; First and Final Report, Report No. ST-75R=~
74 dated 21 June 1974

Report on Electrical Engineering Study of 400 Hz Electric Power at
NAS Oceana, Virginia - Report Number ESR #7-74 dated 1 October
1975.




APPENDIX 'B'

Sheet No. 1 of * 2

RE: NAS MIRAMAR, CA

Schedule of Existing Individual 400 Hz Motor Generators
To Be Replaced By Centralized 400 Hz MG's Under
e ) ‘Project 'P-218 °

400 HZ MOTOR GENERATOR SCHEDULE (EXIST)

Item Qty. Bldg. Kv.. Output Phase Sheet Manufacturer
No ) K

No. Voltage No.

A 4 K-215 60 120/208 3 E-4 Inet
4 K-215 60 120/208 3 E-4 Inet

B . 2 K-277 60 120/208 3 E-5 Hollingsworth
8 K-277 60 115/200 3 E-5  Hollingsworth
1 K-277 30 120/208 3 E-5  Elect. Prod.
2 Wells 60 120/208 3 E-5  Inet.

E 2 402 30 ° 120/208 3 E-14 Elect. Pr.d.
3 402 60 115/200 3 E-14 Inet
2 402 60 115/200 3 E-14 McDonnell

F | 456 30 115/200 | 3 E-14 Elect. Prod.
1 456 75 115/200 3 E-14 Elect. Prod.

G 2 470 50 120/208 3 E-7 Kato
3 470 60 120/208 3 E-7 Hollingsworth
3 Apron 60 115/200 3 E-7 Inet

H 3 490 150 115/200 S E-20 Amer. Elect.
2 490 125 120/208 3 E-20 Inet

J 2 500 62.5 120/208 3 E-6 Inet




APPENDIX 'B'

Sheet No, 2 of 2

400 HZ MOTOR GENERATOR SCHEDULE (EXIST)

o e A it

Item Qty. Bldg. KVA Output Phase Sheet  Manufacturer
No. No. =~ Voltape No.
K 2 K-515 150 120/208 3 E-21 Amer. Elect.
1 K-515 125 115/200 -3 E-21 Amer. Elect,
2 K-515 62.5 115/200 - 3 E-~21 . Amer. Elect.
1 K-515 100 115/200 3 ‘E-21  Kato
419
L 1 Aircraft 60 200 3 E-18 Kato
Parking i
Apron
M 2 K-940 75 120/208 3 E-18 1Inet
SUMMARY
Qty. KVA-EA KVA-TOTAL
4 30 . 120
2 50 100
36 60 2,160 :
3 75 ) 225
1 100 ) 100
3 125 375
5 150 750
(KVA per)
54 70.9 (unit) _ 3,830 KvVA (
(Average)

NOTE: Data obtained from NAVFAC DWG. No. 6076944, Sheet 5 dated 5-14-76
Code Ident. No. 80091

P T e e A e ol A Tk me e s B mens Ko mhmr xS ca po e et s




APPENDIZX 'C'

TABLE - ACQUISITION COST OF
MOBILE UNITS

NC-8A: 40,000
NC-10: 35,000
NC-10C: 40,000
MMG-1A: 20,000
TOTAL: $ 135,000 divided by 4 = $33,750 average cost per unit

Average Unit = 60 KW/75KVA

Cost per KW - $33,750 divided by 60 KW

$562/KuW
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APPENDIX

vEu

REVISED ECONOMIC ANALYSIS AT NAS MIRAMAR TO CONFIRM TO RECOMMENDATIONS

IN SECTION NO, 2
$1,102,000 - Per Ref. No:.14, Project No. P-218
421,000 ~ Additional Equipment as detailed below **
$1,523,000 - Total
** Furnish and install the following equipment to conform to requirements
of Section 2.
$100,000 - Two 250 KW/312 KVA MG's

15,000 - One 60 Hz 750 KVA 4160:480/277 V. Stepdown Transformer-

20,000 - One 400 Hz 600 KVA 480/277: 4160V Stepup Transformer.

15,000 - Switchgear associated with above Transformer and MG's )
169,800 - Line drop Compensators: 47 @ 60 KVA (average rating)= 2820 KVA.
319,200 - Subtotal

15,960 - + 5% Contingency
335,160 -

80,329 + 18% Escalation thru March 1978.

395,489 -

25,244 -

420,733 -

94 (+6%) Supervision, Inspection, etc.
Total

[ W



T

based on expected power costs of .04 per KW hour, 3,620,000 x

$145,065,00 per year,

power is
.04

Total cost of power for 400 Hz power generation including loss plus useful

9.
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1.2 Plan A Estimated Cost of Fuel Consumption for
Continved Mobile 400 Hz Engine Generator Sets -

The estimate of power consumption in the form of fuel for operation of engine generator sets
is difficult to arrive at for a-number of reasons.

The use of the mobile engine generator sets is where no stationary 400 Hz power is avail-
able, such as locations on the flight line. The use is probably of short duration for most
of the engine generator sets, as contrasted to the nearly continuous operation of the motor
generator sets, Furfher, fuel is consumed not only in generating 400 Hz power, but also
in movement to of engine generator sets fo locations where 400 Hz power is required, All
of the assumptions used to arrive at conclusions of fuel consumption, power consumphon
and operating cosfs are set forth as follows,

1. Total 400.Hz power capacity for the summation of all engine generator
sets KVA ratings at Miramar NAS is 6480 KVA,

2. It is assumed that 70% of all of these sets are in operational condition,

ond that 30% of the total are down for maintenance or repair on an aver-
age basis, Thus, the available capacity is .7 x 6480 = 4520 KVA,

3.  Fuel costs are estimated on the following basis:
a. Diesel fuel cost at $.40 per gallon,
At 6,7 lbs per gallon, this equals 0,40/6,7 = $,06 per Ib, of fuel.

b. 5% of the fuel consumed is for movement of the mobile power plants
from one location to another. Thus, 95% is available for power gen-
eration,

‘c.  Generator efficiency is estimated at 85%.

d.  Engine efficiency at full rated load of the generator requires .65 lbs, *
per horsepower hour, as the specific fuel consumption,

e.  Fuel consumption per KW hour is then, KW/HP x specific fuel con-
sumption x 1/Efficiency = 1.34 x .6 x (1/.95 x .85) = 1,08 lbs/KW hr,
L

f. 1.08 Ib of fuel per KW hour with fuel cost of $.06 per Ib, the cost
per KW hour at full load would be 1,08 x ,06 = $,065.

4,  The average load is estimated on the basis of operation of the sets for 12 hours
per day with 40% of the available engine generator sets on-line,




*

5. It is estimated that the average load will be 5.8% of the one-line F;ower.

~3

.058 x 900 =52 KVA average load.

1 6.  The peak load is estimated to be 35% of the available power. 900 x .35 =
316 KVA.

BRI

R

Fuel consumption at no load.is estimated to be 30% of full load fuel con-
sumption and hence cost of fuel will be 30%. of the full load fuel cost,

¥
~
.

T ~

-
g

.065 x .3 = $.02 per KVA Hour of average on-line capacity,
Cost per hour at no load is then .02 x 900 = $18,00 per hour.

Fuel cost for useful power is (0,065 ~ .02) x 52 = $2.34 per hour,

.-h«-” —— ——— p—
o

2o
o

Total fuel cost of operation is then fuel cost for power loss plus fuel cost
for useful power. $18.00 + $2,34 = $20,34 per hour,

s
0
L]

Yearly cost will be $20.34 per hour x 8760 hours = $178, 176,00 for total
power of 8760 x' 52 455,520 KW hours. Cost per KW hour = $,39.

-
—t
(=
.

U 'S

i
RS S

e S b s

-

ey

rd

4 %
- - - - - Sk B o S b s B e e, W, s e kI R e RGP




s A ST A

2.0 Central Power System (Plan B)

1. The peak power capacity and the average power consumed are assumed to
be unchanged from present demands.

2. Peak demand is then 460 +315 =775 KVA, Based on 312 KVA modules,
the total number of on-line units must be 3 with capacity of 936 KVA,
A fourth unit is required for redundancy.

. 3. No. of units is based on replacement of all of the present stationary equip-~
ment and 75% of all engine generator sets,

4, No, of on-line transformers are assumed to be equal in total power capa=
city to the combination of mobile and stohonary equipment, Total is,

3064 +5184 = 8248,
5.  No load power losses in ltem 74 are 1% of capacity of system = 82,48 KW,

. 6.  The 936 KVA of spinning generators will have a no load loss of 6% of their
rating = .06 x 936 =56 KW,

wo 7.  25% of the mobile equipment will be retained under Plan B, It will be re-
quired to supply 25% of the average previous load which was 52 KW,
.25 x 52 = 13 KW average load retained.

.75% of the mobile equipment load will be transferred to the new central
station, .75 x 52 =39 KW average load transferred.

8.  The central power station load will now become the total of the stationary
equipment to average load of 92 KW plus the above 39 KW, or a total of
- 131 KW,

9.  The motor generators will have an additional power loss of 8% of the aver-
age load, Average load is 39 KW + 92 KW 131 KW. Additional losses
are 131 x ,08 = 10.5 KW,

10.  Total power consumed is total of used power plus total losses, Used power
equals 131 KW, losses =56 + 10,5 + 82,48 = 149 KW. Total = 280 KW,

11, Yeorly power consumption is 280 KW x 8760 hours = 2,452,800 KW hours x
$.04 per KWH = $98, 112,

12, The cost of fuel for operating the remaining engine generator sets is assumed
to be at the original cost rate of $.39 per KW hour average.

Power generated is 13 x 8760 = 113,880 KW, Annual cost of this power is
.39 x 113,880 = $44, 413,00, Annual power and fuel costs for Plan B are
then 44,413 + 98,112 = $142,525.00,

o —— | ————— At e B . <t~
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13.  Annual energy savings are as follows:

$145,065 + 178, 176 = $323,241 - 142,525 = $180,715,00 per year,

AR

5
TER

| : $145, 065 is cost of energy for stationary power plant operation in
{ Plan A.

BESE

$178,176 is cost of fuel for engine generator set operation in Plan A,

$142,525 is cost of energy plus fuel for Plan B,

$180,715 per year is the net savings of fuel and energy costs for the
central 400 Hz power system,
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APPEXNDIX 'G

4

TABLE VIII SUMMARY OF AIRCRAFT STARTING AND SERVICING
ELECTRICAL POWER (400 Hz) REQUIREMENTS

‘ : . Aircraft Average Maximum Maximum
< Type Measured Load | Measured Load | Calculated
| . Power (KVA) Power (KVA) Load For
. Servicing
- Power (KVA)
| A-3B 3091 6.04 16.4
e A-4C 1.95 2.68 " 5.4
b A~6A 4.23 B.65 ©20.0
3 EA-6B* 16.50 17.94 -
A-7E 4.39 4.48 9.0
E-2C* 50.00 80.00 ?0.0
L F-4J 5.46 10.35 20.0
b F-8K 2.94 5.19 8.7
4 (" F-14A4 17.30 _ 25.60 64.0
A - P-3C 17.50 36.30 '60.0
k| ( S-2E 2.44 3.56 15.0
. S-3A* 30.00 32.00 60.0
) CH-53A 3.62 10.35 40.0
S HH-3D 5.36 16.50 15.0
]
5 * Not included in the Summary of Aircraft Starting and
i : Serving Electrical -Power (400 Hz) Requirements as pre-
5 ; sented in NATC Report No. ST-75R-74.
S -
- # Values changed to this as a result of NATC Report No.
e f ST-75R-74.
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TECHNICAL PROPOSAL
FOR .

60/400 HZ SOLID-STATE
FREQUENCY CONVERTER

. Prepared for

Jaros, Baum and Bolles
1052 West 6th Street
Los Apgeles, California 90017

TELEDYNE INET
711 WEST KNOX STREET
GARDENA, CALIFORNIA 90248
Phone: (213) 327-0913 ~ Telex: " 67-7228

19 NOVEMBER 1976
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Uninferrupfible Power Systems

Teledyne Inet's 415 Hz Uninterruptible Power
Systems provide precisely conditioned power for your
critical data/communications requirements. The
heart of this Series is the 75 KVA 415 Hz Frequency
Converter which may be used singly or in paraliel for
sysiem redundancy or increased power capacity. in
addition to the frequency converter(s), a compiete
UPS system includes associated batteries and
specified options.

ELECTRICAL SPECIFICATIONS

input .
Vollage 208 or 480, $-phase,
3 or 4 wirte, £ 10%
Frequency 60 Hz, £ 5%
Power Factor 0.85 at full load
Harmonic Feedback 10% maximum at full load
Power Walk-in 15 seconds to full load
Current Limit 125% of 1ull load
Output
Rating 75 KVA
_ 67.5 KW
Efficiency 86% at full load
Voltage Regulation t 1%
Phase, Angle 120* * 1° balanced load
Harmonic Voltage 3% maximum single
5% maximum total R.M.S.
Frequency, nominal 415 Hz £ 0.1%
(400 Hz also available)
Frequency Regulation * 0.1 Hz
Ovetload Capacity 125% for 15 minutes
150% for 2 minutes
Short Circuit 500% for first cycle dechining

10 150% until fault clears

75 KVA/415 Hz Module

Voitage Transient 1+ 8% with 100 ms maximum
Response recovery time for: o

(8) S0% load step

(v) Loss or return of AC
input power

(¢) Adding or dropping one
converter of paraliel group

STANDARD FEATURES

* Output voitmeter and ammeter
* Battery volimeter and ammeter
* System fault alarms

» Line drop compensation, 0 - 5%

. Rear access not required

711 West Knox Street ® Gardena, California 90248 ¢ Telephone. (213) 327-0913 o Telex: 67-7228
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(152¢cm) (31 cm)
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—
noamn
*83% in
] m@: 7 m(zlscm)
i Tt (198 cm)
C__C
== ro—— vy
FRONT VIEW
*Exhaust fans removeabie for shipping.

23in |eg- 36in
(58cm) | {9tcm)
* AR
EXHAUST

«g— REAR ACCESS
NOT REQUIRED

SIDE ViEW

PHYSICAL SPECIFICATIONS

Dimensions

Weight
Ventilation

Cabis Entry

Acoustic No'se

72"W x 83%2"H x 38D
(183 cm x 213 cm x 91 ¢m)
4,200 1bs. (1,909 k)
Forced air (redundant
blowers)

Top, boitom or rear

via wireway

70dbat5ft (1.5m)

BATTERY SPEC!FICATIONS

Tyoe Lead calcium
(clear, shock absorbing,
heat resistant plastic case)
Number of cells for
{a) 1.75 VDC end point 120 celis
{b) 1.65 VOC end point 124 celis
DC Voltage range 210-300 VOC
Maximum tull load 318 amps DC
batiery current
BATTERY AND RACK DATA
Support Time # Min. 18 Min,
Colt Number IN1S0-4 IN1I0-2
400 1be.
Vot Weight e ) %)
Instalied Size Tw_p :nm“a' rachs Tuio 2L § racks
and Quantity 2&%-'.1“3 cm) f&%ﬁf’{?sm

Bulietin 1014/1-78

ENVIRONMENTAL SPECIFICATIONS

Operating Temperature Range

Recommended 20°C 10 30°C

Maximum 0°C to 50°C
Nonoperating Temperature Range  0°C to 70°C
Relative Humidity 0,10 95 percent
Altitude 0 to 5000 ft. (0 to 1524 m)
Hoat Rejection 625 BTU/min (158 kcal/min)
OPTIONS AND SERVICES

® Central mimic bus/control panel for parallel system
¢ Remote monitor of alarm panel

¢ Shock protected batlery rack

¢ Battery disconnect switch

¢ Test console

¢ Turnkey Conlracts

¢ Leasing Arrangements

¢ Maintenance Agreements

¢ Installation Supervision

¢ Site Testing

(Refer 10 individual Bulletins for dataile
on above Oplions and Services)

All specifications subject to verification for each order.

“TELEDYNE INET

711 West Knox Street » Gardena, California 90248 ¢ Telephone: (213) 327-0913 « Telex: 67-7228



¢ TELEDYNE INETISeresi210/415H2
( Uninterruptible Power Systems

Teledyne Inet's 415 Hz Uninterruptible Power Systems
provide precisely conditioned power for your critical
gaty/communications ranuirements. The heart of this
Series is the 210 KVA 415 Hz Frequency Convener
which may be used singly or in parallel for system
redundancy or increased power capacity. n addition to
the frequency converter(s), a complete UPS system
includes associated batteries and specified options.

( 210 KVA/415 Hz Module

ELECTRICAL SPECIFICATIONS

Input
Voltage 208 or 480, 3-phase Voltage Transient < 8% with 100 ms maximum
3or 4 wire, £10% Response recovery time for:
i Frequency 60 Hz2, £ 5% % 4
i Power Factor 0.85 at full load {g; Egss ,',‘3‘ ,‘1{,,‘:," of AC
5 Harmonic Feedoack 10% maximum at full load input power
! Power Walk-in 15 sec. to full load (C) Addmg or drowing one
; Current Limit 125% of tull load converter of pa,a“el g'oup
Output
. Rating 210KVA, 0.8 PF
: 187 KVA, 0.9 PF STANDARD FEATURES
168 KW, 1.0 PF
Eg:fa‘mcgegulatnon 8*8:/;2 tHullload * Output volimeter and ammeter
Phase Angle 120° + 1° balanced load * Battery voltmeter and ammeter
Harmomc Voltage 3% maximum single
¢ | 5% r’:\aximum q}otal R.M.S. * System fault alarms
requency, nominal 415H2 £ 0.1% : ;
. Cocuiat (408 :‘fq also available) ¢ Line drop compensation, 0 - 5%
requency Regulation + 2 R i
Overload Capacity 125% for 15 minutes * Rear access not required
150% for 2 minutes
Short Circuit 500% for first cycle declining

to 150% until fault clears

711 West Knox Street ¢ Gardena, California 90248 ¢ Telephone. (213) 327-0913 ¢ Telex* 67-7228
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PHYSICAL SPECIFICATIONS

Dimensions 72"'Wx 88% " "Hx 36D
(183 ¢cm x 225 cm x 91 cm)

Weight 6,250 Ibs. (2,840 k)

Ventilation Forced air (redundant
blowers)

Cable Entry Top, bottom or rear
via wireway

Acoustic Noise 78dbat5Mt. (1.5m)

BATTERY SPECIFICATIONS

Type Lead calcium

(clear, shock absorbing,
heat resistant plastic case)

Number of celis for

(3) 1.75 VOC end point 172 celis
{b) 1.65 VDC end point 180 celis
DC Voltage Range 300-432 VOC
Maximum full load 613 amps OC
battery current
SATTERY AND RACK DATA
Support Time 7 Min 16 Min.
Ceit Number IN170-3 INY20-4
[X 9,125 1bs.
Total Weight :ea%‘w;. :mal'o)
instatied Size | Trwee 2-tier 7" racks | Thwee 2-ter 10' racks
g 20D n 53
and Quanuty (2 om 331::‘6 emy | (5 cm ?1; cm)

ENVIRONMENTAL SPECIFICATIONS

Operating Temparature Range
Recommended 20°C10 30°C
Maximum 0°Cto S0°C
Nonoperating Temperature Range 0°Cto 70°C
Relative Humidity 010 95 percent O
Altitude 019 5000 1t. (0 to 1524 m)
Heat Rejection 1303 BTU/min (328 kcal/min)
OPTIONS AND SERVICES -

s Central mimic bus/control panel for paraliel system
¢ Remote monitor or alarm panel

¢ Shock protected battery rack

¢ Battery disconnect swilch

¢ Test console

¢ Turnkey Contracts

¢ ! easing Arrangements

* Maimanance Agreements

¢ installation Supervision

¢ Site Testing

(Refer to individual Bulletins for details on
above Options and Services)

All specifications subject to verification for each order.

*#~TELEDYNE INET

711 West Knox Street  Gardena, California 80248 e Telephone. (213) 327-0913 o Telex: 67-7228

Bulletin 1020/8-76
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T Teledyne Inet's Uninterruptible Power Systems ﬂ o

. provide precisely conditioned power for your . ] L
e critical date. communications requirements at a 3 | l ! )
remarkable cost-saving efficiency of 90%. The heart * B!
! of this Series is the 313 KVA power converter which { L
by may be used singly or in parallel for system s

- M redundancy or increased power capacity. in addition A

¥ to the power converter(s), a complete UPS system e I I

includes associated batteries and specified options.

" 313 KVA Module

ELECTRICAL SPECIFICATIONS
Voltage Transient + 8% with 100 ms maximum

Input Response recovery time for:

Voliage 208 or 480, 3-phase, (a) 50% load step )
3 or 4 wire, £ 10% (0) Loss or return of AC

FIOQUOhcy 60 HZ. F 5% mput power r e

Power Factor 0.85 at full load ) Manual or automatic

Harmonic Feedback 10% maximum at full ioad ioad transier between

Power Walk-in 15 seconds to full loed UPS and bypass line

Current Limit 125% of full ioad (d) Clearing a load branch

fuse or breaker rated up
Output t0 10% of UPS KW rating
(e) Adding or dropping one

Rating 313 KVA, 0.8 PF converter of parallel group

280 KVA, 0.9 PF
i 250 KW, 1.0 PF
\Elmclenc; 90% at full losd
oltage Regulation + 1%

Phase Angle 120° + 1° balanced load STANDARD FEATURES

Harmonic Voltage 3% maximum single
5% maximum total R.M.S. o Qutput voltmeter and ammeter

Frequency, nominal 60 Hz

Frequency Tracking Range + 0.5 Hz ¢ Battery voltmeter and ammeter

Frequency Regulation 4 0.1 Hz ¢ System fault alarms

Overload Capacity 125% for 15 minutes .

; 150% for 2 minutes ¢ Line drop compensation, 0 - 5%
! Short Circuit 500% for tirst cycle declining ¢ Rear access not required

' 10 150% until fault clears

711 West Knox Steeat @ Gardena, California 90248 o Telephone (213) 327-0913  Telex 67-7228
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*Exhaust fans removeable for shipping.

**Wireway replaced by

36"W cubicle to accommodate

optional switchgear complement (refer 1o
Switchgear Bulletin 1016).

Note* Converter may be shipped a8
one unit Or in separate sections as shown.

PHYSICAL SPECIFICATIONS

Dimensions

Woeight
Ventilation

Cable Entry

Acoustic Noise

132"W x 88%2"'"H x 38"D
(335 cm x 225 cm x 91 cm)

13,500 Ibs. (6,136 kg)

Forced air (redundant
blowers)

Top, bottom or rear
via wireway

Scdbatsft. (1.5m)

BATTERY SPECIFICATIONS

Type

Number of celis for

Lead calcium
(clear, shock absorbing,
heat resistant plastic case)

(a) 1.75 VDC end point 240 celis
(b) 1.65 VDC end point 252 celis
DC Voltage range 420-590 VOC
Maximum full load 645 amps DC
battery current
BATTERY AND RACK DATA
Support Time 6 Min, 18 Min.
Cell Number INY70-3 IN170-4
20,300 Ibs 23,400 Ibs.
Total Weight {9227 k) 10,638 xg)
Instalied Size Four 2-tier & racks | Four Z-tier 11° racks
y X 20"D x 83"
andQuanty | B0 N e em | o1 omx 138 cm)

Bulletin 1010/1-76

ENVIRONMENTAL SPECIFICATIONS

Operating Temperature Range
Recommended 20°C to 30°C
Maximum 0°C to 50°C

Nonoperating Temperature Range  0°C o 70°C
Relative Humidity 0 to 95 percent
Altitude 0 to 5000 ft. (0 to 1524 m)
Heat Rejection 1580 BTU/min (398 kcal/min)

OPTIONS AND SERVICES

o Centra! mimic bus/control panel for parallel system
¢ Switchgear

¢ Manual or automatic synchronous bypass
o Static bypass switch

¢ Remote monitor ot alarm panel

¢ Shock protected battery rack

¢ Battery disconnect switch

¢ Test console

¢ Turnkey Contracts

e Leasing Arrangements

¢ Maintenance Agreements

* Installation Supervision

o Site Testing

(Refer to individual Bulletins for details on
above Options and Services)

All specifications subject to verification for each order.

¢~ TELEDYNE INET

711 West Knox Street ® Gardena, Calitornia 90248 ¢ Telephone: (213) 327-0913 » Telex: 67-7228
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FREQUENCY CHANGER, SOLID STATE TYPE

60/400 HZ CONVERTER POWER SYSTEM, 1565 KVA, 0.8 PF.



SCOPE

This proposal describes a 60/400 Hz Solid State FrequencyConverter power
system. The system is made pp of 313 KVA, 0.8 p.f. power converter
modules (PCM), which are porallelable under load. The power system can
start with two PCM units, with a beginning rating of 313 KVA, 250KW.
Either of the two units can supply full rated 400 Hz AC power, and the
second PCM unit is redundant. For every PCM that is added, the system

* power capacity is increased by 300KW, thus a three PCM system will have

2 x 313 KVA of power caopacity or 626 KVA of rated power. A six module
system will have five times 313 KVA or 1565 KVA of power capacity of
0.8p.f. or 1250KW total. There is always at least one PCM more avallcble
thon the moximum rated load would require.

Teledyne Inet is the principal supplier of 400 Hz solid state converters in
the world. The company has supplied 187.5 KVA solid state 60 to 400 Hz
frequency converters to the U.S. Navy for several years, We are now
supplying these units ogainst a back log of over 150 units, scheduled over
the next five years. They are used also by the Dutch Navy.

In addition to the military 60/400 Hz frequency convarters, Teledyne Inet
has supplied over S0 frequency changers to . )uter customers, where the
units are used to power IBM 370 series control data processor units (PCUs).
Soclal Security computers, HEW computers, CIA computers, and mony
others are operating from these 400 Hz converters; rated 75 KVA. The
operational record has been excellent, with very few failures.

Inet is now manufacturing four 210 KVA 60/400 Hz converters for the U, S.
Air Force at Warner Robbins Air Force Base,

These 400 Hz converters are all simple modifications of the Teledyne Inet
60 Hz solid state Uninterruptible Power Systems, which the company has
been manufacturing for twelve years. Thus the long experience ond
relichility developed in this 60 Hz equipment has benefiticd the design of
the 60/400 Hz converters. . .

It will be observed that the maintainability of the equipment is excellient.
Most of the active components are mounted in drawers, which pull out for
maintenance. When a drawer is puiled out, there is no disconnection of the
cable, and controls, which are arranged 1o follow the drawers.
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Pictures illustrate the equipment with drawers in the withdrawn position,
Pictures and catalog sheets are included to illustrate typical equipment.
These include.

o. Cotalog sheet of 75KVA converter 60/415 Hz, Bulletin #1015/1-76
b. Cotalog sheet of 210 KVA converter §0/415 Hz, Bulletin #1021/8-76

¢. Catalog sheet of 313 KVA 60 Hz converter, Bulletin #1010/1-76

d. Picture 75 KVA converter, drawers out,

The frequeﬁcy converters are not harmed by being subjected to short
clrcuits, Current is limited to opproximot;ly 200% of normal full rated

. current when a continuous short circuit is opplied.

TECHNICAL DESCRIPTION

Each module contains a rectifier to conver? 60 Hz AC input power to
regulated DC power ond an inverter to convert the DC power to 400 Hz
AC. Each module also.includes all logic and controls so it con opérotc
independently of all other PCM units, The output of each PCM connects
through a circuit brecker to the common 400 Hz 3 phase power bus.

Because there is a full isolation power tronsformer on both the input and
the output of the PCM, the input ond output voltage can be whatever is
required. For example, both the 60 Hz input and the 400 Hz output voltage
con be 4160VAC, or whatever voltage is required or convenient. The PCMs
are synchronized with each other for parallel operation. Each PCM on line,
shares the load equally with other on-line PCM units, If ony PCM unit
fails, it outomatically disconnects from the input and output power buses,
with only minimal voltage transients, while the other on-line PCM units
pick up and shares the additional load. When a PCM it fails, both the
input and output circuit breakers associated with each PCM are caused to
open automatically.

Refer to the Inet catalog sheet describing the 60 Hz 313 KVA power
converter module. The size of the 400 Hz will be identical, Performance
Is nearly the same as the 60 Hz units except {or the operationa! frequency
of the Invertor secticn. System characteristics are listed in table 2-2,



2.2
2.2.1

2.2.2

Switchgear is normally provided by Teledyne Inet as a part of the 400 Hz
power system so that circuit breakers and controls are coordinated with the
PCM equipment.

4

Frequency Converter Operation,

Control Power. Refer to Figure 2-2, a simplified one-line block diagram of
the Frequency Converter,

Control power connects from the input 60 Hz mains through the control
logic switch SI which is focated on the switchgear drawer. Control logic
switch S| has three positions, which are: "OFF", "Maintenonce" and
"Operate". When the switch is in the "OFF" position, all power to the
controls and logic are disconnected. A connection is then present to
energize the shunt-trip mechanism on the AC input power circuit breaker
and the output AC power circuit breaker. With the control switch in the
"Maintenance" position, power is upplied to all logic and control functions,

The main DC power of the converter is supplied with 24 VDC. This permits
a complete checkout of logic and functional control without applications of
voltages dangerous to maintenance service personnel. In the "Maintenance"
position of the switch, the shunt-trip circuit of the input power and output
power circuit breakers remain activated so that closure of these circuit
breakers is prevented,

When the controls switch is rotated to the "Operate" position, the input
circuit breaker may be .osed, placing the frequency converter in
operation. )

After the frequency converter has achieved stable operation and is in
synchronism with the load line the output power circuit brecker may be
closed. With the control switch in the "Operate" position the shunt-trip

. clrcuits of the input power and output power circuit breackers are

thereafter under control of the "Fault-trip" logic,

System Operation. When the control logic switch described above is placed

in the "Operate" position the logic for the inverter is operational, but gate
drive for the power SCR's is clamped off on the primary side of the SCR
drive transformers. The high voltage DC filter capacitors are precharged
to opproximately 400VDC. This precharging serves to eliminate a surge of
inrush current when the input power circuit breaker is closed.

“ e



2,23 Input Rectification. Closure of the input AC power circuit breaker

connects the three-phase AC power from the mains to the primary of the

full isolotion input power transformer having a wye and a delta secondary,

The input power transformer secondary windings connect to twc three-
phase silicon bridge rectifiers, These two bridge rectifiers are provided

with AC voltage from the delta and wye transformer secondary windings

which are displaced 30 degrees from each other. The result is that the

ripple voltage has a 720 Hz ripple frequency (12 times base frequency) in

the rectified DC.

Harmonic current generated by the action of the rectifiers is the |Ith
harmonic of the fundamental, or 660 Hz. This is easily suppressed as
compared with e problem of filtering 5th harmonic voltages which would
be produced if a single three-phase bridge rectifier were used,

Computer grade electrolytic capacitors are used to reduce the high voltage
DC ripple voltage to less than 0.25 percent. This results in modulation
voltage of less than 0.25 percent in the 400 Hz AC output voltage.

2.2.4 Power Inversion. High voltage DC power (400VDC) connects to three
single-phase SCR inverters., Each SCR inverter uses four power SCR's
arranged in a single-phase bridge circuit. The use of three individual SR
bridge circuits permits each of the three phases of AC output power to be
individually voltage regulated. Thus output voltage regulation may be
maintained accurately even under conditions of extreme load unbalance.

Eaoch SCR bridge is arranged in two "half-bridge" circuits. Each "half-
bridge" generates a square wave of AC voltage. By phase shifting action on
these two square waves of voltage, a "quasi-square wave" of voltage is
generated, having a controllable fundamental 400 Hz output voltage. The
harmonic voltages present in the quasi-square wave are filtered by the
“harmonic filter" on the 400 Hz output.

The SCR bridge is used not only as an inverter to connect DC power to
400 Hz power, but also as an "ON-OFF" switch. When one of the "Fault
Monitors" senses an error in operation, the SCR bridge is switched to
"OFF", When input power is turned on by action of the input AC power
circuit breaker the SCR bridge is commonded to turn "ON",  This
eliminates the need for a high voltage DC contactor. DC contactors are
generally "high failure rate" components because of their tendency to have
contacts welded closed when DC power arcs occur as a result of contact

bounce,

SN MR CRY L ud S g e m e TR e tesem yeoer I v v kg g s .- - Ch -
S, ORI SR It 3 8 L 2, o e
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The four power SCR's in the SCR bridge are commutated off by means of
four commutation SCR's which carry only cornmutation current. The
commutation capacitors, reactors, transformers, and diodes complete the
commutation circuit,

Each of the three SCR bridge inverters are individually protected by a
current limiting fuse.

Output power from the three SCR bridge circuits connect through harimonic
filter reactors to the primary of a three-phase output power transformer. -
The function of the three harmonic filter reactors is to limit the flow of
harmonic current to the output, while providing only minimal impedance to
the fundamental component of AC output power,

Output Power Circuits. Output filtering of the harmonic voltage takes
advantage of the symmetry of the SCR generated quasi-square wave of
400 Hz voltage to eliminate all even harmonic voltages. The phase
relationships between the three quasi-square waves of voltage permit
elimination of all odd harmonics which ore mulﬁp‘les of three. Thus
eliminating the 3rd, 9th, I5th harmonic voltage, etc. The principal
remaining harmonic voltages are the 5th, 7th, | 1th and 13th.

A series inductor-capacitor shunt filter specifically tuned to the 5th
harmonic, reduces this harmonic to less than 2 percent. Shunt filter
capacitors are all that are required to bring all the higher harmonic
voltages to within | percent. Total harmonics are less than 3 percent RMS.

Control Logic. The control and logic assembly contains the voltage
regulation, frequency sensing and time circuits; SCR logic drive circuitry;
and parallel sync circuits required for system operation. Protective
circuits are incorporated within the assembly to isolate or prevent
overloads to critical components and subassemblies. The control and logic
assembly interfaces with all other frequency converter assemblies in
performance of system functions.
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2.2.7

The control and logic assembly contains three identical phase reguiator
subassemblies. These regulator's contain the circuitry, amplifiers and gates
for output sensing and for wave formations. The frequency control utilizes
a crystal which is so accurate that a frequency meter on a control panel is
superfluous, since the crystol is far more accurate than any panel meter.

Converter Output Characteristics. Figure 2-3 shows three oscilloscope

photos of the output of the frequency converter, rated 75 KVA,

The two upper photos show the output voltage line-to-line waveform for
no-load and full load conditions. The measured total harmonics were 1.8
percent and !.4 percent, respectively. The bottom photo shows the voltage
transients for a zero to full load change with the current trace at the
bottom. The voliage transient is less than 10 percent and recovers in
opproximately 5 ms, As can be seen, the resvits confirm the design
characteristics of table 2-2 regarding harmonic distortion and voltage
tronsients.

Communication between converters is by a connecting signal level cable.
If the unit containing the master oscillator should fail or be taken off line,
another unit will automatically become the moster. When a new unit is
brought on line, synchronization occurs automatically.
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TABLE 2-1

EQUIPMENT AND SERVICES AVAILABLE

ary

2106

Lot

Lot

Descr’ption

Solid-State Frequency Converter modules, paratielable,
rated 250 KW/313 KVA, 4160VAC, 3-ph, 3-w,

60 Hz input, and 4160VAC, 3-ph, 3 or 4-w, 400 Hz
output,

System switchgear and control assembly containing
module input and output circuit breakers, controls,
metering and alarms,

Remote monitor panel as described in Paragraph
2.6 of this proposal,

Prefabricated interconnection power cables;
plug-in control cables between modules and system
switchgear and control assembly.

Complete installation of above defined equipment.
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TABLE 2-2
SYSTEM CHARACTERISTICS

’

input Power

Input voltage and frequency nominal 4160 VAC, 3-phase, 4-wire, 60 Hz,

Input voltage rongé

Input frequency range

Input current, 480 VAC input
Input pf @ 25% load

+ 10% from nominal.

+ 3 Hz from nomincl.

48 amps per line, moximum per module.
8l ’

Input pf @ 50% load 82,
Input pf @ 75% load 84,
input pf @100% load 85,
Efficiency (6 modules: full load = 1565 KVA at 0.8 pf)
Efficiency @ 25% load 82%.
Efficiency @ 50% load 86%.
Efficiency @ 75% load 89%.
Efficiency @100% load 90%."

Harmonic current feedback

Inrush current

Voltage transient acceptance
overvoltage, % cycle

Voltage transient acceptance
50 microseconds

Output Power

Voltage, nominal
KVA rating, nominal

Load current, nominal
Load power factor, nominal
Power rating

Frequency, nominal

10%, maximum,.
Full load current maximum.
30%.

25 KV volt peck.

4160 VAC, 3-phase, 3-wire.
1565 KVA, redundnat, at full
capacity.

217 omps per line,

0.8 lagging.

1250 KW,

400 Hz,
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TABLE 2-2
Page Two

Voltage adjustment range
Power factor load range
Voltage regulation
Frequency tolerance
Harmonic voltage, single with
linear load
Harmonic voltage, total with
linear load
Deviation factor, any linear load
Voltage blanace for balanced ioad
Voltage balar.ce for [5% unbalanced load
Voltage modulation, any load
Voltage transientss
20% load step opplied
20% foad step dropped
100% load step opplied
{00% load step dropped
10% transient on AC input line
Switching of one module off line
Voltage tronsient recovery time
Overload, 110%
Overload, 125%
Overload, 150%
Short Circuit available current

Current load sharing with parailel
identical units

+5%.

0.5 lagging to 0.7 leading.
+0.5%,

+0.1%.

2 RMS, maximum,

3RMS, maximum.

5% maximum,
+0.25%.

+0.5%.

0.25% maximum.

2% maximum,
2% maximum,
10% moximum,
10% maximum,
5% maximum.
2% maximum with 3 modules or more,
5 mx, maximum.
| hour.
15n. ‘=s
2 minutes.
300% for first cycle declining to
200% wnit fault clears.
within 5%.

30
1)
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‘ RELIABILITY, MAINTAINABILITY & ENVIRONMENTAL CHARACTERISTICS
Mean-Time-Between-Failure per 5,000 hours, minimum,
\L MIL Handbook 217A (nonredundant)
Mean-Time-Between-Failure per 15,000 hours, minimum.
historical data on similar converters :
Mean-Time-Between-Failure 100,000 hours, mir_ﬁmum. K
(system level) ' .
Mean-Time-Between-Repair, calculated 20 minutes. - .
Moximum Time to Repair 210 minutes.
Temperature range 0 to 40 degrees C.
32 degrees F to 104 degrees F.
Acoustic noise on "A" scale at 75 db maximum per ASA Sl.4.
1y distance of 5 feet :
54 Conducted electromagnetic nosie 20 db maximum above MIL-STD-461A
. Class 111B radiated.
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UCHDUCTCR RESISTANTE ZXFECTS AT EICH FREQUSICISS .
. : T, J. Mulvey .
. ) . Geozeral Electric Compeny
:, Bridgepert, Connacticut
SrRCDUTTION .
The Incre2sing use of power systezs et frequencies above 60 cyjties kes brought
thoul Increased mterest in the rating of cebles for such freguencies. . '

The several fectors invluercing effective conductor resistance ere of congide
areble magndtude zs frequercy ircresces, and for efficient cedle applicaticn ttey
=5t e cunsilderad, ' * . .

This reporl ¢11] 13entify sone of these effests end give a sugzested nethod Lo
3stermining the especity of cebles at LO0 and 800 cycles &8 releted to thelr ampeelly
et 60 cycles, | | ! .

In general, itree-phase 400 or 80O-cycle pover systems are desizned in the seos
%ey thet €0-cyele sysiezs cre designed, vith the reeiizetion that tbs incraused
Irequency, will insresse the shin and provimity effects in the caaducters therady
l{acressing the effective conductor resistoace, The increesed frecuscer elso increases
+he elrcult reectence whica coxbined with the resistarce increases tha voltags drop,

The higher frozuencies will also increase the effect of megnstic m=teriels upen
catle ractance ex3 heaiing, For this rsascn the cables should not Ttz rum in megretis
ccadutt or too cluse 4o nagretic structures 4n the duiléing, The lesses cdue to
2regueninT e rrosorticsel to the gousce of the ling curcent, exd £d fer very el
swrents they oy be pegliigible,* Fer insteace, iz the 40 cyele liguiing circuit
= iba Undw Colloge P2eld House, #12 AWG conducicrs in stendard sicel candult weoe
.used, In thip ceee, there iz a flucrescent lipghtizg leed of thiriy-five oighi-foot — .
le=ps, Eash #12 AWS clroult cerrles oy £.€ ecpesres, Afier the dnmstallatics vas
saorleted, volitegs resdilrps at verious filnmtures skeved thzt the voltege drops vere
29% ezcersive, end that no real gedn would have reculted froa use o f£idbre or acle
nmesmetic conduit,(l) Fenlinmg Muxiher tests, the use of mogretic cemiuit shouid de

scided for circzits empleying couducter sizes larger than about #5 AWG for LOO

s72les exd #10 Ax3 at 800 cyules, . . ,

In the digemsaicn that followa we will consider cnly cebles in =ir or in nea-
metellic ccnduit, Also, the cekiea will be single conductor 602 volt rated nane

metedllis-covesed types of the riliter-necprene veriety in coomm use, Such data will

be neeble with rezsomeblsz eccurzey for other types cf sirgle c-mductor cebles such

vy - -

as thernopleetic, rutter-brelided or vernished cerdric cobles,

Tor fregue=cilss v to about 1000, tho Teactence cen Do islen as directly propose
<ime) to the freguency, This nezlects the reducticn in inductermee Que to freguexcy,
Wyt thip ckange 45 zet large and the esvor ie neglizidble, Foo higher frecuencies ths
irdyustence corpestica should be Licluded, Im such cesgs the inductenco is given by

the follouing:

L= (0.12-0‘4 logp 52-5‘-:- + .0153 %) z 10”3 Eearies per M £t, .

= Irducterce to rsutral.
L/L. = Correctim frex Tenle I,
Azial specing between ccaductors - inches, :

D. = Cczductior di=c-atsr - inches,

tt
v

N w
[}
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BE CALCULATION OF RESISTANCE PATICS - : .
‘.', 4 .
4 ’ . .
31 . Heher and McGrath (2) stovw “zst for eny cehle system the AC OC resistesce rativ
r:’ of the canijuctor mey be expressed -

N .

) <. . . ° . )
: . Rac/Rae = 1+ Y + Ty + X (2)
«‘é vhere Yo, Yg, and Yp ere ths elfects dus to the ccnductor, hea‘~ erd condult respsce

Ko
k1
i
B,
i
A0

A tively., Sizce ve a:e concerzed with nca-me’.allic sheeths in air or nca-zstellic .
¢arduit, aly Y¢ vill be cansidered Lere, Neher and lMcGrath elss ehow that Yo cen
be expressed es Ycs + Ycp, viere Tcg 18 the conductor ..c:pcnant e:.e to szin effect

and Icp due to proximity eflect. Then . .
Ree ﬁdc-1+rc,+r'w *. " (2) o .
The skin effect end prozinity effect :rr: Jetermined from the function P(x) which
for so0lid and ccncentric round coczductors 15 givea in Tedle I, Tzen vweo bave
Teq = F(x) - (3) -
vhere K'-?.‘i o : T o e o .
§
g P
; . r) = .0276 Rdc |
' . £ = Froguexcy in cycles per second, . BRI ST
L. Rae = Conductor direct cusrexnt resistance et operating
‘ +  temerature, ctzs per 1000 feet, -
bet . De = Couductor dlemster - inches,
g : s .a.A.xitn specing betveen coaductors - m.;hep-.~' s L g
” - 7(x) = Punction of z fran Tedle I, .
1 - Equatians (3) and (%) ere frca ths Bebsr-McGrath paper,
T Deta from Teble IT ere given #n grephicel form in Pigure 1. Tt is interesting

¢o0 note that ths skin end provinmity effeact ratiocs give.. in Teble II e within a v
% fev perc:nt @ the veluss given fcr velues of [_2_ up to 150 in Beferemcs (&),

i R

L de

j Presumebly tha velues in that referemce were celcuieted for telerhkcne conducters by
nsthods different fros those used kere for pover canduciors.,

Teble TII gives the AC/DC resistence ratios et 400 end 800 cjcles per secead foo
tspicel 600 volt sinzle comduticr rubber-necrrens cebles 1n close trieaguler
ecmfipuraticn 4n air or nan-neellic conduit, Teble IIT also gives the cwrrent

,{ derating fectcrs beeed ca the forrmle

39 : -
Dereting Factor = / m
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le si:o et 400 cr 800 cps cen b: 2etaruized by
mltiplying the €0 cycle .at‘” ¢ the correspmding derating festor, For the larges
sizes, the derptings ere ca the coorservetive side in thei they cxiuelly are besed m
‘DC ratings of the cczmductors. Tre szall errcr, ca the sefe side, can be comsiderel
negligidble in view of pcasible va:ictia:m in i:.sulation thicimesses, otc,

The azpacity of a given ¢

-

It will be noted thet. the resistence ratios given hsre ere .._sed en Equetica (1)
and do not include losses in eny nmetel skeeth, armor, or canduit, -Losges in a (hin
alusinum armor tepe cay be szell but those 1n a zstel conduit cc“d ‘be lerge encugh

\ to ceuse trouble if c.zr:-e.;ta ere l"se. : R

e . e

To eveluate such losses exnd 4

their etf-c.. a the cable rat!:_. reéuires tbo'

calculation Y, and 7 in Zqueiics 1),

Epiricel formules for & cycles ere evell- - -

eble dbut, a3 Zer es B kneen to t.he euts:r, there 15 no sizple =24hed of celculetieca
of ‘hese eheath or pipe 1osses for higrer treguencies. Such a x:e_hod vcmld be vcry
u ., iriounid

K

1. Cooper, Beflon C. - "Eigh Cy le L‘.shtins Coces of Age"
Aot \A.;.C" JUS 1955, .

EIECTRICAL €O S"'.RUCTIGu ARD MATT
Neher, J. H, end McGrath, M, H. - ATEE Transecticas Peper 5‘( 650, "The Ce.lculatisn

.2,
: of the Tezpereturs Rise and Load C e.bility ot Ceble Sys

3. Rece, E, E, end lerrick, C, V, - A....r. Pe.por 42- 81, "Eish P-e,Aency Coe.xie.l mna
Celculations”, S ) Coe

- "rancmisslcn Cheractes stics of Toll Tele-h_a Cé‘bles at .

4, Eerbert, C.M,
2icel Journel, July 195‘

Carrier Frequenc.es" - Bell Syatea Teclz
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SKTN-ZFFECT PESIETANCE AD INWDUCTANCE EFFECTS
PR STLID ROUD A CCTVENTIONAL STRAIDED CONDUCTCRS

L 4

z P(x) L/, x P(x) L/Lg

0.17538 " 0.91347
0.20056 0.90126
0.22753 0,8832%
0.25820 0.87451
0.286L4 0.86012

0.31809 0,84517
« 0.,k9202 0.76550
0.67187 0.66632
104372 0.55597 . .

1.39359 0.46521
¢ 1,74319 R Tolor:) §
¢ 2,098k5 0.33107
- 2.44638 0.31257
2.79857 0.28162

0,00000 1,20000
0,C0C00 1.0600¢
0.00001 1,00000
0,00004 0.95599
0.00013 0.93993

0.00032 - - 0.9996%
0,00067 0.999€6
¢,00124 0.99937
0.0c212 6.93E5%
0.00340 0.99830

0.00519 0.99741
0.00758 0.99821
0.02072 0.99%65
0.01470 0.952€¢€
0.012988 0.95017

° .02552 o .98711
0.03323 0,953k
0.c4203 0,579¢%
0.c52k0 0.9739¢
0.05440 0.96755

.
.

ocoocoo
TWwhio
0

-

im0 Fwibiro Vooaia

.
.

OO0 W30V &t LR EOR NN
ouvowo

AN W NN | el el
(o N ool [eNeRoNeNeol e eNole el [o R e Xeol oo

3.15100 0.25622 .
3,50358 - 0.23501 A
3.65831  0.21703 |

. 4,20015 0.20169
4.56205  0.18822

»

n oD F’P}-‘Ps‘ | ol ol al oocoowe -

0 0.07818 0.96113 . 6.32767 0.14128
1 0.05375 0.95343 . 8.colu12 0.12307
2 0.11126 0,94432 . 9.68101 0,092k
3 0.13069 £.93527 . 13.395%5 0,07c69
b 05201 0,922 . 16.93032  0.05€56
' ) ' Go 20,6541 0,04713
80, 27.53593 0.03535
100, 3%, 60566 0.02828
0.00000 . -]
.o X = ..0276 \/h—:—; —— = e!c_ rcs:'s'lL. o& wire
- per leeo rr . .

_ _This teble adspted frcm Feferexce (3), Toble I, ] ST
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td

AC/DC RESISTANCE RATIOS AS CALCULATED FR0M EQUATIONS (3) ARD (%)
SEDN 47D PROZDUITY EFFECTS -

§
AC/DC RATIO B
B Ea0 EK=.% E=.5 EK=. E=.1 Ka,8
0 1.000 1.000  1.000  1.000  1.000 1,000
10 1,000 1,000 1,000 ~ 1,00 ° 1,000 1,001
20 _ 1.0 1,000 1001 1000  L.02 1,003
30 1,08 2006 1005  1.006  1.008 1,010
W 108 1,03 : 2,07 -0 1025 103
s 109 Lol 1,08 109 1.0y 100
. 60 1,038 1.062 1,076 1093 113 lakl
I 2069 L1080 130 118 a9 1.3
80 LM5 0 1a72 L2060 L2l 1297 1355
. 100 . .24 133 139 1,457 1.539 1,637
© 1m0 AR LES ML 20m 220 2375
T200 . 2226 2,391 0 2hge. | 2625 |, 2,791 3.001

250, 2708 2885 256 318 333 3.5
500 5139 - 5.35%  S.M95 - 5702 598 6319
896 8059  B.2s  BMB2  &%2 9.3 9.689
1000 "10,023  10.279 10,487 - 10,801 1.253 11,913

. . . _£_ ) ' '."
. CP TR -

L}
K = g‘i ; ¥tan K = 0, ratio s for skin effect caly,



TENTR TP gk ovd
IR R e

e o TR g S v s v

e g
e DR A

§ e, o FIINIENT o

DA N o b

FTalnm

3 ey

e p— S
DA
. SIS ,
st Ng" 3 i f oo,
Lw ‘7{"‘ ?‘,, ’ L . ‘;

TA3IS TII k d;"‘s T M N o,
s N A A Ty
. e ¢ b

€00 VOLT RUESTR-WIOTFTE CABLZS ey

STRANTED COFZZR ~ MIIDNUM TRINGULAR SPACING

Cond, Ceble

Dia, Dia,

Inches Inckes

T 073 .21
.092 .23
417 25
148 .32
.186 39
.234 RN
-296 ) 50
.333 £
37 .55
420 69
R JI5
929 B
516 .92
661 1.08
B 1.6

1.000 1.38

‘ 1 .5“ .

1,150

e

f

sy

M AR CR NCL-METALLIC COWDUIT

K]
\J}
51

.

-
- L]

Q=
S R3E

10€08

0515
.0368
L0258
.0172
0129

LEO Cycles ver Sec.

_8CC Creles per See,

Current Curze=s
Dereting . Dorating

_B_ C/DC  Fector B_  AC/DC  Restor
u.3 100  1.00 16" 1.00 1,00
3 1,00 1.00 20.2 1.00 1.00
i8 1,00 1.00 25.% 1,00 1,00
22,7 1.00 1.00 32 1.00 1,00
28.6° 1,00 1,00 bo.5 1,00 1.00
36 1.00 1.00 51 1.05 .93
k5.% 1,00 1,00 6sk 1.2 .

)l 1.9 98 722 136 .93
sT.b - 1,08 .56 81 1.25 .

€5 135 33 9 1.4o gg
72.3 .22 S0 102 1.53 81
g1k 1.33 87 15 1.7 7T
83,1 1.ke B 125 1.82 - Tk
205 1.5 80  1k8 2,05 .70
225 1.90 J2wm 2.5% 63
153 2.30 66 216 3.06 ST
iT7 2.60 .62 . 2h9 3.kh .




Nt s

e . g

) I Sl

~—

- s 5
o e

Ty
S T R T e T T T et st s e e e

= ,“"..‘:.‘._._‘ ooy —" o

T —————
[vdniog

A e e = e e e~ o e

Pyt g gty bt g v )

AT ~ P e ey e e L ety sy

e R T T e
rebetl St o gt ldepregegiy Bered e M S T
e } L TR LTI | el

- ma e e b e s e e
Tt e e T S e T N
ey e e T T e
Rt TN

et == e et taar e - = 0
S T

R M e S e T TRy S JERS e
o < e b oee A g

RN E N T\ TN ] s Tl T e e T —
STIT=IAT R TR Y VDT L e Tet St i =
Tanile = g e e S RLTIS
A e L T B A T TS e e el < =

T

-E':‘_:'.:ﬂ__-___:{_ o SR

— e et o 3 3 o ea ey
e e et T | ot oore §o . & o

T AN mn e as P gy pyp g
emve - 0.-‘ - ———— ——— — o4 ———me «ma

P Sty T gerd e I A e e P e  iyary

et s Wit re e ot (PR C Y el o s M

eyt e e e e e -y T e Tey ot Tt S et e o e o T s T
! e e T A T T TN R T L
A h)

A T 4 T e e R S e e
=S IS Ve e s L s
T N T T T T et e e ey e o]
PR S ] S T B
e T T C T N T TR R S e TR T R e e e | &
. ) St e M - e et Y mmh e B B | et S o oty - g 2T ]
EahierEns TR e e AN I L) L
i TR I p. e e T e n i =) 5T SR
i - .‘:....L'..._.."Z WIS ppaneoihlipel o Ml chg il el
}. = P e e e ey T T
- Tt T =T EYy ottty e guig ety (e ggracy
22' S e I T AT e N
e Tt e ST e e o S e

i1 T LT ST LIS T, Tz A
e T T T T S L e e T, L TR R
d e
= P e
- - | = g -
.3 R = et
~ - e o =
.8 SIS
Sy [Tl iy Y
e e
. =iy = SomfEeet a
H it =t
e e N A W AL ot R O
eyt U LG ) B
e Rl gy g |
S Ee i e )
Som R bl R S o
. =io D S SRR SR AR AT T N i W e o T
- - — - -l tonn vewe + p——— p —— ey b s o § e it | e b s ol p—
o £T T
. =

PR g Sy et ————
SR (R Ry tali f e

»

_ e e
EROMUAASE S e

o v T e teaa T
& —————

<«© 0 =4
. . . .
N

(12 N ~N




o TTRIRT f v oy

{
A
X
iy

fapPENDIX 'K

Aluminum Amor

Nevtral

g
=

Phase

Neutral

Ground

hase

P

Neutral

LV LINE CABLE CONSTRUCTION
600 VOLT

on it o art X

ST

o NN e R

I AN

¥ e YT 4

\0.%

R R T B TR R A AT AT Pt i e DI



eI e

i

L

z

A S

< VTR

S I ST NI

St

A

SN )

‘37 %001 ANIUOWE 1) 405 848 LMOYS SACIP BBELIOA o

33 60ip A :

PIEC  SIE0"  LEOT  E€LE0°  SLEQ | 9UED  OOYD” - SINO°  ICKO° | LSY0T E8Y0° ° OfSO°, 6€950°)| 9290° 1490
_ shue ‘Apredwy

S48 S8y S9Y ozy SLE $Z€ S0t (144 (124 $1Z ssr ' 091 i ont ozt $01

JN/SWYS ‘BIuesIswg

4SE0°  T2Zy0  GEYO"  S8YOT @950 | L¥90° 02L0° L1807 £S60° | Iv° fizg 173 3] n—n._ L1 [£13
JO/SUN0 *9I0L1IVIS 3A11I0DY)

Y920 £920 6820° 10E0° 60£0° | T2€0° G2E0T  9EEO" SPED" | SEO 9£0° sno.— 9€0° 1} 6€0° 6£0°

1920°_8OCO' 6260°  OBEO' 250" | 2950 Ov90°  Sve0°  £se0’ | sor  zev | se1 4 oz | soz s et St

(o ann o o ol 2T 41 4
A et |

/3] “vosdde -ym pajqwassy
NIN S8 MY "ITIS 351 DUNOIY

$£8s5 0s9y ozry 098¢ S$22€ | 0692 00YeC SvIZ $s81 [+13314 062t $901 068 oL S09
0§2 oly o/y 0/¢ 0/2 0/% 1 1 Z Z 04 \d 9 9 ®

- JWN/SWY0 "33uei8I15I) Y

P!

00 _ ofo 0£0 0£0"  0£0° | 0O 0E0"  0£0°  0f0 0£0"  0£0° | S20 sz0° | s200 5207 $343u1 “$53undil Jouny SIHIM ANNOYD Z HIIM
€€ e 9% 2 ¥4 e "z €22 21z 00z .81 991 et ort 6zt | 611 1 S840y “10sdde "Iowie sapun weg 80y NOILYI141334S 318vD
65€ 22€  v1g 162  orz | osz sEz 92z £.2 | 261 81 P €9c st | svi  sez1 - $24du} “304dde “Jousie sar0 weig 3/p 03BOWHY WNANIWNTY
¥8E0°  S/E0  2LE0  €LEO0  9L£0° | 98€0 000 SINO' TEs0° | £SP0° E8YO" CESO 6950 | #290° 190" S8LO°  §S60° TEITY
529 0£s $0S 09y oty 313 433 00€ 592 | orz soz . 08t ss1 SET (131 [ $9 sdwe ‘Apaeduy
SSED”  60Y0" SZ¥0"  89Y0°  6250° | 8290° 6690 660 6£60 | OfI°  O9El" | 0Ll 212 | <9  LE8 €65 €98 W/ wyo "aurpadun
0920  £920 4920 1420 6920° | 9220 6.20° €820° (820" | 920 620" | OE0°  1€0’ | ‘1€0 260"  €€0°  SEO JN/SWYO “2I013831 AANINDU]
1920 OI€0  1€€0° 28E0°  95v0° | 9950°  [¥90  «¥20 9680 | sot"  €€t- | £91° otz | €920 sfe 265 Liv® W/SWYE 3308132 Iy
029y OY9E S9YE  S20€ O0fSZ | OIIZ OZ8T 0691 G9rI | 0911 O€Ot | so@  soz | 0¢s osy Ore  sv2 W/3a0) 101d0e “m PIQuassy
o/¢ 0/2 0/2 0/1 1 2 z € v » v 9 [ [ ot ot 1 WIN 0 IRY “I218 dsim Pun0s
0£0 0£0 0£0" 0£0" 0t0° | Ot0  O£0° O0€0° OE0 | Of6  sz0° | sZO s20° | sz0° szo° s20°  §20 $343u) "SsauNI|u) JawsY STUIM ONNOYY T HITM
662 99z 85z tyZ 6tz | 1oz 161 o8t 891 f 1st ozt | szt stif| so. g6 os ot Sa4oug xesdde “Jowse Japun weig 80% NOILYIIIID34S™318VD
s2€ 262 v8z 692 sv2 | szz 1z 90z w6t | eer 29t lzst  merdl eer e sot 56° $343u) "18:8de ‘sawse 1820 ‘weIg 3/ QIHOWHY WNANIWNIY |
SPY0"  8270°  ¥Zy0°  ¥290 1290 | €E90  Iv0° #SYO SL90° | 6590 $250° 9950 €190° | 9990 81Z0° 0980° IO + ¥ "3413/0.p A j
s2¢ v09 9¢§ €25 09y | s6e  vsE 826 262 292 v22 £61 191 "t €21 16 69 ‘sdwe "Aipredwy
SSFO  60°0  SZYO" 89Y0 6250 | 290" 6690 66£0° 6£60 | OC1°  SELT  OLI' 21T | 492 IEE° €€ 69§ M/SWN0 93uepadust | Lue ao ol
0S20° £920° (920" tL20° 6920° | 9420° 6L20° €820° (820" | §200 620 Ot0" 1€0° | 1€0° 2€0° €€0°  §€O N/SWYO * 19831 “puy yim
1920 O1€0"  1€€0" 2860 95v0° | £950° 190" P20 680" | 901" €Ev 491" o1z | 920  s€E" 265 (vd JN/SWYS * 521 Y ..._."..w,_ﬂ
066€ 0Y0E 0:8Z SESZ 0902 | O¥£1 ©09ST O6ET S2ZI | OvOr Se8  OSL. 099 [T S9%  S9E  SOF /5] 1M quiassy
OS€ s0€ 662 €82 252 | ve2 €2z €1z 00z | €81 ozt 6s1- oSt | 6E1 €21 OUT 001 | sawdui‘wep quassy
16L1°  9£82° 9€8Z" 9€8Z 925y | 925y 92Sy 926y 925y | 9250 925y 925y 9ZSy | 92ZSY  92Sy'  9ZSY 925K | 20T .W/wNe ‘33130 | Lususssew
001L1 OS6IT OSSIT OS6IT 022Z | OZeL O2eL  02LL  OZLL | Ozee  ©02LL  OzLL O2eL | OZet OUL O2UL  OZLL | "s&i'wiBuans Bupeasg | plamswnyy 20y NOILYDIS103dS
952-TA  SST-WM  9SZ%  $SZT %  OTSZ " | OISZ- OIS2" OISZ*H 0152% | 01s2*% O152°% 01S2-*% 0152-"%| 0152 0152-"% 0152-*% 01S2 % saudup ‘anis “wey | WnulwnIY A18W3ISSY 3718YD TVI¥3V
v2rC 2290  ¥2¥0°  1E30 1400 | 99v0° 2ZBYO  £0SO° SESO° | ££50° £290° 2690° 95:0° | 2980° 9E60°  9EIL"  OLvl punqusanpuy | L
80t0  9BE0" £8E0T RLEOD' SLEOT | €£€0 IREO" SBEO"  L6£0° | LOYO' ZE¥O" S9Y0° 80SO° | 9ESD’ (650 E£OL0 2580 unpued spautew up | *7 jaite
BEEO" ¥EEO0  ¥EEOT BEEO0  €9E0° | 99€0° 69£0° €8E0°  L0%0° | IEYO" * Z9¥0' 90S0° 1SS0 | 9090° §990° #6L0° 6960 109 Beuruou vy P
25E0°  1¥E0"  ZYE0T  Zye0"  BYEO" | 2560  €9E0°  TL£0°  SS8E0° | 0OYO"  TEPOT  29r0°  €0SO0° | 950" §650°  20£0° 2580 1UNPu03 “Zew ugu uj
689 965 Y 285 18y 82y  86£  99¢ 1£€ €0 992 sz 90z | 281 c9t €21 96 | 41 %008 ‘1e1nq 33,10
882 119 269 009 £¥5 28 S¥y  OI¥  OLE 8EE 962 092 622 102 sk SEt SOT | 47 %St "itnng 13000 4
0sS 2Ly [ Ly e 826  SOf e 0sz 9zz 961 2Lt ost 33 [ 98 99 21 %008 1309 v} vy
165 605 o6 6y zor 25¢  s2€ 462 99z | Oovz  soz 291 8st ser o2t 16 oL 31 %60 anp uy | Misduy
2e5 18y »oy 22y o8¢ ¥2ZE OO 892  1€2 o1z €8t 151 I3 911 20! 9¢ 85 218 w1 * puos uj
210 E€9Y0  9Z¥0°  21SO°  0£50° | SS90° €€L0 6280 9960° | 2110 SEr" 12" #12° | 8927 SEC  ES 98 W/suin0 ‘33uepaduy 1900 20
SZED" PEEO"  ¥EEO  6EE0°  9ECO | SYEO' 6GPED" ¥SEQ" 6SEO° | SEO  9E0° @EO"  6E0° | 6£0° 0¥0°  ICT 820 JN/30 * 3388 “puU) APou0d | apmepwrrs 4
9520 0260 6EE0°  06£0°  0990° | 6950° S¥90° 0S40  £680° | 901"  E€€r° 4910 o012 | soz SEET 265 (v8 NSNS * 533 oY Bewu | Wl > s
SSE0  60%0° S2Y0°  89v0° 6250 | 8¢90° 6690° 66£0° 6£60° | oOrtT  9Ev 0210 212 | 2927  L£€ €€ 8% M/8uyo *33uepadw) 1399 50 i
0920 £920° 29207 licG 6970 | 9LiG° 6420° €820° 2820 | 820° 620° OO 1€0 180"  2€0° €€0  SEO JN/3WNS ° 13€31 “puy inpuo
1920°  OU€0°  IEE€0°  28£0°  95%0° | #950° 1990  «ve0" 9680 | 901"  €er- 91 o1z | s92 SEET  26ST 98 LN/3Wh0 * 3as gy | Jewrvou vy 1nvi3g
» "he %€ SE € £ £ “he % e 4 Zz t4 kA %1 %l T 113 %4 Cr “Say3ul ‘azis Jnaucy 318VI Q3X3414L HO 3/1-C
o6tT 026 s98  ss¢ s29 0z  09r  SOY  OSE 062 0y S61 09t SEL sot 13 (3 /30 WIM
601° 601" 601" 601" ¥60° | 960" 960" ¥60° 960" | 80' 80 900 90° | 820 290° 290 290 $3Y2u1 35Uty veneisul T g g o oo
19 19 19 19 Le 33 143 I3 I3 61 61 61 (34 61 13 I3 ¢t spuens jo Jaguny -
8E 1 £€2°1 6t 2rt 10 1 €6 88" €8 L2 69 £9° 85" [ [1] 2y 9¢” 1€ $342u) 0 0 V130 H01INANGI 31INIS
000t D0SL 00L DOS _00S | 00¥ OSE OOt 0SZ | 0o/y O/ L0IZ. . O/t 1 F3 ¥ 9 SNOILYI14193dS 19n004d

WNON ¥0 9MY—32I1S HO1INONOID

*1 “IOA ‘92H-91-d/1-SET-S Uoilesyynd muz_unaE.< 3qen s ~ *y3adi (‘p1 @3ed 33s ‘Ae) wopues 0} anp doip 3le}joa pue aduapadl UO S1094}0 10} IDULIDEII 1234102
/331y W1 pay1oads se $ainpadoid 3y} YIM 3JULPIOII2 LY 06-OHL 1€ Jdquie yues = ul so 0]) "$10339 Anuixoid pue LIS SAPNJOUL BXURISISAI DY "D06 1€ J0JINPpuUsI ‘31ged paxajduy
J1e [iNs 00p ul 3NJsD PIje|os] AU J0j p3jeind(ed A(enpiAlpul U3y daey sapoedwe |y uo paseq saipadoid |€211303)3 'S3jGed I/1-E J0J Y %EP UO PIseq s3us unpuod :SILION

S3IMaN28SY 378V G3HCNHY ANV TVIH2Y GILVISH ANY 009 NOILYDIZIDIdS HOLONANSD AZLVINSNI INIHLVI A-00S

G I e (= o .

~. - -




.
Al
1]
. «
. I ot
220 OEs  S0S 09y Oly | ss¢ Ofe OO 692 | 09z s02 oSt St | s€r st s2 69 “stwe ‘Kypaedury . PR
L9E0° ZINCT €EVOT  ZL90°  SESO' | ¥E90° SOLDT 9080 S¥60° | 60U LT 0Lt €1 | (9T  isE vES o M/uys ‘euepadut .
€220° €430 08Z0° 920" ¥8Z0° | 1620° 620" (QOEO" LOEO" | TEOT  ZEOT  €€0°  ¥E0° | SEOT  L€O© 090 2O M/oge “sauiones aupanput | e EPTIRS: Oyineindndheindnddd BRSNS
: 6£20° 6OEO" OFCO’  18£0°  €5y0° | €950° Ov90"  9ve0' w680’ | sor  exv  sov otz | s9z  seer 25T L0 N/swye *aueisisal 9y =2 TANLS D
00Zr  OOZC  OFSE 080T 065z | 91z  OB6l  OSZI OFSL | OEET 0911  S€6  S6L | 069 565  O%r i€ /0110088 " 1m p v| SRR e e v ?
o/ __o/z___0/z___ol 1 z z € v v y 9 3 ) ot ot v WIW 49 IMY '3215 Bt punaig .
0to 1108 0€0" 0£0 0£0 0£0" oto 0 0£0° 0€0” 0t0’ s$20° $20 5207 s20° §20° sz0° $342u} ‘CSIUNI) Jouny (pasnnbas jt sanm punoid g yum)
8l e 2z e 82 YeZ 9tz s02 S6°1 £8°1 91 9s1 Svi st 9zt 38 SOt S84V xoudde ‘0wt sapun weigd 80% NOILY3i4123dS 318vD 1}
; vwE 0FE ©00E €82 092 | 2vz zeez 12z 6oz | w6t 2@l oet o9t | 1sT  Zzrl  oct 34301 ‘10100 “awse s3s0 werg 5/% QIHOWHY WANINNTY
. vZZ %09 9.5 €26 09 | ®6€ 995 s 26z | 292 vez €61 291 | w1 €21 16 “scwe “Ayaeduy
€9¢€0 Ziy0 £EY0 LYo SESO” { #£90° SOLO0° Y080 S¥60” 601" LET oLy €1z 92 LEE" rES” JW/3WY0 "23uepadw) soduassaus .

JN/S40 ° Jaeds puy m

JW/SWYO * 325 Mquasse

W/ swy v FyIrd
AN/301 M quassy

SAYIUL T weip QuIassy

J0Z ", W/swye “ 532100

£L20° E£L20° 0920 L820° 820 | 1620 S620° O0OE0" ZOEO' | 160"  2ZE0°  €£0°  ¥EO' | SEO°  L€C°T  O¥O
€620  60E0 OFED  18E0° ESY0 | €950° O¥90  9yi0°  ¥680 | SO EEI° 491 O1Z | 692"  G€C  2ES
096 OlOC  SS8Z  S25Z 0902 | OvZT 0951 O6El 6221 | §501 006  £Z8 069 | 009  SE5 Oy
198 02€f wlE 662 S92 | vz ucz  Sze stz | ooz 481 9rl  §91 | 45t 8wl - SET
TeZl- 9tez  9esz 9tz 9zsv | 925r  SzSr  9Zsr 925y | 92s¥ 925y 9ZSY  92SY | 9ISy 925y 925y
00121 0S61t O0S61T O0S611 Ozze | 02ee  ozee  ozee  ozee | ozee  oeer  o0zLL oL | ozeL oL ozeL “sq) ‘widuans Jupweasg | pramawny z0v NOILV2id193dS
9SZTA  BSZW  BSZ%t  SSZ-WE  O1SZYN | OUSZ'H OISZ% OISZ*X OIST | O1SZ'% OISZ% OISZ"% 0152 %) 0152°% 0152'% 0152-% sayau ‘s woy | WU AT8W3SSY 318VI I3V 7 st

6"
611
689 965 b 744 2€S 18y 144 86€ 99¢ 1€€ £0¢t 992 S€2 90z 28t 091 €21 96 47 %001 “tesng }3ang 4\\»‘
sot
99
oL
85

ST A

Jaduassaw

o R TN ST

a8 L9 259 009 ErS E4:1 4 ary oty oLe SEE 962 092 622z 10z SLT s€t 47 %SL I1Tng 33300 sasadwe
0s$ [744 1414 Fa44 1 731 8¢ s0¢ (734 osz 922 961 20 ost 1€t e 98 41 %003 1I0p Uy :.uun..n.n_ . S
L6S 60S o6y (144 oy £444 -4 SN 414 992 orz 802 91 st 144 ozt 16

(443 18y 9% {444 08¢ ¥2€ 00€ 892 LET 012 £81 451 LE1 F14 ¢ 208. 9L

21 %SL NP vt
He ) * puod bt

% ¥2Y0 9990 L8Y0' 6250° O8SO" | §£90 2Zpi0° 6E80  SL60 | €11 6E1°  zz1° w1z | 692  BEE  ¥EST  6v® | Lw/suwo "aduepatw) 1300 58 .
3 1960°  IPE0  OSEQ" 6SE0  SSEO° | ¥9€0° 69E0° SLEO  #BE0T | 6E0' . O¥OT . IXDT  E4O° 80 990" 0S0 €S0 JN/swNo 33623 pu) ynoued
2620° @1£0° @ECO"  @OED’ 6590 | 8950°  ¥990°  o0se0°  9680° | 9011 €ELT  £9U o1z | S92 €€’ 2ES  Lv9 W/8WYO 832 ¥ .
3 €960 ZI¥0  EEY0' LL¥0' SESO' | ¥E90° SOLO° 080" S¥60' | 601  LEU  OL1  €IZ | 49Z  (LEFT  vEST  ®9@ /3wy *33uepadw) Yang 1
2 £L20° €£20° ©0820° (820" 820" | 1620° S620° OOE0" LOEO' | 1€0° ZEOT  €€0°  9E0° | SEOT  ZLEQ"  O¥O  ZVO° JN/SWYS “33€3) pu) yinpuss
A 6£20° 60LO°  OEEO"  1BEQ°  €SYO' | £950° 0990 9ve0 9630 | SOI €€l £91° Oz | 92" SEET  ZeST  LvE /suge * 32s gy | BeWuOu I 1v130 318vD
3 v it e i3 € € € %he %He z z z z i i Yt %t 1112 % € "$343u) ‘3218 Wnpuo) a3X37d414L ¥O 3/1-€
‘ o8Il 016 098 OS¢ s729 | o2s o9y sor ose | sz s¥z  s0Z it srl szt €6 |73 JN/581 BN
O oer* oer ogtr  perr ozrr | ezrr  ozrr  ozr  o2r | orv- orr oOtr oIt | o' otrr ott ot sayau ‘ssaundiy} voyIeINSu)
| 19 19 19 19 L€ 123 Lt L L€ 61 6% 6t 61 61 T ¢ I ¢ SPUAS JO Jaquini
gyt 6zt 921 eIt 01 66 0w 6% 8 174 |75 99 19° 15 £5 iy 2r say3u ¢ 0 1ivi3a ¥0LINANOJ ITINIS
000L O0SL O©O0L 003 O00S ] 0Ov OSE OGE J:Z |G/ O/E 0/z oN i 14 v 9
g SNOILYDIL103dS 12Nnaodd

; . . WIWN HO MV —3ZIS HOLINANOD

© *L°I0A'921-9-d/1-GE1-S uotiedlqnd santdediy ~v . Jamod ¥3IdI “(p1 @3ed aas ‘Ae| wopues 0} aNP dosp 38e}{0A pue IdUSPICLUI LA $103})3 JO} IDULIIEIS 1322100
1331V W) patyidads se sainpasoid 3y} UitM acuepiodde Ut O6-OHY 18 JUBiqL 1+ 11ed D02 Ut Jo 01) "s122}}3 Ajunxcid puR UMS SIPNJOUI ADUBISISA JY "D06 1@ J03INPUI—3Iqed paxaldiiy
1ie [INS DOp Ul 3N0JID PATEIOS] BUO JOj PAIEIADIED AIENPIAPU] USAQ A+ sapdedwe 1Y uo paseq sansadoid [e213193)3 'SGed DI-E 10} |11} %EP UO Paseq S$3zis JNPUOD SILON

SIINMGNISSY F18vYZ A3IHOWHY GNY 1vidIv a3L1V13H ONV
€9Y NOILVIIJIO3dS HOLONANOD WNNINNTTY aILVINSNI sANIHLYM AIATIIIHSNN AN-S

N

. BAINOD N IVIINAISIE

WNNINIWIITY .

MISIVD :

To R TN AR

3 T BN LA Pt A Yt BB vt s



o
WY

2

A

TR

3

rpas
A=

———
TESES
5%

e
s

D

;g
:ff«
5

»

ra
s
H

Oy L1 oL b TS

<

[arrenpix 'L}

JAROS,* BAUM - & BOLLES Consulting Enginedrs

Lugust 11, 1976

;

General Electric Company
PO Box 2830
Los Angeles, California 90051

Attention: Mr. J. Roberts

Re: Feasibility Study - Centralized 60/400 HZ
Generation & Distribution System

Gentlenen:

This office is under contract with the United S.ates Naval Facility Eﬂgineering
Command to prepare a feasibility study for a certralized 60/400 HZ generation
and distribution system at 4,i6 XV,

The application intended is in the generation and c!stribution of 400 HZ power
at Naval Air Stations throughout the United States. '

Your company has been selected as a potential suppliex .{ the electrical equip-
vent checked below which will be required for the 400 HZ power systems. A full
disclosure of information requested will aid the U.S. Navy in decisions relating
to the method of supplying 400 HZ power &t many locations, :nd may represent a
significant sales opportunity to your company.

.Equipment requirements will include:

. v 1. Motor generator sets, 60 HZ/40C in power ranges from 100 :VA to
500 XVA and with output at 3 phase, 4160 VAC.

v 2. Switchgear suitable for 400 HZ power distribution.

v’ 3. 5 KV insulated wire, '3 phase, 4160 VAC, 400 HZ distribution, s:itable
for direct burial underground or overhead, run in conduit, dust Sank
or interlocked armor.

V,’ 4. Step down power transformers, in combination with voltage regulatc:.
or line drop compensators to maintain acceptable steady state voltagw
limits in power ranges from 30 to 400 KVA.

5. Electromagnetic filters to minimize the transmission of EMI noise from
one load to another via the HV power transmission lines.

1052 WESY 6TK STREET o« LOS ANGELES, CALIFORNIA 90017 -, (213) AB2.7676
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J AROS, 8 AU M & BOLLES Consviting Engineers

»

A set of questionaires covering the motor-generators, 5 KV cable, transformers

and voltage regulators is included herewith. Please return the questionaires

with appropriate answers and submit a technical proposal backed up with supporting
literature, or as a minimum, catalog cuts of the equipment in which you may have
an interest. Also, please provide budgetary cost for the equipment based on

procurement in 1977.

Ve require your submission not later than .September. 17, 1976.

Vexry truly yours, '

Paul Katzaroff .
JAROS, BAUM & BOLLES

PK:jdm : .- ' .

Enclosure
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Switchgear Cable MG's Transformers & Electromajnetic
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ALLIS~-CHALMERS Switch Gear Division
Post Office Box 2505
West Allis, Wisconsin 53214

CARLY

THE ANACONDA COMPANY
Wire and Cable Division
' Greenwich Office Park 3

Pty
R

: Greenwich, Conn 06830 (203) 661-0090
\
' BOGUE ELECTRIC MANUFACTURING CO. (201) 525-2200
Patterson, 'New Jersey 07509 Mr. Kenneth Biber, Marketing Mgr.
CYPRUS WIRE & CABLE CO.
2937 South Tanager Avenue (213) 726-6888 s
Los Angeles, CA 90040 Mr. Frank K., Duerst, District Mgr.

ELECTRIC MACHINERY MANUFACTURING CO.
! 800 Central Avenue
Mirneapolis, Minn 55413

YEDERAL PACIFIC ELECTRIC CO
| 3323 San Fernando Road (213) 254-3961
l Los Angeles, CA 90065 Robert J. Drejer, Sales Engineer
|

GENERAL CABLE CORPORATION )
500 West Putnam Avenue (203) 661-0100
<o . Greenwich, Conn 06830

< GENERAL ELECTRIC COMPANY
P. 0. Box 2830
Los Angeles, CA 90051 Mr. John Roberts, System Engineer

HEVI-DUTY ELECTRIC DIV
Sola Basic Industries
P O Box 268 (919) 734 8900

Goldsboro NC 27530 R. L. Cornella, VP Mktg. »

I-T-E IMPERIAL CORPORATION
P. O. Box 651

Downey, CA 90241 Mr. Ron Tadman, Sales Engineer

ITT ROYAL ELECTRIC DIVISION

95 Grand Avenue - (401) 722-8600

Pawtucket, R.I. 02862 Ralph Anderson, Xegional Sales &
Application Engineering

KATOLIGHT CORP ’

3201 Third Avenue N, (POBox 939) (507) 387-7973

Mankato MN 56001 Carl Buhr, Sales Manager

KERITE COMPANY
A Subs, of Harvey Hubbell, Inec.
49 Day St. (203) 888 2591

( Seymour, Conn 06483
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MATRA ELECTRIC INC.

2453 E. Del Amo Blvd (213) 537 4690 .
Compton, CA 90220 Ken Peugeot

OKONITE COMPANY

237 BHarbor Way (415) 589-2362

South San Francisco CA 94080 Thomas A. Kommers

QUEENSBORO TRANSFORMER & MACHINERY CO,
Designers and Manufacturers of Power
Transformers .
115-25 Fifteenth Avenue
College Point, New York 11356

S & C ELECTRIC COMPANY
6601 Ridge Boulevard
Chicago, I11 60626

SQUARE D COMPANY
Box 2115 :
Los Angeles, CA 90051 Mr. Robert O'Brien

SUPERIOR SWITCHBOARD & DEVICES
Div.. of Union Metal Mfg. Co.

Box 590
Canton, Ohio 44701 (216_ 452-4681

TELEDYNE CRITTENDEN
13011 S. Spring Street

Los Angeles, CA 90061 (213) 321-4355

TELEDYNE INRT

711 West Knox Street (213) 327-0913

Gardena, CA 90248 Jim Vallely, Product Mgr/Power Conver-

sion Equipment

WESTINGHOUSE ELECTRIC CORP
9095 Telstar Avenue
El Monte, CA 231731 Mr. Phil Bielsky

8/11/76
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MOTOR GENERATOR SETS

60/400 HZ

GENERAL. Motor generator sets are required to convert 60 Hz, 3-phase,

480 VAC nominal power to 400 Hz, 3-phase, 4160 VAC power. The motor

generator set may utilize a step-up transformer, if required to convert
low voltage 400 Hz power to 4160 VAC, However, if a transformer is
required, it shall be the responsibility of the motor generator set manu=
facturer to supply it and all interconnections between the motor generator

set and the step-up transformer.

The motor generator set/transformer combination must be supplied by a
manufacturer with substantial experience in the manufacture of 60/400 Hz,
synchronous type motor generator sets in the required power capacities.
Motor generator sets shall meet the requirements of MIL-M-4803.

Power requirements will be in the range of 100 to 500 KVA.

The motor generator sets shall be parallelable under load, witt up to four
units operating in parallel to provide the needed load capacity and
redundancy. Each motor generator set must be provided with automatic dis-
connect means whereby in the event that one of the motor generator sets
connected to the common load bus should fault, the faulted unit will dis-
connect from the common bus without exceeding the specified output limits
of voltage or frequency transient on the common load bus.

INPUT POWER CHARACTERISTICS.

Voltage 480 VAC, 110%, 3-phase, 3-wire.

Frequency 60 HZ +5%.

Power Factor 0.90 minimum at full load.

Efficiency 852 minimum.

Not to exceed 150X of full load

_ Inrush during startup
operating current.

R o R
L. -

R RS AR e et AT LR
L
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OUTPUT POWER CHARACTERISTICS,

Nominal Load 150, 300, 500 KVA,
Voltage 2400/4160 VAC, nominal,
Phasea - 3-phase, 4—vite;
Frequency, steady state 400/60 tines input frequency.
Voltage Tolerance +0.5% max.
Voltage Adjust Range *10% minimum,
Line Drop Compensation .
a. Resistive 0-5% adjustable
: b. Reactive 0-52 adjustable .
Voltage Transient 102 for 502 load step at 0.8 power factor.
Voltage Transient Recovery 100 ms wax recovery time to within 98
to 102% of steady~-state voltage,
Frequency Transient +2% for 502 load step. '
Harmonic V.ltage 2% RMS maximum.

12 max single harmonic,

The motor generator sets, and related controls must be designed to provide
long life, excellent reliability and maintainability, The reliability target
is 60,300 hours MTBF and an on-line availability of 0.9995, Scheduled service
intervals cannot be more than once per year. .

Submit a one~line diagram illustrating the power circult you propose, and the
paralleling of the system under load. Describe the start-up circuit. Describe
the regulator. Include data on sizes, weight and efficiency.
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g A QUESTIONNAIRE 60/400 HZ MOTOR GENERATOR SETS
« 1. How many years in motor generator business?
oo \ 2. How many employees?
okl
e
s 3. Do you manufacture 60/400 Hz Motor generator sets?
k. -
A 4, In what power capacities?’
LN .
'g:"‘ ! 5. Have you manufactured sets per MIL-M-4803? ’
o ,
i 6. Do you operate under MIL-Q-9858A%
H
§ 7. Have you manufactured 60/400 Hz motor generator sets, Lo
¥ ! parallelgble under load?
H .
ot 8. Have you manufactured motor generator sets operating
, ? at 4160 VAC either input or output?
L4
: % 9. Question #8, what power?
o 10. Question #8, 4160 VAC, 400 Hz output? .
¥
gl ( 11. Question #10, how many years experience?
h
| We will appreciate a customer list illustrating motor
A generator set systems you have manufactured which are
similar to those required in power rating, output frequency,
; input and output voltage.
t K]
i
’ (
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HY POWER CABLE REQUIREMENTS

7

400 Hz, 3-phase, 3-wire, 4160 VAC power distribution systems are being

: planned, Use of 3-wire shielded, twisted power cable, rated for 5 KV is

‘} planned, The shielding is required to mininize transmission of 400 Hz

3 \ telephonic noise. The cable is twisted to minimize telephonic noise trans-

mission and to maintain a close conductor configuration to minimize voltage

drops due to power czble inductance. The power cable will have some

distances in aerial spans, some distances in conduit, some sections in

armored cable, or flexible conduit, and some sections in direct burial, .

3

e

5

W R

Different insulation types may be required for these different wire
environments., Please advise on this,

LA

e

QUESTIONNAIRES 5 KVC/POWER CABLE

' o oS
- .

1. 5 KV rated power wire. In distribution of 3-phase, 400 Hz, 4160 VAC
power, what derating factors are required as compared to distribution

of 60 Hz power?

a. What derating factor is advised for voltage?
b. What derating factor is advised for current?

What composition and trade name insulation of wire is recommeunded for
400 Hz, 3-phase, 4160 VAC power distributior? .

~
p

a. In conduit?

b. Direct burial?

¢, Overhead?

- d. Interlocked cable?

EySrhs

Ylease give reason for recommendations. »

3. How much experierce time have you had with each of the compositions
and wire types recoumended?

e

4, Are there any special precautions to be followed in terminations of
400 Hz power cable, as compared to 60 Hz power? Please provide the
specification you would advise be placed in the contractor's specifi-
cation regarding terminations.

-~
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10.

SPECIFICATION OUTLINE
TRANSFORMER / REGULATORS

It is intended that a single manufacturer will be responsible for the
3-phase, 400 Hz step~down distribution power transformer, the voltage °
regulators, and controls and protective switchgear, for transformatinn
of 400 Hz, 4160 VAC, 3-phase power to 115/200 VAC regulated low voltage
pover for the aircraft load.

Power Transformer. The power transformer shall have a 3-phase, 3-wire delta

primary winding set, and a 3-phase wye connected, 4-wire secondary winding
set.,

Input voltage is nominal 4160 VAC, 3-wire, 3-phase, 400 Hz. Secondary
voltage is nominal 115/200 VAC. Actual turns ratio -’ be exactly 35:1
primary to secondary.

Six ratings of transformers will be required with secondary load ratings of:

+

a. 30 KVA,
b. 60 KVA.
c. 90 KVA.
d. 150 XVA
e. 300 KVA.
f. 400 KVA.

Transformers shall be provided with a shield of sheet copper between primary
and secondary windings. The shield shall be grounded to the core.

Primary impedance of the transformer shall be a maximum of 0.62 for resistive
loads and a maximum of 3% for reactive loads, for 100% of rated load currenat,
at 400 Hz and with all secondary windings short circuited st 25° C.

Maximum temperature rise shall be 80° C.

Insulation shall bz Class H in accordance with MIL-E-917.

The primary insulation shall be adequate to withstand a high potential test of
60 Hz voltage windings tc winding and to ground, and to shield of 15,000 volts
for 60 seconds. Primary insulation shall withstand an impulse test of 50,000

volts for 50 microseconds duration to ground and to shield.

The secondary winding shall withstand a high potential test of 4,000 volts,
60 Hz winding to shield and winding to ground.

Winding to ground insulation type shall be in accordance with MIL-E-917
requirements for Class H transformers.
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11. Transformer tests shall include;
2
. a, Temperature rise at rated load.
K. b. Impedance tests with secondary shorted,
% \ c. High potential tests, primary and secondary windings,
. d. Impulse test~ ,.imary windings.

12. Transformer cabinet .onstruction shall be steel with provisions for
forklifting and for lifting.

13. The construction shall be for indoor or outdoor installation.

SN <ol

14. The transformer cabinet shall include a separate steel enclosed
compartment which shall contain a fused oil cut-out switch with properly
rated fuses and with adequate space for an installation contractor to
make connections from the 4160 VAC power line to the fused oil switch.
Fuses shall be readily accessible, and located for safe changing by
maintenance personnel.

LA

e,

15. The transformer cabinet shall also be provided with a separate steel
enclosure which shall contain a molded case circuit breaker, connected
into the output circuit and rated to permit rated output current, and to
protect the transformer from overloads. The compartment shall have
adequate space for connections of the low voltage 400 Hz power distribution
wire to the circuit breaker.

16. ‘The cabine. paint shall provide protection against humidity and salt fog
as found in U.S. coastal regions.
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VOLTAGE REGULATOR

The 400 Hz voltage regulators will be used to meet requirements of

\ MIL-STD-704B. Th. voltage drop in the distribution system, which includes
the 4160 VAC power line, the distribution transformers, and the low voltage
power distribution and load cables, will cause up to 5% drop in voltage
under worst case loads. MIL-STD-704B requires maintenance of a maximum
voltage range of 116 to 119 VAC. This range includes voltage variations
from all causes between the 400 Hz generator, and the power plug at the
aircraft. MIL-STD-704B also limits voltage transient recovery time to 80
milliseconds. The specification for the voltage regulators will include
requirements as follows!

1, The voltage regulators shall provide a boost in AC voltage of
between 0 A7 5% under full rated load, when connected to the
output of t- 400 Hz distribution transformers,

2. The power ratings of the 400 Hz voltage regulators shall corre-
spond to the power ratings of the transformers.

3. Response time shall be less than 80 milliseconds for maximum
excursions of voltages in response to voltage sensing signals.

4, The se “ng circuit shall provide for boost in output voltage versus
load, w...ch can be adjusted to correspond to power factor of the
load, to thereby provide accurate voltage boost versus load current
characteristics. Range shall be 0 to 5Z for either resistive or
reactive loads or combinations of resistive and reactive loads.

5. The impedance of the voltage regulator shall be less than 1%.

6. The harmonic insertion shall be less than 0.252 at any load or
voltage boost condition of the regulator within its ratings.

7. Each phase of 400 Hz AC output voltage shall be individually sensed
and regulated.

| 8. Steps of AC voltage output shall be less than 0.25%.

9. The voltage regulator shall be convection cooled, witbh an efficiency
*  above 0.99.

10. Regulators shall utilize Class R insulation per MIL-E-917 and shall
operate at 80° C rise maximum at full load.

11. Windings shall withstand 4000 VAC, 60 Hz test potential to ground and
to adjacent windings.

12, The housing shall be steel, weatherproofed, for indoor or outdoor
mounting protected with paint to withstand high humidity and salt
fog as experienced in coastal regioms.
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QUESTIONNAIRE TRANSFORMER/REGULATQRS

1. How many years in transformer business?

2, How many years in AC regulator business?
3. How many employees?

4, Do you manufacture 400 Hz transformers?

5.- Do you wanufacture 400 Hz AC regulators?
6. In what power capacities?

7. Do you operate under MIL-Q-9858A%

NERNNE

We will appreciate a customer 1list illustrating transformers or voltage
regulators you have manufactured which are similar to those required in
power vating, frequency of output, voltage of input or output.
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3 LINE DROP COMPENSATORS
“Jf; ( ( .
%f- ‘ 1. Line drop compensators are intended to compensate for the inductive
] impedance voltage drops in power distribution lines, transformers
it and load cables, and thereby to improve the voltage requlation at
5 ’ the load. Line drop compensators shall utilize only passive components,
A \ : and shall provide correction independent from power factor or magnitude
L J of the Toad circuits within their continuous rating.
§§ 2. Line drop compensators shall have the following ratings:
Ry
%? | a. Type 1 -'75 KVA, 120/208 VAC, 400 Hz, 3-phase, 4-wire.
inglll b. Type II - 150 KVA, 120/208 VAC, 400 Hz, 3-phase, 4-wire,
cg ‘5 ¢. Type IIT - 400 KVA, 4160 VAC, 400 Hz, 3-phase, 3-wire.
%k ! 3. The correction voltage range shall be a minimum of 15 percer® of the
s design voltage, and shall be adjustable in 3 percent steps.
7 \
3 4, The units shall be able to withstand a short circuit current of 500
%f percent for 10 seconds without exceeding the voltage rating of any
p: i capacitors. They shall operate within component temperature 1imits
i with a 400 C ambient and a continuous overload of 125 percent of
S rated load.
é' : 5. 011 capacitors shall be operated at a maximum of 10 percent of their
e ¢ (' continuous KVA rating and not more than 35 percent of either their
e voltage or current ratings,
Zf ' 6. The reliability shall be a minimum of 50,000 hours MTBF by calculation
e using MIL Handbook 2178.
%i 7. Dimensions shall permit installation in the space provided in the
i corresponding KVA rating of 400 Hz power.
g 8. Convection cooling shall be provided, without use of blowers.

SR
T

9. The units shall accept high potential to ground testing at five times
operatinpg voltage throughout the electrical power circuits using 60 Hz

test potential,

10. A double induced voltage test shall show no evidence of electrical corona.

n. Testing shall be required to demonstrate that the equipment meets all
electrical requirements,

12, The manufacturer will be required to submit a test procedure, acceptable to
a Government designated agency. A test report will be reauired prior to

acceptance.
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[APPENDI X ]

.l

SUMMARY Of RESPONSES TO JB & B QUESTIONNAIRE
BY POTENTIAL SUPPLIERS OF 400 HZ EQUIPMENT

A number of manufacturers were contacted in writing with letter dated
June 18, 1976. Due to poor response, a second letter with cutiine
spec1f1cat1ons requesting information on various products dated August 11,
1976, was mal]ed to a number of manufacturers, : .

o

The response to the August 11th, Tetter was better than the'response io .
the first letter. However, even this second letter was not answered by -
many of the manufacturers who were contacted

The various products were divided into four (4) magor aroups: E"

(:- (1) Switchgear, circuit breakers, fuses.
(2) Cable: 600V and below; 5 KV .
(3) Motor generatorc.

(4) Trabsfo}mers and voltage regulators.

7N
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(1) Switchgear, Circuit Breakers, Fuses

Mfg. .
Name Response Description
\ . Allis-Chalmers No . - '
\ FPE . . No - : o
GE ' Yes Letter dated October 5, 1976
ITE . No ) -
ITT Jdennings Yes, Cat, No. 1J203A
S&cC No : - :
Square D No to- )
Westinghouse Yes Letter dated 9/12/76 (irrelevant - concerns
75 KVA motor generators for computer applications)
Notes - = . . I -

1.0 GE Co. has submitted the following comments concerniﬁg derating factors:j

Low Voltage Switchgear: " 60 Hz Amps x 0.55 = 400 Hz Amps
Low Voltage Switchboards: 60 Hz Amps x 0.85 = 400 Hz Amps
2.4 KV to 13.8 Metalclad
<’ Switchgear: 60 Hz Amps x 0.50 = 400 Hz Amps -
Fused Cutouts: . 50 Hz Amps x 0.50 = 400 Hz Amps
Molded Case Circuit Breakers '
and Fused Switches: 60 He -+ x 0.85 = 400 Hz Amps

2.0 ITE Jennings has submitted the following comments:

Vacuum contactors may be used for control of 400 Hz éircuits in lieu
of circuit breakers or fused switches. Main advantaaes of contactors »
operating within a vacuum are as follows:

Reliable operating mechanism
No contact maintenance

Long life

Safety

Compactness

¥
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GENERAL ELECTRIC COMPANY, 9350 E. FLAIR DRIVE, EL MONTE, CALIFORNIA 91734 DIVISION: oS
Phone (213) 572-5200 e, o
MAILING ADDRESS: P.O. BOX 2830, TERMINAL ANNEX, LOS ANGELES, CALIFORNIA 80051 )

October 5,1976

Mr. Paul Katzaroff

Jaros, Baum & Bolles, Consulting Engineers
1052 West 6th Street

Los Angeles, California 90017

Subject: Equipment available from General Electric Company for
operation at 60/400 HZ,

Dear Paul:

I am sorry that the accumulation of 400 Hertz equipment has taken
so long,

The General Electric Company has a complete line of 60 Hertz

electrical equipment; however, 400 Hertz equipment is special, or

not available, from many of our product departments, It is hard to
build a business unless there is an available market for the end
product., I have found that our Transformer and Large Motor & Generator
Departments do not see enough of this equipment to set up special
designs for 400 Hertz., 1If the available shows up in the future, 1

feel we will take a new look to determine whether or not we wish to
participate in this market,

In order to give you an answer to some of your questions, I wish to
list the following per your 6/18/76 letter:

1. Motor - Generator Sets 60 ~ 400 Hertz:

We have Motor Generator sets available at 60 HZ; however,

400 HZ., is a special and we have withdrawn from the 4160 volt.
At the present time, we have a 75 KVA 60-415 Hz. package
available for computer applications, Should you require 400
Hz., exactly, this would be a special,

2. 400 Hz, Transformers:

We do not have a 400 HZ, transformer design above 10 KVA and
this is in the low voltage class 480 volts,
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3.(a) Molded Case Breakers and Fused Switches:
60 HZ, current rating x .85 = 400 HZ. current rating.
(b) Low Voltage Switchgear:
60 HZ, amps x.55 = 400 HZ., amps.
(c) Low Voltage Switchboards:
60 HZ. amps x.85 = 400 HZ, amps.
() 2.4 KV - 13,8 Metalclad Switchgear:
60 HZ, amps x .50 = 400 HZ, amps
On H.V. Switchgear, the relaying cannot be too expensive at 400 HzZ,
It may be necessary to rectify the short-circuit current output
from CT's by means of a diode rectifier and use D.C. instantaneous
relays.
4, Fused Cutouts:
60 HZ, amps x, 50 = 400 HZ, amps.
5. 5 KV & 480 Volt Cable:
See attached cable fact letter,
Paul, from my discussion with various people in the General Electric
Company, I find that we do not specialize in 400 HZ. eqguipment, For
this reason, it has been difficult for me to give you a reply which

may be of much help to you,

I understand that there are several companies who specialize in 400 HZ.
equipment designed to MIL specifications,

I hope this small amount of information I am giving you will be of
some help to you in your study,

Very truly yours,

J6hn M. FoHerts

Systems Engineer
gt

Attachment:
Cable Facts, Feb, 1957
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Important and interesting
information from the files of
the General Electric

Wire and Coble Department

B. J. Mulvey, G-E Wire and Cable Application Engi-
neer, has hod considerable experience dealing with
wire and cable applications for high frequency power
systems. We thought you'd be interested in the follow-
ing explanation of the effects higher frequencies have
on wire and cable.

S H ,
B. J. MULVEY

G-E WIRE AND CABLE
APPLICATION ENGINEER

February 1957

Ia general, 3-phase, 400-cycle power systems are designed in the same way that 60-cycle
systems arc designed, kecping in mind that the increased frequency will increase the skin and proximity
effects on the conductors, thereby increasing to the effective copper resistance, For a given curcent, this
increase in resistance results in an increased heating and may require additional copper. The increased
frequency will also increase the reactunce, and this combined with the increased resistance will increase
the veltage drop. The higner frequency will also increase the effect of magnetic materials Lpon cable re-
actance and heating. For this reason the cables should not be installed in steel or magnetic conduit ot
tun along on magnetic structures in the building, ete.

The cutves on the oiher side of this sheet show the AC/DC resistance ratio which would
exist on a 400-cycle system and the resulting reduction in curment rating which would be necessary from
a heating standpoint to counteract the effect of the increased frequency.

The reactance can be taken as directly proportional to the frequency without introducing any
appreciable errors. This method of determining reactance does not take into account the reduction dueto
proximity effect, but this change is not large and the error introduced by neglecting it is small,

The cutves weie drawn up for rubber or Flamenol cable but will be equally applicable to any
600 volt single conductor cuble in the same non-magnetic conduit, or to interlocked armor cable with alu.
minum or bronze armor.

I believe this curve sheet together with the usual 60-cycle cutrent carrying capacity tables
which are available from many soutces will give the user all the information he requires at this time.

¥here voliage drop is the limiting factor, the usual procedure is to parallel small conductors.
This is often also done with larger cutrent ratings,

{over)

Progress Is Ovr Most Important Frodict

GENERAL & ELECTRIC
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vacuum contactors

ITT Jennings vacuum contactors offer onc of the most reliable
means available for remotely controlling clectric power.

Composed of a vacuum nterrupter and an actuator linked
together by an insulated actuating rod, they provide all of the
operating advantages of a vacuum interrupting medium plus
the benefits of a matching actuator — solenoid, motor or air —
to meet specific application requirements.

Linkage and standoff posts which isolate the high voltage
from ground are composed of cpoxy glass laminate for DC or
low frequency applications and silicone glass laminate for rf
switching. Heavy duty connectors are provided for the high
voltage connection. Most vacuum contactor, also have two
SPDT switches as auxiliary contacts.

VACUUM CONTACTOR ADVANTAGES

ITT Jennings has adapted their proven vacuum interrupters
for contactor use in order to offer the reliable, no-maintenance
features of this umt for industnial motor control and orher
systems operating at a wide range of currents and voltazes.
Specifically, the operation of contacts within a vacuum offers
such inherent advantages as:

1. No Contuct Maintenance — Contacts are sealed within a
very high vacuum and remain clean permanently. There is no
contact oxidation or possibility of foreign matter forming on
the contacts and leaving contaminating residues.

2. Long Life - The arc that results as the contact is made or
broken 15 quickly extinguished within a vacuum. The special
contact matenal used erodes at an extremely slow rate
to provide reliable operation for tens of thousands of
operations.

3. Environmental Safety Factor — Vacuum contactors are
being used in environments involving corrosive atmospheres
because there 15 no exposed contactor arcing.

4. Compact, Relable Operating Mechanism - The high di-
electne streng.a of a vacuum mimmizes the contact-to-contact
gap required to interrupt curient, even at high voltage, high
current levels for which some ITT lennings contactors are
designed. This short contact suoke not only provides high
operating speed but also reduces the size and weight of the
operating mechanism used Mechanical life of ITT Jenmings
vacuum congactors range from 50,000 to more than a million
operations, depending upon the device.

5. Eliminates Arc Chute Replacement - Ordinary air break
contactors require fragile arc chutes to extinguish the arc that
forms when the contact 1s broken. Arc chutes are damaged
with use and ulumately requure replacement. The manner in
which vacuum contactors operate causes the arc to be ex-
tinguished rapidly without any damage or wear.

6. Proven Operatton - ITT Jennings has been supplying
vacuum intercupters for several decades for use in electneal
power generauon and distnbutiun systems operating at all
voltage levels. The long hfe and reliability of these devices

2

is such that many of the original units are still in operation,
and their acceptance has increased with each year,

7. Low Contact Resistance — reraans low and stable for the
life of the contactor.

APPLICATION NOTES

ITT Jennings vacuum power contactors are used for con-
trolling dc, 50. 60, and 400-cycle circuits and other fre-
quencies up to and including RF at all voltage levels. Their
principal use is in high power electronic equipment, but some
of the unique advantages of switching in a vacuum make them
useful 1n many industrial applications. Many Kinds of test,
production, or processing equipment have requirements for
long contact hfe without mantenance, for low cost high
voltage control, or for sealed contacts because of difficult
environmental requirements. Vacuum interrupters are inher-
ently suited for these types of applications and are finding
many new fields of usefulness due to recent advances in
vacuum interrupter technology and the availability of new
low cost units.

ITT Jennings vacuum interrupters are sold without actu-
ating mechanisms to switchgear manufacturers who market
them in high voltage 1oad break swrtchgear, in circuit breakers,
and n hgh capacity motor starters. Our line of solenoid
actuated vacuum contactors are designed primanly for the
electromes OEM market and for some industnal applications
with severe service requirements that are not easily met by
conventional NEMA rated equipment.

AC SWITCHING AT POWER FREQUENCIES

The most common power frequency applications for ITT
Jenmings vacuum contactors are for switching and protecting
the power transformers used in dc power supplies or in pro-
cessing equipment with severe duty requirements. Most trans
former switching 1s done on the pnmary side for off-on con-
trol, or to switch out current luniting resistors or reactors used
for reduced voltage starung of power wbes. It may be neces-
sary to use addinonal backup fault protection to take care of
pumary hne side faults. This 15 sometimes sccomplished by
using a current lumting fuse or coordinating with a high
capacity system breaker already located in the primary side.
However, where frequent faults are anticipated, vacuum con-
tactors offer 3 much longer ife with no contact maintenance
and they are often less expensive.

HIGH VOLTAGE OVERCURRENT RELAYS

It 15 often better to sense overcurrents m the high voltage
secondanies or n the de hine since the overcurrent relay can
then be adjusted closer to the nonmal operating current with-
out dlowng tor transfonuer nrush current (which may be
10 to 20 umes nonmal hine curtent) 1TT Jennings high voltage
overcurrent relays are designed to operate with this contactor
line and ate well suted to sensing 1 high voltage circunts.
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VOLTAGE TRANSIENTS

Voltage transients due to chopping have become a relatively
minor consideration because of the mmproved interrupter
design. In the small percentage of cases where a chopping
problem may exist, the circuit can be designed to overcome
the problem. For a high-voltage transformer where switching
is performed in the low voltage pnmary, non-linear resistors;
e.g., thyrite esistor, ZnO, etc., can be connected across the
load, For switching in the high voltage secondanes, a more
inductive circutt, RC filtering 1s recommended. RC protection
consists of 0.12 to 0.5 mfd in series with 20 ohms per KV
across each transformer winding. In wye connected trans-
formers, suppression should be from line to neutral.

For further information about voltage transients, refer to
the ITT Jennings catalog on Interrupters.

RATINGS

AC Voltage Ratings — Test voltages for power equipment are
given in volts RMS whereas those for RF switches are given 1n
volts peak due to common practice in those industnes. In a
circuit with a delta or ungrounded wye connected transformer
the vacuum interrupter sees, under normal operating condi-
tions, a maximum of 87% of the line voltage but with a
grounded wye connected transformer 1t sees only line to
neutral voltage (which is line-to-line voltage dvided by /3).

AC CURRENT RATINGS

Continuous current, and maximum interrupting current ratings
are all rms values and should all be considered in selecting the
proper contactor. Continuous line current can be calculated by
dividing the total three phase KVA by +/3and then by the
line to line voltage.

When maximum fault curients are calculated, consideration
should be gwven to the fact that the first loops of current flow
can always be asymmetrical (See Fig. 1) by as much as 2.7
times peak instantaneous value or 1.6 times RMS value of the
steady state for the first loop. The asymmetry factor (RMS
ratio) decays in most practical cases to almost the steady state
value 1 in approximately 4 cycles {for more information contact
ITT Jenmings). Therefore the faster the contactor opens after
initiation of the short circuit (consider sum of minimum tnp-
ping delay plus contact opening time) the higher the asym-
metrical current it has to interrupt. Maximum interrupting
currents used in the rating charts assume an asymmetry factor

of | 2. (CONTINUED ON PAGE 10)
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DESCRIPTION

This figure lustrates the construction of a solenoid-operated
ITT Jennings vacuum contactor. The basic parts of the unit are
the vacuum nterrupter, the actuator (a solenowd in this case
although motor driven and pneumatc umts are available) and
an insulated actuating rod linking the two unuts together.

The nterrupter consists of an evacuated ceramic nsulaung
envelope in which there are two contacts, one fined and one
movable. The movable contact 15 operated from the outside
through a metalite bellows winch provides a vacuum-tight seal,

A vacuum has an extremely hugh dielectnie strength — as
high as S000 volts per nul When the contacts are opened to
intecrupt current tlow, metal vapor s generated by the passage
of current through the contacts The vapor sustams the arc that
1s created, mantamng 1t down to or near current Zero.

The small are drawn on contact opening 15 quuckly exun-
quished because there are no gases and there 1s only 3 small
voltage drop across . As the are extingushes, the metallic
vapor raprdly diffuses outward and condenses on the cool
surface of the vapor shields, which senve to prevent 1t from
deposttimg on the ceramie misulating suttaves

Fast are extnction and tapid recovery ot diciectine strength
atter contactopemmng ard Jaractershios oL v ity mietruptens

A umque phenomenon with vacuum interuptens s duto-
mantendnce ot thevacuum The metallic wns released trom the
contiacts provide a eettenne action Tests have shown that tre-

QBT O sl L TIE VORI D Pav oo doleadd i naient

in vacuum level because the released metallic ions actually re-
move gas molecules from the evacuated space. This 10n-pumping
action tends to mantain the vacurz.a near the high imual value,
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three pole vacuum contactors

MODEL RP1518

A small, nghiweight 3 phase, normally open, 200 amp vacuum
contactor for use in equipment which requires a hugh speed
interrupt time. It is useful as an overload nterrupter to
2000 amps nns interrupting capacity. Special erosion resis-
tant contacts offer long hfe without adjustment or contact
maintenance at rated current of 200 amps. Typical test
results indicate a minimum electrical load life of 250,000
operations,

ACTUATOR SPECIFICATIONS

GENERAL SPECIFICATIONS
Rated Voltage

Volits RMS 600
50/60/400 Hz
Rated Continuous Current
Amps Rms 200
Max. Interrupting Capability
Current 2000
Amps Rms
Load Lite
{Min.} 250,000
Int Less Thm1
nterrupt 1eycle
Auxiliary 2SPDT
Contacts 230 VAC/10A
Weight 16 ibs

YContact opening time 8 - 10 ms after DC Solenoid is deenergized.

mas e o —vr

< Actuator Pull-in Hold
Model No. Voltage Current Amps Current Amps
RP151B4541X44R20 26.5 VDC 28 4
RP151B4541X45R20 48 VDC 1.3 15
RP15184541X46R20 100 vDC 7 .09
115 VACR
‘;‘ RP151B4541X47R20 50/60/400 Hz 7 .09
ades . A

HIGH VOLTAGE TERMINALS

HIGH VOLTAGE TERMINALS

£
@ i @
1. H - - -
VAC Sws 1 ¢ "
! r—o—{A 1 '—oﬁ A
Lt R oams |-
c t3—o—ic
AUXILIARY AUXILIARY
CONTACTS | H"«: contacrs | ;
1 ]
I‘ ¢ e | d::
[ [
H 25 VvDC
voe
115 VACR ' ) voe
4 ( :
L
SPARES l " SPARES ‘ H
N U
- 014 - 1074720 27P (BENDIX) RECEPTACLE
4HOLES MATES WITH MS 3106 AND 3108 TYPE
PLUGS
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GENERAL SPECIFICATIONS
e ¢ A3R4 Rated Voltage
™ “O mi S ' Volts RMS 1600
s - , .2 &3' ; 50/60/400 Hz
- Rl Rated Continuous Current
‘ Amps Rms 300
Max. Interrupting Capability
- Current 3000
Amps Rms
Load Life
, (Min.) 260,000
MODEL RP1558 Less Than
Interrupt Time 2 evel
A small, lightweight 3 phase, normally open, 300 amp vacuum cycles
| contactor for use in equipment which requires up to Nema  Auxiliary 4SPDT
' size S contactors. It is useful as an overload interrupter to Contacts 230 VAC/5A
3000 amps rms interrupting capacity. Special erosion resist- Weight 25 1bs
ant contacts offer long life without adjustment or contact
maintenance at rated current of 300 amps. Typical test
. results indicate a minimum electnical load life of 250,000
i operations.
; ~. ACTUATOR SPECIFICATIONS
i i T " Actuator “Pull-in Hold ™ "Mach,
! Model No. Voltage Current Amps Current Amps Lite {(Min)
~ RP15584544X44TX0 26.5vDC 16.5 1.6% 25 x 105
o : @ RP155B4544X45TX0 48 VvDC 9 0.9 25x10°
" RP155B4544X46TX0O 100 VvDC 43 0.4 2.5 x 105
! RP155B4549X41TX0 (60 Hz) 6
| RP155B4549X4KTXO (50 Hz) 15 VAC 2 1.9 10x 10
\ RP15584549X42TX0 (60 Hz) 6
i RP155B4549X4LTXO (50 Ha) 230 VAC 8.6 83 10x 10
i =~ RP155B4549X43TX0 (60 Hz) 6
| RP155B4549XAMTXO (50 Ha) 460 VAC 82 0.42 10x 10
i
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b and direct current contactors
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‘o ' w L HIGH VOLTAGE TERMINALS
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.‘ : 128 11250 l
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PR i e WIGH VOLTAGE |-
2N : s TERMINALS 000
5 ' | L —— 09y
)‘ TEAMINAL STRIP :I : ; [ml
AN . -
B 4
?. * ' 0 M«)LL g 3N 1"_?__,:‘
”(¥‘ ’ . :—TI t TCRMINAL STRIP
e 281 DIA THRU 4 HOLES
i | o
b gt l.?ll é
4 Jj’ B3
£ 81284 018~ 2137 §
2% e L R o
5! | . f
G s e
5L TYPE RP101F, RP103F TYPE RP901K, RPOOOK
g
3 GENERAL SPFCIFICATIONS'
t A A
$ . SERIES RP101F RP103F RPI0IK RPY00OK .
' Test Voltage O kC
(KV Peak) S0 50 0 70
Rated Voltage
(KV Peak)2 %0 30 80 S0
Rated Continuous Current 100 DC 100 RMS 100 DC 200 RMS
(Amps}
Max Interrupting Capability
(Amps Rms) - 2000 - 4000
Max. Interrupt 500 500 -
DC Power (KW) {10A Max.) - (10A Max.)
Capacitor Discharge - 50 - 100
Decaying 10 0 1n 200 us K Amps K Amps
Contact Resistance
(Ohms Max.) .0005 .0005 .0005 .0005
Contact Capacity (Pf) 45 4.5 56 55
Contact Inductance (nH) 32 32 45 45
| Mechanicat Life (1 x 105) 1 1 1 1
Weight (Lbs.) 8-3/4 8-3/4 ! 15 15
Auxihary Contacts 2SPDT 2SPDT 2SPDT 2 SPOT
Auxihiary Contact
0
{Volts AC Rms) 230 230 230 2
Auxiliary Contact O C
1 15
Current (Amps Rms) 15 ) 15 . 5

1When ordering, select specific model from Actuator Specifications table.
2Deme 10 15.5 kv rms for 50/60 cycle p-wyer.
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v, ACTUATOR SPECIFICATIONS
e, B
i -~ Contact Actuator Pull-in Hold | Hold | Time to | Break
i C b Modet3 Numb (I ontac Voltage Current Current | Power |Close, Typ. Time, Typ.
bey: Arrang {Volts} (Amps) | (Amps} | (Watts) | (Milhsec) | (Millisec)
' RP101F4903D21820 N/O [
115 685 0.53 ' 25 60 50
¢ RP101F4904D21820 N/C 60 Hz RMS AMS J
]
¢
RP101F4304D26820 N/C 100 0.7 0.09 10 58 42
DC DC DC
RP103F4903D21820 N/O
. 115 685 053 25 60 50
RP103F4904D21820 N/C 60 Hz RMS RMS
RP103F4304D26620 N/C 100 07 009 10 55 42
[2]9) o]0} [s]0}
RPYO" Lwvvoue 1B30 N/O
115 6.85 053 25 60 50
RPF01K4904D21B30 N/C 60 Hz RMS RMS
«P901K4601D26830 N/O 34 1"
100 375 0.2 20
RPY01K4602026830 N/C DC DC [»]03 27 17
RPS00K 4903021830 N/O
. 115 685 053 25 60 50
: RPI00K4904D21830 N/C 60 Hz RMS RMS
X RPY00K4601026830 N/O 34 1
100 375 Q.2 20
RPIVOK4602D026B30 N/C oC DoC DC 27 7
. 3 Change green number 1" 10 2" 1 230 voit 60 Hz actuation 15 desired For 115 voit 50 Hz change numbaer to k" For 230 volt 5O Hz change
< (O mbet to “L". Specr!, remain the same
high voltage overcurrent relays
Switching of high voltage dc circuits is one of the most
challenging of all switching functions. To provide the switching
# speed necessary for such operations, ITT Jennings offers a . etaE
b line of highly sensitive overcurrent relays designed for ex- TERMINALS
o tremely fast operation at high voltage levels. REED
3 A rse in current 1 the high voltage line energizes the AUXILIARY CONTACTS
;, trip solenoid which is insulated from ground by 6 of NEMA
o Grade G11 epoxy glass lanunate to handle voltages up to 75 ki SO
;E? . kv. In tum, the trip solenowd actuates a SPDT switch mounted c T )‘:ﬂ
§ . in the base of the unit via a lightweight insulating rod. This ;'r ! -
i '1 intedocking SPDT switch can be used to trigger operation of a j! i 3
ks ‘ separate 1TT Jenmings vacuum contactor to interrupt the b X
& overload current. L’Q’ i;i
& The overcurrent relay will operate n 4 ms maximum when A% by,
;, a ten times overload is sensed. After the overcurrent relay 1s
e tripped, it must be reset with an enclosed 115 VAC solenoid ree: o
'-_~ ) & 1265~~~ 250
3 before the main contactor can be energized. 3
g The following sensing ranges are available ¢
< MODEL NUMBER CURRENT RANGE
b ~ (“\ 1, 4701021HAO 210 1.0 amps ac
3 2. 4701D21HCO 1 10 & amps dc
% ~ 3 4701021HE0 310 15 amps dc
= 4. 4701021HGO 10t 90 amps iy
fE
; *Special tnp ranges available on request
&
¢
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high voltage vacuum rf contactors

RF SWITCHING

Vacuum contactors solenoid operated, air actuated, or motor
dniven have found wide application n all kinds of RF appli-
cations where unusually low and stable resistance is essential.

The use of a vacuum as a contact environment provides
increased operating rehability and assures long contactor life.
The absence of oxygen prevents corrosion and the formation
of oxides and organjc materials which could increase contact
resistance. Low contact resistance 1s maintained even when
high current causes overheating or arcing accidentally occurs.

The lugh dielectric strength of a vacuum and its very fast
recovery after arcing 1s a feature which manifests itself n
the small size of the vacuum contactor. Only a slight contact
separation 1s required to withstand high voltages. The limited
contact movement results in a very small contactor size be-
cause 1t permuts the use of a small, simple actuating mechanism.
This reduction 1n overall size makes available RF switchgear
with Jow inductance and low capacitance.

APPLICATIONS

The superior performance of vacuum contactors is com-

monly used 1n the MF and RF bands to handle currents
ranging from 20 to several hundred amperes. Typical
apphications include band switching of transmitters, switch-
ing filter sections and antenna multicouplers, antenna '

reflector switching, tap changing of rf coils used in

induction and dielectnc heating RF generators and switch.

tng of transmission lines.

Vacuum RF switches are available without an actuator

for use in custom designed tap changing filter network

switching applications with a number of switches driven by

cams on a common shaft.

SPECIFICATIONS -~
C
¢ RP233X4513006MOO! R O
o ] grounded)
MODEL NO RP233X4513C36MOO insulated) RF20B4319D31GO0 RP233D 1585 RF20B1586
| Operation Solenoid Motor Air A
‘Tect Voltage
Peak KV @ 60 Hz 40 40 40 40
Operate ‘/oltage‘
Peak KV @ 32 MHz 26 25 25 20
: 1
Lontinuous Current
| Arps (RMS) @ 32 MHz % 200 35 135
Ceatact Resistance
Max. Ohms 0005 0004 .0005 0004
C t
or;tfac Capacitance 2 10 2 10
L]
[of Induct
o:::ct nductance 25 25 25 28
Contact Arrangement N/O bi stable N/O N/Q d
Open Time 17 Ms Open 7 se Less Than Less Than
Close Time 75 Ms Close ¢ 200 Ms 200 Ms
7 APullan
Actuation .
09 A Hold at 100 VOC 11 A®115VAC 60 H? 40 ¢ 5 psig 352 5psig
3 Lbs,
W .
eight 3 Lbs 802 5 Lbs 60z 1202 2Lbs 1202
Mechanical Life 1x 10° 1x 108 1x 10° 1x 108 p
Auxihary Contact Ratings ‘D C
Volt (Rms)/Current {Rms) Form C 230/7 Form C 230/7 N/A N/A

1Vollage and current rating will be greatly increased at lower frequencies
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AIR-ACTUATED RF CONTACTORS

These units are the easiest to mount and are frequently
used because of their insulated control lines.

0.0, TUBE OR EQUIV. 23
MAX
4 |
10
7% CAUTION 4 l
MAX LR
}‘ o= 256 {
- fom-3.98 —o|
e f ™ ENDS
WUNF2 ®
(BOTH ENDS) 0-32NC 29, § HOLES
X €0.9.ON2250BC.

WPERIAL POLY FLOW TUBE FITTING
14" 0.0, TUBE, OR EQUIVALENT

(5]

SOLENOID-ACTUATED RF CONTACTORS

Type RP233X contactors are operated by a 100VDC
solenoid. Two units are available: one with a contact
grounded to the case and the other with the case insulated
from the contacts by silicone glass insulation, The contacts
are capable of carrying 35 amps rms at 32 MHz continuous
with a hold off voltage of 25 kv peak.

INSULATED

GROUNDED

I pRe

B —e

SDVOH TV ES NINOY

ONY DMUINONE VIQ BT
i
3P
YN
$1I0H IningdL u:no

R Ay

2/

WPERIAL POLY FLOW
TUBE FITTING, /4 IN

e

V0 81,

MY DNULNNON ¥

gou.-rz: -.g

BOTH ENDS
CONCENTRIC WITHIN

MOTOR DRIVEN RF CONTACTOR

This contactor is supplied with a motor drive that provides
smooth, quiet, impact free operation. The dnve has an
over-running ball screw which allows it to run free after an
open/close operation, thus eluninating the need for limit
switches. The motor produces a maxuumum of 5.5 inch-
pounds of torque and draws 0.1 amp at one inch-ounce of
torque. In the event of power falure, the switch may be
manually operated by tuming the hex-shaped transition
shaft,
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vacuum contactors (cont.)

AC Current Ratings (cont. from page 3)

Maximum steady state fault current depends upon circuit
impedance. In a primary bus fault the fault current is Jimited
only by source impedance which may be 2% to 5% depending
on the distance from the power source and the impedance of
transformers and line in between. Pnmary bus faults can there-
fore be as high as 20 to 5. times rated KVA line current of
source.

In calculating manimum short circuit currents due to
faults 1n or beyond the transformer secondanes a knowledge
of transformer impedance is necessary since a transformer
with §% impedance will limit the maximum fault current to a
value of 20 times normal line current. Most transformers have
impedance of less than 5% although source impedance and
other unpedances in the equipment being protected may in-
crease the total impedance to as high as 10%.

Example — A typical 100 KVA three phase transformer in
a dc power supply with 12 kv secondaries and 440 volt pri-
maries would have rated KVA line currents of 131 amps mms
in the primaries and 5 amps nns in the secondaries. If total
circurt impedance is 8% (5% in the power supply transformer
and 3% in the source and line) the maximum primary fault
current due to a short circuit in the high voltage secondaries
would be 1640 amps mms. If interruption occurred within two
cycles of fault imtiation this value could be offset by a factor
as high as 1.2 times 1640 amps for a total fault current of
1970 amps nus. Of course most fault cusrents would be less
than tlus value since maximum offset doesn’t always occur
and faults are often further on in the circuit where the impe-
dance of rectifiers and other circuit components help limit
the fault current to lower values. (Corresponding fault current
in the high voltage secondares 1s only 96 amps which is why
the high voltage secondanes are often a desirable place for
fault protection where a large number of fault operations are
anticipated).

DC SWITCHING

High voltage vacuum contactors can help the circuit designer
solve complex dc switching problems which are difficult to
handle. They can be used to interrupt high voltage, capacitive,
resistive or inductive loads without the damaging electrical
breakdown so frequentily displayed by conventional dc switches.

Vacuum contactors are frequently used in charging capaci-
tor banks, isolating charge banks, and safety grounding of
power supphes. They are also being used to discharge high
energy storage capacitors and for the generation of high cur-
rent pulses for plasma study, shock waves and metal forming.

DC Switching of Pulse Networks — Vacuum contactors are
rated 1n continuous DC amps. They are used 1n a broad range
of high power radar systems where the peak current is con-
siderably above the continuous current rating of the switch,
but where the effective current may be within the switch
rating. The effective curtent i a square wave pulse = the peak
current X Jduty cycle. For example, a typical radar square
wave pubse of 2,000 amps peak with a .01 duty cycle =
2,000 amps X V.01 = 200 DC amps effective which is within
the continuous rating of most vacuum contacts.

10

~

DC Switching of Power Supplies — Vacuum contactors are
used for switching current limiting reactors and resistors,
switching DC power directly to tubes and modulator loads,
wterrupting DC currents, and isolating dc loads from one
common power supply which fceds more than one load. They
are also used for DC transfer switching.

In switchimg DC inductive loads suppression networks are
required across the inductances when breaking the circuit and
may be required when making the circuit to avoid possible
overvoltages. At high voltages a 1/8 to 1 mfd capacitor in
series with 1 ohm per KV makes an effective suppression net-
work across an inductance. The suppression circuit should be
cntically damped.

DC Load Switching - In DC load switching, current zeros
do not exist as in AC circuits. Extremely rapid arc extinction in
vacuum switches due to the high velocity radial diffusion of
vaporized metal permits vacuum switches to interrupt DC
loads more effectively than other types of switchgear.

1. Vacuum switches are rated up to 20 amps at 30 KV DCand 10
amps at up to S0 KV DC switching resistive loads without arc
suppression. (See Figure 2.)

VACUUM SWITCH
(- SE—

ocsource  [10AD)
|

Fig. 2 - No Arc Suppression

2. Vacuum switrhes using an R-C suppression across the contacts
can interrupt shghtly higher currents with less arcing time which
ncreases contact hife. (See Figure 3.)

OC SOURCE

Fig. 3 ~ R-C Arc Suppression {102/KV; 0,125-1 MFD)

3. Vacuum switches using a charged capacitor suppression circuit
that causes ringing and creates artificial current zeros have been used
to interrupt up to 35 KV DC at 150 amps DC resistive loads. (See
Figure 4.)

]
1 ps
OC SOURCE O—d

[}
NORMAL POSITON INTEARUPTING POSITION
Fig. 42 Fig. 4b
Fig 4a — Charged Capacitor Suppression Circuit {(Normal Position)

C, DISCHARGES THROUGH ARC iN
VACUUM SWITCH CAUSING RINGING
OR OSCILLATIONS

OC SOURCE

Fig. 4b — Charged Capacitor Suppression Circust {interrupting Position)

4 Inductive foads can be switched like resistive loads when a diode
15 used I paraliel to the load. (See Figute §.)

IND LOAD

‘L
0100k

Fiy 5 ~ Inductiva Load Switching

We suggest that high curtent DC anter.upting apphications be submutted
to Jenmngs application department for review and recommendations.
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1TT JENNINGS WARRANTY POLICY
A. Warranty

ITT warrants that at the time of shipment the products man-
ufactured by {TT and sold hereunder will be free from de-
fects in material and workmanship and will conform to the
specifications furnished by or approved, in writing, by ITT.

B. Warranty Adjustment

1. If any defect within this warranty appears, Purchaser
shall notify Seller immediately.

2. ITT agrees to repair or furnish a replacement for, but not
install, any product which, within one year from the
date of shipment by ITT, shall, upon test and examina-
tion by ITT, prove defective within the above warranty.

3. No product will be accepted for return or replacement
without the written authorization of ITT. Upon such
authorization and in accordance with instructions by
ITT, the product will be returned to ITT, shipping
charges prepaid by Purchaser.

C. Exclusions from Warranty

1. The foregoing warranty is in lieu of and excludes all
other expressed or implied warranties of merchantability
or fitness or otherwise.

2, ITT will not be liable for any special or consequential
damages or for loss, damages or expense directly or in-
directly arising from the use of the products or any in-
ability to use them either separately or in combinaticn
with any other equipment or material or from any other
cause.

3. The warranty does not extend to any product manufac-
tured by ITT which has been subjected to misuse, neglect,
accident, improper installation or to use in violation of
instructions furnished by ITT.

4, The warranty does not extend to nor apply to any unit
which has been repaired or altered at any place other
than at an ITT factory by persons not expressly ap-
proved by ITT, nor to any unit, the serial number of
which has been removed or defaced or changed.

5. This warranty applies to new equipment only and will
cover repaired or replacement items only to the extent
of the one year from the date of shipment of the original
equipment noted above in paragraph B2,

ORDERING INFORMATION

Complete Model No. {Including Actuator)
Quantity:
Application:
Operating Conditions:
Load:
Special Requirements:

Unless otherwise specified on your order shipment will be
made via most economical method. If a specific carrier 1s speci-
fied, shipment will be made at full valuation unless your order
instructs differently. In case air shupment and full valuation are
desired, plese specify whether air express or ar freight. Lack-
ing specifica.ion full valuation will be used.

Norma'ly all prices and quotations are F.0.B. San Jose, Calf.
Terms are net 30 days.

Specifications subject to change.

VACUUM CONTACTOR PATENTS

Vacuum Contactors made by ITT Jennings are manufactured
under one or more of the following 1ssued patents Other pat-

SR

AT

®
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- pe e

ents are pending.

2740867 3014106 3148259
2740869 021407 3166658
O 2740868 3026394 3178541
2794101 2035139 3178542
2794885 3042766 3189715
2832872 2966569 3196236
2863026 2979587 3190991
2863027 2979588 3145278
2906841 2981813 3187140
2920169 2982836 3218403

® |n addition to their years of experience building
vacuum contactors ITT Jennings has acquwed
many exclusive processing techniques that assure
superior performance They have a quahified, ex-
perienced engineening staff plus complete high
voltage laboratories for proper testing of vacuum
contactors. If a new design or modification of a
standard unit 1s necessary our quick-reaction labor
atory can turn it out in a minimurn of time. @ For
immediate help on your specific apphcation fil! out
and mail us the handy postage paid reply card. We
welcome the opportunity to be of service. ®

: ITT JENNINGS

o



OTHER ITT JENNINGS PRODUCTS

Vacuum Relays

Vacuum Capacitors

Vacuum Coaxial Relays

Vacuum Interrupters

Gas Capacitors

AC &DC Digital Kilovoltmeters

AC &DC Digital High Potential Testers
Megohmmeters

Film Capacitors

Ceramic Capacitors

ITT JENNINGS

JENNINGS DIVISION ,

International Telephone and Telegraph Corporation
970 Mc Laughlin Avenue

San Jose, California 95116

Phone: (408) 292 4025

TWX: 910-338-0159

Printed 1n U.S.A
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Name Response Description
Anaconda No -
% gyprus] cab I‘es Letter dated September 8, 1976
eneral Cable o -
% GE Yes Letter dated October 8, 1976 - See Sec. M
% f ITT/Roygl Les Letter dated August 25, 1976
R Kerite Co. o .
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Cyprus Wire & Cable Company

Jaros, Baum & Bolles
Consulting Engineers
1052 West 6th Street
los Angeles, California 90017

Attention: Mr, Paul Katzaroff

Gentlemen:

H.L. Rawlings, P.E.
Manager, Enginr-ering Services
Western Regior

230 South Fifth West Street
Salt Lake City, Utah 84101
Telephone 801)364-3452

September 8, 1976

Your letter of August 11, 1976 addressed to our Los Angeles office

has been referred here for answering. This letter concerns feasibility
study for a centralized 60/400 HZ generation and distribution system.
In your letter you ask 4 questions concerning the use of 5KV shielded

power cables. The answers are as follows:

1. In distribution of 3 phase, 400 HZ, 4160 volts AC no derating factor
is necessary for voltage. The cables are designed to withstand a given

voltage whether it is DC or AC and regardless of the frequency AC.

derating factor is advised for current., We cannot give you any general
recommendation as each individual installation requires a separate cal-
These calculations are quite
So far as we know

culation based on the parameters involved.

involved and require a rigorous mathematical solutionm.

no simple approximations are available to make the solution easier.

calculations are based on mathematical formulas derived by Nehr-McGrath
and take into consideration all pertinent factors of each individual
installation. The solution of the Nehr-McGrath calculations lead to
losses in each individual cable. Once these losses are known a suitable
derating factor can be determined. Also it is necessary to pay particular
attention to the voltage drop on these systems as it is much more severe
than on ordinary 60 cycle distribution systems.
voltage drop on a given system will be the determining factor as to what

conductor size is used instead of the losses in the system itself,

again we cannot give you any simple methods for determining the voltage
drop. Each individual installation must be calculated for the conditions

present.,

CYPRUS

More often than not the



Jaros, Baum & Bolles Page 2 September 8, 1976

2. This question asks what composition and trade name insulation of
wire is recommended for 400 HZ 3 phase, 4160 volts AC power distribution.
We would recommend the use of UL approved cable referred to in the 1975
National Electric Code as "MV-90, UL 1072 -~ Medium Voltage Solid-
Dielectric Cables Rated 5 to 35 KV." I am attaching sheets 1 and 2
showing the construction of single or multi-conductor shielded cable
with covering. These cables are satisfactory for use in conduit, direct
burial and overhead. This type construction can also be incorporated in
an aluminum interlocked armor cable. We would not recommend the use of
galvanized steel as the losses would be much too high., I am attaching
our data sheet #7160 giving additional information on this cable design
and our data sheet #7485 showing an interlocked armor construction.
Please note this sheet shows galvanized steel for which we would substi-
tute aluminum. We can wholeheartedly recommend these constructions as
being the most suitable available today. Based on our long years of
cable manufacturing experience it is our belief these cables will give
the best possible service for the conditions you have described.

3. You ask how much experience time we have had with each of the compo-

sitions and wire types recommended. Our experience with XLP cables goes

back to approximately 1950. We were one of the very first in the industry

and have a long history of millions of feet of this type construction in .
uge all over the country. Our experience with EPR insulations dates back

approximately 15 years. Here again we have a successful experience

record with millions of feet of this construction in use. We have kept

pace with the industry on both of these insulating materials and have as

much experience as anyone in their use and manufacture.

4, You ask 1if there are any special precautions to be followed in

terminations of 400 HZ power cable., All splices and terminations must be

made with considerable care and attention to fine detail. It is very

important to follow the manufacturers' instructions and make sure they ~
are carried out to the letter. An experienced electrician should be used 4
in all instances. If these simple precautions are followed there is no

reason why satisfactory splices and terminations cannot be made on either

400 HZ or 60 HZ, As our interest is primarily cables we are not in tae

best position to write a specification for you for terminations. Rather,

we suggest you contact someone such as Elastimold Division Amerace

Corporation, Electro Products Division 3M Company or Bishop Electric.

We have tested products from all three of these companies and find them

to be quite satisfactory for your use on this application.

We trust the above information will be helpful to you. If you have other
questions we would be happy to hear from youa any time. Thank you kindly
for your interest i1 our products.

Yours very truly,

HLR:ah H. L. Rawlings
Manager, Engineering Services
Enc. & Western Region

cc: F. K. Duerst,

Cyprus-L.A. GYPRUS
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MV-90, UL 1072
Medium Voltage Solid Dielectric Cables Rated 5 to 35 kV

1. Single-Conductor Shielded Cab;es:

a,

b.

Co
dl

e.

f.

gu

Voltage Range: 5 to 35 kV

Conductors: #8 AWG through 1000 MCM

Copper - Conventional concentric lay or compressed

stranded.,
Aluminum - Conventional concentric lay or compact or
compressed stranded.

Strand Shielding: Semiconducting tape or extruded layer.

Insulation: XLP or EPR

Shielding: 1) Semiconducting tape or PolyKote system or extruded

layer.
2) Helical bare or tin copper tape or helically-applied
copper wires.

Separator over shielding: (Optional) If used plain or corrugated

Jacket:

mylar or asbestos-backed mylar.

PVC, Hypalon or Neoprene
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MV-90, UL 1072
Medium Voltage Solid-Dielectric Cables Rated 5 to 35 kV.

2., Multi-conductor Shielded Cable with covering:

a.

b.

Ce

d.

e,

f.

g

Individual conductors same as single-conductor shielded cables
described above (Item 1) except with or without the overall jacket.

Ground Wires (Optional)

Fillers: Required to make cable round, material optional, may be
separate or integral.

Assembly: Conductors cables with optional fillers and/or ground
wires.

Binder: Optional

Covering: A jacket of PVC, Hypalon, Neoprene or an Interlocked
Aluminum or Steel Armor.

Jacket: (Optional) A jacket of PVC, Hypalon or Neoprene may he
employed under and/or over the metallic armor.



Cyprus Wire & Cable Company SPEC 7180
Manufacturers of ROME Products

October 1, 1975
Supersedes Issue Dated March 1, 1973

ROME-XLP POWER CABLE, 5000 VOLTS

Single Conductor, Shielded, 100% and 133% Insulaticn Levels

N
APPLICATION:
A — Where NEC lunsduction apphies; as 5000-volt shi.‘ded power
cable Typs Rh:, 75°C in wet Iocmons and 5000-volt shielded
power cable Ty, RMH 9o'c n dry locations; when installed in
accordance with Artitles 310 and 710 of the National Electric Copper or Aluminum Conductor R
Code. Semiconducting Taps
8— omomry‘-so for u&oul pwposgosgn‘%:‘l:o:hs. m ':oth:;. d. PVC Jacket Tape Rome-XLP Insulation K
conductor temperaturey not exceeding 90°C for normal, 130°C for
emergency overload, and 250°C for short circuit conditions, Suit-
able tor instatiation in condunt, trays, troughs, ducts, serial, and
direct burial applizations
STANDARDS:
A — Listed by Underwriters ubomorm as 5000-voit shislded
Type RHW or RHH per Standard 4
8—~Conforms to IPCEA Pubhcmon ho S 66-524 for “Crosslinked-
thermacZiling-polyethylene-iisulated Wue and Cable for the
Transmission and Distribution of Flectrical Enuu Metallic Wire Shielding® [ Shield .
gg\z‘s;zluscn‘;le%‘no:ne xu; ‘hermosenmg chem.cally crosshinked Polykote
. Pretalig wire ShalGInG. taoe, b1BcK BaNvinyl CHIONE BEKSL Over:
ait, surtace printed. '
As'% oot Thicknoss i Mils Womnat o ms ) COPPER CONDUCTOR ALUNMINUM CONDUCTOR
“ Strands Owrina | Smetae | T h® | dopror. Ampacity® Avprox. Ampaciy®
ucu Taulation | tocket | Inches tom 4y 71000 ouet T 0 Bunet Ju710006f Duet T 0 murint
2001-5000 VOLTS, SHIELDED, 100% and 133% INSULATION LEVELS (GROUNDED AND UNGROUNCED NEUTRAL)
8 7 90 60 34 58 - 165 64 92 145 50 70
6 7 90 60 38 62 S 205 90 115 145 70 90 4
4 7 90 60 43 66 S 265 117 149 170 91 116
2 7 90 60 49 73 S 360 151 192 220 118 150
1 19 90 €0 .54 27 - 475 173 218 235 135 170
1/0 19 ] 60 57 81 S 510 198 249 285 154 194
2/0 19 90 80 62 89 S 645 225 282 345 176 220
3/0 19 90 80 67 94 S 765 256 321 390 200 251
40 19 90 80 73 1.00 S 915 292 365 465 229 285
250 37 90 80 77 1.05 S 1050 320 399 515 251 313
350 37 90 871 87 115 S 1395 386 477 630 304 376
500 37 90 80 1.01 1.28 S 1895 465 572 825 369 455
750 61 90 80 119 145 - 2745 565 693 1105 457 561
1000 61 90 80 1.34 163 - 3510 639 780 1395 527 644

*Duct: Three cables per duct 90°C C tor Temyerature, 20°C A t. 100% Load Factor, Rho = 90. Direct Burial: Thres cables, clou
90'C Conduct , 20°C Ambient, 100% Load Factor, Rhe = 90, For other dit refer to the p
“AIEEIPCEA Power CAblt Ampacmes.' AIEE Pub. No. $-135-1.

©Bsre copper metaliic tape shield available on request.

intermation on this shest subject to change witheut netce,

CYPRUS
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Cyprus Wire & Cable Company
Manufacturers of ROME Products

7160 10-1.75

Specification
ROME-XLP POWER CABLE, 5000 VOLTS
Single Conductor, Shielded, 100% and 133% Insulation Levels

SCOPE —This specification describes single conductor Rome-XLF* (tharmosetting crosslinked
polyethylene) insulated, shielded power cables for use in circ'is not exceeding S000 volts
phase-to-phase at conductor temperatures of 90°C continuous .ormal operation, 130°C for
emergency overload conditions and 250°C for short-circuit conditions. Cables are intended
for general purpose applications in we: or dry locations, including conduit, duct, direct burial,
and ae ial instaliztion,

STANDARDS — The following standards shall form a part of this specification — Underwriters
Laboratones Standard 44 and IPCEA Pub. No. $-66.524 for “Cresslinked-thermosetting-
polyethylene-insulated Wire and Cable for the Transmission and Distribution of Electrical
Energy.”

CONDUCTORS — Class B stranded annealed, uncoated copper or EC grade aluminum per
Paragraphs 2.1 and 2.3 of IPCEA.

CONDUGTOR SHIELDING — The conductor shall be covered with a layer of semiconducting
tape cympletely covering the conductor and frmly bonded to the cable 'nsulation. The con-
ductor shield shall meet the requirements of Paragraph 2.4 of IPCEA.

INSULATION — Directly over the conductor shielding shall be applied a homogeneous wal
of Rome-XLP insulation, The average thickness of insulation shall be as specified in Table 3-1
of IPCEA. Minimum thickness at any point shall be not tess than 90% of the specified thick.
ness, Physical and electrnical properties of the insulation shall be in accordance with Para-
graph 3.7 of IPCEA.

SHIELDING — A thin uniform layer of Rome “PolyKote" (black conducting polymeric coating)
shall he applied directly over the snsulation. A semiconducting non-metallic tape is wrapped
over the “PolyKote” to act as a conductive bedding between the “PolyKote" layer and the
metallic shielding. A special marker tape applied over the semiconducting tape shall identify
the tape and “Polykote"” fayers as conducting.

A serving of evenly spaced ® 24 AWG solid-tinned copper wires shall be applied concentrically
over the semiconducting tape. The metailic wire shielding shall meet the requiraments of
Paragraph 4.1.1.3 of IPCEA.

SEPARATOR TAPE — A suitable separator tape shall be applied over the cable shielding
system.

JACKET — A polyvinyl chloride jacket shall be applied overall. This jacket shall meet the
requirerents of Paragraph 4.3 1 of IPCEA. The average thickness of the jacket shall be as
specified in Table 4.6 of IPCEA. The minimum thickness at any point shall be not less than
80% of that specified.

IDENTIFICATION — All cable shall have surface printed identification showing manufac.
turer's name, wnsulation type, size, UL symbol and 5000-volt shielded Type RHW or RHH.

TESTS — Cable sha!l be tested in accordance with UL Standard 44 and IPCEA S$-66-524.
Certified Test Reports may be furnished, if requested prior to production of cable.

CYPRUS



Cyprus Wire & Cable Company
Manufacturers of ROME Products

January 2,1976
Supersedes issue Dated March 1,1975

SPEC 7485

ROME INTERLOCKED ARMOR POWER CABLE, 5000 VOLTS

3 Conductor, Rome-XLP Insulated, Shielded, Galvanized Steel Armor

Type MV-90 Cable (Also suitable tor use as Type MC cable)

APPLICATION:
A-=Where NEC jurisdiction applies: as armored Type MV-90 cable
for installation serially or in metal rack, tray, trough or cable

trays. for power circuits not exceedmg 5000 volts in
1ng and processing plants, and
gsn':g instailed per the NEC, cables meel the requwements of

8 — Otherwise, for general purpose applications where the pro-
tection of inteflocked armor 13 required,

STANDARDS: Listed by Underwriters Labomonn as Typs MV-90
cable Also suut-ble !ov use as Ay;e MC cable Cables aiso con-
form to IPCEA Pub _No. S 66- for “Crosshinked-Polyethylene-
Insulated Wire and Cable.

CONSTRUCTION: Three cond of d ted copper
or Alloy 1350 (EC) aluminum, conductive taps, Rome-XLP (cross-
linked polyethytene) :nsulation, PolyKote, conductive tape, un.
coated copper shieiding tape Three conductors twisted together
with one uncoated cosper grounding conductor in each valley,
suitable fillers, binder tace, gaivamzed steel interiocked armor.
When required, & PVC jacket i3 applied overall,

lnlerlockod

PVC Jacket  Calyanized Cable frsaisnion (- Conductive

(x T

(s
s
SSSNEANNSE

Tape
Grourding
Conductors

Cobper
Shielding
Yape

Ay
PolyKote Plus hase Cond
Conductive Tape

COPPER PHASE CONDUCTORS

LUMINUM PHASE CONDUCTORS

1 19 90 143 50 1.53

1/0 19 90 1.52 60 164
2/0 19 90 162 60 1.75
3/0 19 90 1.77 60 1.90
4/0 19 90 1.90 60 203

250 37 90 200 60 2.13
350 37 90 223 60 2.36
500 37 90 2.52 75 268
750 61 90 291 75 308

:m: ':,7.‘ ;’,:’:: 'g'"‘, 2:::: g%.oml "33"..%‘::" Copper Approx Copper Approx

d il 3 ' . i, 3
G | ol || S R R R s | 6 | S | e

AWG 1. AWG ft

8 7 90 1.02 50 113 14 835 52 14 725 41
6 7 90 1.10 50 1.21 12 1015 69 12 840 53
4 7 90 121 50 131 10 1280 91 12 970 n
2 7 90 1.34 50 145 10 1630 125 10 1190 96

10 1870 140

7 2280 165
7 2640 190
7 3205 220
7 3755 255
7 4220 280
5 5640 350
5 7440 425

4 10245 525

10 1315 110

10 1485 130
10 1660 150
7 2090 170

2350 200
7 2560 220
7 3205 275
5 4120 340

5 5185 430

SAMPACITY in accordance with Tables 310-42, 310-48 of the National Eiectrical Code, 90°C conductor temperature, 40°C ambsent.

Notes 1 Phase 1 18 D by a long
shielding tape

dinal natrow colorea tape between the conductive insulation shield and the copper

2 Aluminum alloy or bronze interlocked armor available nn request. Cables with aluminum atloy armor are UL listed.

3. These cables aiso available with kome-EPR insutation.
4, Net weights based upon jacketed constructions.

Intormation on this sheet subject to change witheut netice.

CYPRUS



Cyprus Wire & Cable Company
Manufacturers of ROME Products

7485 1-2-76

Specification
Rome Interlocked Armor Power Cable, 5000 Volts

3 Conductor, Rome-XLP Insulated, Shielded, Galvanized Steel Armor
Type MV-90 Cable (Also suitable for use as Type MC cable)

SCOPE — This specification describes three conductor Rome-XLP (thermosetting crosslinked
polyethylene) insulated, shielded, galvanized steel interlocked armor Type MV-90 power cable
for use in circuits not exceeding 5000 volts phase to phase at conductor temperatures of 90°C
for continuous normal operation, 130-C for emergency overload conditions and 250°C for
short circuit conditions. Cables are intended for general purgose applications in aerial, open
tray or rack installations, 1n wet or dry locations.

STANDARDS — The following standards shali form a part of this specification — UL Standard
1072 for Type MV.90 cable and IPCEA Pub. No. $-66-524 for “Crosslinked-thermosetting.
polyethylene-insulated Wire.and Cable.”

CONDUCTORS — Class B stranded annealed uncoated copper or Alloy 1350 (EC) aluminum
per Paragraphs 2.1 and 2.3 of IPCEA.

: CONDUCTOR SHIELD — The conductor shall be covered with a layer of conductive tape com-
pletely covering the conductor firmly bonded to the cable insulation, The conductor shield
shall meet the requirements of Paragraph 2.4 of IPCEA.

INSULATION — Drrectly over the conductor shield shall be applied a homogeneous wall of
Rome-XLP insulation. The average thickness of insulation shall be as specified in Table 3.1
of IPCEA. Minimum thickness at any point shall be not less than 90% of the specified thick-
ness. Physical and electrical properties of the insulation shatl be in accordance with Para-
graph 3.7 of IPCEA.

SHIELDING — A thin layer of Rome PolyKote (black conductive polymeric coating) shall be
applied directly over the wnsulation A conductive nron-metaliic' tape 1s wrapped ovet the
PolyKote to act as a conductive bedding between the PolyKote layer and the metallic shield.
ing. A special marker tape applied over the conductive tape shall identify the tape and
PolyKote layers as conducting

An uncoated copper tape shall be helically applied over the conductive tape with 8 minj.
mum (ap of 10%. The copper tape shall meet the requirements of Paragraph 4.1.1.1 of IPCEA.

PHASE IDENTIFICATION — A colored tape shalt be applied longitudinally under the copper
shielding tape to provide phase identification.

ASSEMBLY ~Three phase conductors shall be cabled together with a Class B stranded,
uncoated copper grounding conductor in each valley and suitable fillers to make round.
Length of fay shall not exceed 35 times the phase conductor diameter, Total circular mil area
of the grounding conductors shall be not less than the copper conductor size listed in Table
250-95 of the National Electrical Code.

CABLE TAPE — A suitable cable tape shall be applied over the assembly to hold the core
together and provide bedding for the armor.

IDENTIFICATION — A marker tape shall be applied longitudinaily under the armor providing
cabie and manufacturer identification,

ARMOR — A galvanized steel interlocked armor shall be applied over the cable core. Armor
shall be 1n accordance with UL Standard 1072 and Paragraph 4.4.7 of IPCEA.

OPTIONAL COVERING — When required, an extruded covering of PVC shalt be applied over
the armor The average thickness shail be as specified in Table 4-24 of IPCEA. Minimum
thickness at any point shall be not tess than 80% of the specified thickness Properties of
the PVC covering shall be in accordance with Paragraph 4.4.16 of IPCEA

TESTS ~ Cables shall be tested 1 accordance with UL requirements for Type MV-90 cable
a;u:rlPCEti;\ls-66-524. Certified Test Reports may be furmished, if requested prior to production
of tire cable.

LABEL — Cables shall bear the Underwniters Laboratories label for Type MV.90 cable.

CYPRUS




ITT Royal Electric Division

Pawtucket, Rhode Island 02862

Tel. (401) 722-8600

TELEX: 8927733

Cable Address: ITTWCD, Pawtucket, R. |.

\ August 25, 1976

Jaros, Baum & Bolles Consulting Engineers
1052 West 6th Street
Los Angeles, California 90017

Att: Mr. Paul Katzaroff
Subject: 400 Hertz Distribution System
Gentlemen:

I want to thank you for your inquiry of August 11. I am
: pleased to forward you our recommendation on the cable and cable
( construction we think should be used.

We believe you should use the 5 KV shielded cable, copper
conductor, per IPCEA Standards S~68-516. I believe the cable should
be three conductor or three single conductors triplexed. This will give
you maximum personnel protection and minimum power losses,

Using ITT Royal Specially Compounded Ethylene Propylene
Rubber Insulation there is no derating for either current or voltage on
copper conductor sizes up to and including #2 AWG.

We suggest that when installiny (e cable in conduit or
using Interlocked Armor that Aluminum metal be used. The use of non-
magnetic metal will minimize the heating effect due to the increased
frequency.

ITT Royal has been producing and marketing this type of
cable for over seven years. With the special compounding of the in~
sulation we have an extremely good record.

As for the termination of the 400 Hertz cable, the same type
that are available for 60 Hertz are acceptable. You should use an
aluminum body pothead, if potheads are used. Also any clamps that

L are to be used should be of non-magnetic material.

Wites ¢ Cords © Cabdles © Cord Sets o Powsr Supply Cords
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Jarcs, Baum & Bolles

Consulting Engineers -2- August 25, 1976

Again we want to thank you for your inquiry. We are pleased
to forward you our recommendations and suggestions. If you have any
additional questions, please do not hesitate to contact me.

Very truly yours,

ot R
TR SRR PN R,

R. E. Anderson

REA:cf
cc: R, S. Ochsner Regional Sales and
J. R. Maher T Marketing Manager

J. H. Grubbs(L.A.)



THE S01 Forbes Boulevard. Surte 201

OKONITE South San Francisco. Califorria 94080
415.873. .
COMPANY 8580
{
September 10, 1976
o
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Jaros, Baum and Bolles <3 JARDS, BAUM & BOLLES .
1052 West 6th Street L  Reve
Los Angeles, California 90017 <
Attention: Mr. Paul Katzaroff
Subject: Feasibility Study - Centralized 60/400 HZ
Ceneration and Distribution System
Gentlemen: .
This is written in response to your letter dated August 11,
(’ 1976 and the attached questionnaire:

1. (a) No derating is required for operating voltage.
Although the heat loss in the dielectric varies
with the square of the voltage the magnitude
of such loss at 4160 volts is negligible for
both 60 hZ and 400 hZ, and no significant
acceleration in heat aging will occur.

- .- However, it should be noted that the self and »
mutual reactance c{ the cables will vary directly
with frequency. and cables installed in magnetic
conduit or contained in galvanized steel inter-
locked armor will be significantly higher than
for directly buried cables or those installed in
a self-supporting aerial configuration.

The series impedance of the cables at 400 hZ
will also be increased by increases in the
resistance term due to skin and proximity
effect. Like reactance, skin and proximity
effects will be increased by containment in
a magnetic conduit or armor.

(b) Substantial current derating is required at 400 h2
( due to the increase in effective AC resistance.
You will find enclosed a copy of Okonite Engineering
Bulletin 721.1, and your attention is called to
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" lr. Paul Katzaroffl
September 10, 1976
Page 2

i

page 4 and 5 of the Bulletin. Table 1-6 shows
derating factors for 600 volt cable due to increase
\ in AC resistance at both 400 hZ and 800 hz. As
\ you will note this date does not take into account
heat losses due to circulating currents in the
short circuited shields of higher voltage cables,
nor in the eddy current and magnetic effects of
surrounding or adjacent metal, Table 1 - 7 on
page 5 glves curves from which appropriate data
is available for use with the equations shown
at the bottom of page 4. But agaiu these curves
do not take into account the influence of surrounding
or adjacent metals.

~ As the enclosed data indicates the derating factor
. . will vary with conductor size, cable type and the
installed configuration. Calculations are required
for each size end category of cable to accurately
determine the 400 hZ ampacity.

As indicated in (a) above, dielectric loss is
. negligible and does not contribute to ampacity
(f derating at 400 hZ, 5 kV.

2. Ve recommend an ethylene propylene insulating
compound for the various categorles, since it has,
in our view, the best balance of properties
including resistance to heat aging, and resistance
to corona discharge, and resistance to treeing.
The trade name is Okoguard. .

« 7 3. - The Okonite Company introduced ethylene propylene
compounds commercially in the last quarter of
1963, and has supplied hundreds of thousands of
feet since then in the various categories enumerated
in 2.

TS+ T 4, - No special precautions are required in the cable
terminations themselves. However, care must be
exercised in locating terminations to avoid local
heating of the cable due to proximity of magnetie
structures, where ampacities have been based on
the absence of such structures or enclosures.

The rather standard specification provision that splices and
terminations shall be made in accordance with manufacturers
prior written approval appears to be both simple and effective.
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The opportunity to respond to your questionnaire is very much
appreciated. If you have additional questions, please let
me hear from you at your convenience,
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Very truly yours,
THE OKONITE COMPANY

T Lo

T. A. Kommers
Regional Electrical Engineer
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(3) Motor Generators

Mfr. - )
Name Response
Bogue No

Electric Machinery Mfg, Co. Yes

GE Yes
Kato No

Teledyne Inet _ o Yes ;
Westinghouse see Yes

e kot e
ERC NS

Description

Irrelevant - submitted Bull. 200
SYN 51A and AIEE Conference
Paper No. 61-607 which are very
general, Promised follow up, but,
did not do so in spite several
telephone contacts.

Letter dated October 5, 1976
Letter dated November 11, 1976

Letter dated November 22, 1976 - covers
60/400 Hz motor generators at 480V and
4160V. Also covers an unsolicited
proposal for a completely solid state
4160V frequency conversion system.

Letter dated September 12, 1976 -
Irrelevant - concerns 75 KVA 60/400 Hz
motor generators for computer
applications,
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' 711 WEST KNOX STREEY

r ' GARDENA, CALIFORNIA 90243
:’“ ' (213) 327-0913 TELEX 67-7228
5 22 November 1976
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3 Jaros, Boum and Bolles Ref, 26326-6
”‘f 1052 West 6th Steet

n - Room 636

"~ ; Los Angeles, California 90017

£ {

e s Attention: Mr. Paul Katzaroff

:g

,: Gentlemen:

faé‘ ) Subject: 400 Hz High Voltage Distribution

‘ 7 Thank you for the opportunity t» work with you on your requirement for 400 Hz High Volt-
s age Distribution System. We h~ve reviewed your requirement and offer the following for

your preliminary planning purposes,

Plan A.  Vertical Brushless Synchronous Motor-Generator Sets for indoor use capable

N of paralleling with like units under all load cenditions within unit rating.
Input; 480 volts, 3-phase, 60 Hz
Output: 575 volts to step up transformer

4160 volts, 3-phase, 400 Hz,
312 KVA, 250 KW

B R R SR PR S

The Motor-Generator Set will be complete with all instruments, controls,
starter and output breaker. Includes motorized stator shifting assembly for
paralleling and deparalleling with all synchronizing lights and load shar-
ing circuitry,

N
ey,
5

Planning Price, Qty. 4 (1 redundant) $ 45,000, each
;— Plan B,  Vertical Brushless Synchronous Motor-Generator Set rated 312 KVA, Same
A as Plan "A" except the input will be 4160 volts, 3-phase, 60 Hz, Both
< the motor and generator will be designed for direct 4160 voits, 60 Hz, 3-
5 phase input and 400 Hz, 3-phase output without use of step up transformer,
: Includes high voltage input and output switchgear,
3
‘ Planning Price, Qty. 4 (1 redundont) $ 85,000, each
i
i
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Jaros, Baum and Bolles 22 November 1976
Mr., Paul Katzaroff Page two

Each of the above motor-generator systems may be expanded by the addition of like
units. Six copies each of Bulletin 2100-A and 473 are enclosed. Also efficiency
curves for Plans "A" and "B" along with photographs of a typical 4-unit 400 Hz paral-
lelable system.

Plan C, Completely Solid-State Power System operating directly from a 4160 VAC,
3-phase, 60 Hz power source and delivering 4160 volts, 3-phase, 400 Hz,
The system consists of four identical units each rated 312 KVA, 250 KW
operating in parallel to furnish 936 KVA, 750 KW, 400 Hz power with one
unit redundant. The system will be expandable with the addition of iden=
tical units,

For your planning purposes, pricing on the solid-state system is as follows:
1. Four Power Converters 60/400 Hz, 312 KVA, 250 KW,
Price: $ 64,000, each
2. Four Switchgear Assemblies 4160 VAC, 60 Hz input and 4160
VAC, 400 Hz output.
Price: $ 4,000, each

Enclosed are six copies of a Technical Proposal dated 19 November that describes the
solid-state system offered above.

‘n addition one control console for control and metering of the entire system for either
rotary or solid=state could be furnished at a unit price of $10,000. .

On any initial orders the nonrecurring costs for the 4160/4160 rotary and solid-state
system approximately $50,000 would be amortized.

The above pricing is for your planning purposes only. If you have any questions or re=
quire additional data, please do not hesitate to contact us.

Yours very truly,
TELEDYNE INET

c F. Beguelin
Assistant Product Manager
MFB/crk Power Conversion Equipment
Enclosures
cc: H, Baver, R. Lee, J. Vallely

s
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- Teledyne Inet's vertical, brushiess, single-exciter
Motor Generator Frequency Converters provide
precise 400 Hz power for computer support and
related data communications equipment, They are
specifically designed to intertace with |BM
370/165-168, 360/85-195 and similar computer
models. Teledyne Inet's Frequency Converters offer
the lowest operating cost, highest efficiency and
greatest reliability available in 400 Hz power
conversion units (MTBF 50,000 hours). The units are
easily paralleled for redundancy and increased load
requirements. Ratings up 1o 300 KVA available with
autornatic paralleling. Unit options are avallable for
your specific application. . s

VERTICAL SINGLE SHAFT

N
.

ELECTRICAL SPECIFICATIONS

Input
Voltage

Frequency
Powet Factor

Starting Current

Output

Rating
Voltage

Etficiency
Frequency

Powert Factor
Voltage Adjustment
Voltage Regulation
Overload Capacity

440, 460, 480 VAC (208 or
240 optional), 3-phase,
301 4 wire

60 Hz

0.9t01.0from Y% load to
{ull load

Limited 10 400% of rated
full load current

75 KVA, 67.5 KW
120/208, 3-phase, 3or 4
wire

80%

400 Hz

0.9

4 10% minimum

x V. % no load to tull load
110% of rated load,
cantinuous ; 120% of rated
load for V2 hout

TWO BEARING MOTOR GENERATOR

Short Circuit
Voltage Transient

Voltage Recovery

Phase Voltage Balance

Harmonic Content
Frequency Regulation

Voltage and Frequency
Modulation

300% of rated curcent

+ 5% max. from preset
value with sudden loss or
application of ¥» rated load at
09p.1.

Within 0 2 seconds upon
sudden loss or application of
rated load

Y2 % max. line-10-line and
line-to-neutral with balanced
rated load

1 5% RMS max. line-to-line,
line-to-neutral

x 0% with £ 0% input
{requency variation

0.25% max.

711 West Knox Stieet » Gardena, California 90248 » Telephone® (213) 327-0913 ¢ Telex. 67-7228
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Side View

C)

INTEGRAL MOTOR-GENERATOR CONTROL
AND CONTROL CABINET CABINEY  our
E AR IN o Q/ POWER .
r 000 = 5tin,
1— moron 3388 (130 cm) —
8
4 [;l] 601 88858 D'
) n. 38in.
» AlR oUT (175¢cm) (91 ;',',,)
~GENERATOR -
L AIRIN
Ll ¥ — FLOOR PLAN
54%” as-1/an - CuTPUT
(138 cm) (92¢cm) POWER .
SIiDE VIEW INPUT
E:E AIRIN T §~ POWER
{ 000 =
AUTOMATIC ') 511n,
MOTOR/STATOR 33ed — (130 cm) —
OR SHIFTING DEVICE ssss O
f 691n. !
{175 cm) 38in.
v e {91¢em)
GENERATOR -,
AIR IN
[ oove- ]
UTPUT FLOOR PLAN
5% In, 36-1/81n. pow"
PARALLELABLE (146 em) (92 cm)
SICAL SPECIFICATIONS ENVIRONMENTAL SPECIFICATIONS
limensions Conventional Operating Temperature Rangs
36-1/8"Wx 69"H x 54-1/2"D Recommended 20°C1030°C
(92cmx 175cm x 138 cm) Maximum —20"Cto52°C
Parallelable . Nonoperating temperature Range  0°Cto 70°C
36-1/8"Wx 69"Hx 57-1/2"D Relative Humidity Oto 95 percent .
(92cmx 175cmx 146 cm) Altitude 010 5000 1. (O 10 1524 m)
Weight Conventional
3,850 bs. (1,800 k
. h1.800kg) OPTIONS AND SERVICES
) 4,0001bs. (1,878 kg) Utility start, UPS run '
Ventilation © °* Self-ventilating Central system buss Isolation available
Cable Entry Top and bottom Noise suppression kits
Acoustic Noise 86dbat 121t. (3.65m) UL approved

STANDARD FEATURES

¢ Qutput voltmeter and ammeter
System tault protectior and alarms

L]

* PDCU wiring 50 VDC

* Elapsed time meter

* Reduced current starting
L]

Automatic NL/FL patalleling by motor/stator shifting

Note: Induction motor-driven MG with 500 ms ride-through available

(See Bulletin 1001)

¢ TELEDY

Turnkey contracts

Leasing arrangements

Maintenance agreements

Installation supervision

Site testing <

(Refer to individual Bulletins for details on above
Options and Services)

All specifications subject to verification for each order.

NE INET

711 West Knox Street » Gardena, Californta 90248  Telephone: (213) 327-0913 ¢ Telex® 67-7228
Butletin 1000/6-76
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TELEDYNE INeT

2100 and 4300 SERIES
400 Hz VERTICAL
MOTOR GEN:RATORS
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PRECISE GROUND POWER EQUIPMENT
AND COMPLE"E SYSTEMS FOR:

all jet aircraft

hangar and flight line maintenance facilities
aircraft manufacturers

computer power

aerospace industries and laboratories

all branches of military servicss

other government agencies

. % 2 & & » @

~ HIGHEST QUALITY POWER - HIGHEST
RELIABILITY — LOWEST LIFECYCLE COST

“\"TELEDYNE INET

. PIONEERS IN PRECISE POWER

~

\

VERTICALS YNCHRONOUS-BRUSHLESSSINGLE EXCITE >
SINGLE SHAFT.2 BEARING MOTOR GENERATORS

* No shp rings or brushes — eliminates maintenance from
brush and ship ring wear — reduces radio frequency
interference (RF S noise — safe for operation in
hazardous areas.

« Vertical design eliminates shaft deflection from gravity
inherent in horizontal machines, reducing vibration
and noise, increasing bearing life,

+ Eliminating shaft detlection maintains a uniiorm air gap

-~ modulation of output voltage is nearly eliminated.

Magnetic forces of the rotor produce a lifting action

which reduces load on the lower thrust bearing which

runs in an oil reservoir ~ top bearing is nearly

without load — greatly increasing bearing life.

* Qverload capability: 10% continuously, 25% for
30 minutes.

+ Requires less floor space than horizontal configuration,

« Quiet efficient blower assures ample cooling under
high ambient temperatures.

* High reliability — individual units have logged 50,000-
100,000 hours of continuous operation, .

+ Minimum maintenance — inspection recom nended twice
each year.

« Vertical design permits two or more sets to op.vate -
in parallel by servo drive rotation of motor with espact
to the generator on a bearing surface to obtain
phase shifting. System power capacity can be inx sased
as demand incredses, Higher power distribution
reliability can be obtained with redundancy.

* Solid non-geforming cast frames.

* Inherent low radio frequency interference (RFI) ncise.

v Voltage transient limits of less than 20% with application
or removal of full load ars available,

SOLID STATE VOLTAGE REGULATOR/PROTECTIVE MOCULE

* Regulator module simuitaneously controls ooth Motor
Field and Generator Field keeping pow-.sr factor on input
AC Power near unity — this minimizes input current
requirements with all load variations.

+ Printed circuit modules for OV/UV, UF and Regulation
are field replaceable at minimal expense.

« Maximum harmonic content of 0.5% total RMS line to
line or line to neutral is available on some sizes,

* Insensitive to temperature variations over the range
of 0°F to 135°F,
* Adijusts over & 10% range of nominal voitage.

* Fast regulation — 0.2 seconds recovery switching no

load to tull load — 0.1 seconds available
¢ All silicon vilitary quality semi conductors.
CUSTOME RS INCLUDE:
A'RCRAFT MANUFACTURERS — Boeing: Gerw. sl Dynamics;
Grumman; Lockheed; McDonnell-Douglas; North American Rockwell;
Northrup,
AIRLINES — Air Canada: A Indhs: Air Vietnam; Alaska; Braniff;
Chins, Continental, Eastern, E1 AL, Ethiopian, Finnair; Frontier;
lcelandic; Northwest Orient, Oltympae, Pacific Southwest; Pakistan
International; Saudi Arabian, Texas International, Trans World
Auwrlines, Qantas, United Awr Lines; Wien Consolhidated; World
Aurways.
AERQSPACE INDUSTRIES - Aerojet General, Burroughs; Genaral
Etectric, Hughes Aircratt, Ling Temco-Vought, Litton Systems;
Phiico-Ford, Raytheon, RCA, Sylvanis, Texass Instrument; TRW,
Westinghouse Electric.
US GOVERNMENT - Atomic E nergy Commussion; Federal
Avistion Agency, General Services Adrministiation, Jet Propulsion
Labe stories, National Aeronautics and Space Administration; US Air
Force, US Army, US Cosst Guard, US Marine Corps, US Navy,
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STANDARD PERFORMANCE SPECIFICATIONS

RATINGS
) J Phase -~ 40 to 500 KW
5010 625 KVA

INPUT VOLTAGE

3 Phase 230, 460, 230/460 volts,
60 Hz

3 Phase 220, 380, 220/380 volts,
50 H2

Special —

OPERATING SPEED
1200 RPM with 60 Hz input
1500 RPM with 60 Hz input

OUTPUT VOLTAGE .
3 Phase —~ 115/200 volts
Single Phase — 120 volts
Special — Per customer needs

Per cuztomer needs

VOLTAGE REGULATION
2 %% of 1ated voltage, no load
to full load; £ % % available.

VCLTAGE RECOVERY TIME
. 0.2 seconds 1o full recovery after
switching 100% {oad — 0.1
seconds recovery available,

VOLTAGE TRANSIENT LIMITS

Less than 20% with application
or removal of full load —~ down
to 5% available,

VOLTAGE MODULATION
Less than } % at batanced ioad.

PHASE BALANCE {Unbalanced)

4% maximum voltage deviation
from the average with 1/3 rated
v.rrent on one phase and no
load on other two — 10 2%
deviation available,

MHARMONIC CONTENT

3 Phase units ~ 1%% total RMS
—t0 0.5% [consult factory)
{Line to line, line to neutral)

Single Phase unit =2% total RMS

FREQUENCY REGULATION

400 Hz £0 Hz with £0 Hz input
frequency varistion

FREQUENCY MODULATION
Less than 1% of 400 Hz

l Slany WAL b -
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1_% == =1 Som Mouriing Droensions
400 He ._S_\_E_.(___..__—“s
i‘::.::.:ﬂ-ﬁnou l""‘o" hanng “"l‘c [ 7 o
& Contrnl Codenet OIBEW K 6 2 &2 mh ¥4 ¢ h
VIOEOKW WA 6 W 4 Wh K4 ¢ %
XoXOKW Wh ¢ @ - - M - -
Model Kw Kva Motor 60 He Full Losd Amps unit
No Rating @ OPF HP © &V @ 2%V Weight
21040 40 S0 65 70 140 3650
21050 50 625 85 0 180 3170
21060 60 b 100 104 208 3950
21075 75 93.25 420 18 236 4250
2100 100 125 150 154 308 4400
21125 125 156 185 188 - 4250
21150 150 187.5 225 26 - 5800
21175 175 219 260 260 - --- 6200
21200 200 250 00 00 - 6100
21250 250 312 s 34 - 71100
21400 A0 500 600 598 - 9120
21500 500 625 10 745 - 9920

\_

s complete specilications including optional features, request:
Bulletin 2100 for 60 Hz input Bulletin 4300 for $0 Hz input.

4V TELEDYNE INET

711 WEST KNOX STREET GARDENA, CALIFORNIA 80248 TELEPHONE (213) 327.0913 TELEX NO.67-7228

-

POSSIBLE PROBLEMS OF 400 Hz \

POWER DISTRIBUTION INCLUDE:

1. High voltage drops limit the length of
distrihution fines,

2. Line losses require corre.tion to deliver
acceptable power,

3. Serving muitiple foad points from s single
generator demands special controls.

4. Unbalanced phase loading requires
compensation,

TELEDYNE INET HAS THE ANSWERS

Through development of integrated 400 Hz

Power Systems that GUARANTEE precise

quality power from & single generator

source for up to 6 foad positions and up 10

1200 feet from source using standard

distribution lines, This is possible only

with accessories exclusively designed and
built by Teledyne Inet.

TELEDYNE INET OFFERS

1. Wide choice of options — already

engineered conservative designs —
optimized by computer,

. Total system design engmeering.

. Al major components built “in house"

insuring total system responsibifity,

. Field instailation or rupervision support

as required,

5. Spares/service consultation — 24
hours/day.

TELEDYNE INET ACCESSORIES

FOR 400 Hz SYSTEMS

LINE DROP COMPENSATOR

Automatically compensates for resctive

voltage drops up tu 20% in lines connecting

the generator and load, Voltage at thé
loadpoint is regulated to 3% for all
conditions within the motor generator
utm
Provides acceptable voltage reguistion
at aircraft skin ot load point when
unbatanced phase loading oceurs.

« Speed of response of system is
maintained st aircraft skin or load point
identical to that at generator,

+ Convection cooled ~ small - lightweight,

+ Sol.d-state design — MTBF over 100,000
hours ~ efficiency over 99%.

Exclusive from Teledyne Inet,

LINE VOLTAGE REGULATOR

+ Ditfers from line drop compensator in
that it provides actual regulation st the
load independent of input voltage.

+ will reduce or boost voitage up to 10%
of apphied tnput per phase, .

+ Convection cooled — small - lightweight,

« Solid-s1ate design — MTBF over 5,000
hours — efficiency over 98%.

Exclusive from Teledyne Inet,

STEP DOWN TRANSFORMER

+ Installation cost of distribution lines
can be reduced by generating 400 Hz
power 3t up to 600 volts and employing
2 step down tansiormer 10 120/208
volts at individual load points,

ELECTRO-MAGNETIC INTERFERENCE

FILTER

» MIL-STD 461A for Class 111 B equipmant
can be comphed with through
incorporation of Teledyne Inet RF1
tilters in motor generators, controls
and accessories.

~ WA
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TELEDYNE INET Bulletin 2100-A

STANDARD SPECIFICATIONS
BRUSHLESS 60/400 CPS SYNCHRONOUS MOTOR-GENERATOR SETS

1.0 SCOPE

This specification describes performonce, configuration, construction and
reliability parameters for synchronous motor-generators, with controls and
accessories, for converting 3-phase electrical power to precisely regulated
400 cps power.

The power conversion system is completely self-contained requiring only
connections to the input power source and the load circuit to perform all
functions described herein. If the controls are to be installed remote from
the motor-generator, interconnections between the locations will also be

required.

The type of enclosure for the motoi~aenerator and controls will be as selected
from the Construction and Enclosure listing ot the end of this specification.’

2,0 QUTPUT RATINGS

Three-Phase Models 5 to 500 KW, 6.25 to 625 KVA
0.8 power foctor

Single-Phase Models 3t0 125 KW, 3.75 to 156 KVA
0.8 power factor,

=* " Refer to the section titled "Model Numbers" ot the end of this specification
for individual ratings and models.

3.0 RELIABILITY

S
-
-

1

A degree of reliability is specified which assures that operating and mainte-
nonce costs will be held to @ minimum. However, this is accomplished with=
out imposing unusual design requirements and unreasonable initial cost,

3.1 STATISTICAL RELIABILITY The motor-generator and voltage regulator
have a Mean Time Before Failure of at least 15,000 hours under contin-

uous rated load operation,



TELEDYNE INETY Bulletin 2100-A

4.0

3.2 MAINTENANCE No servicing or mointenance will be required at

less than 9000-hour intervals. However, in instollations where moisture,
vapors, dust and other porticles may impinge upon windings and other electri=
cal components, periodic cleaning such as with cleon compressed air may be
required depending upon the specific environmental conditions.

3.3 FAIL-SAFE DESIGN The system is self-protecting from malfunctions,
and provides isolation of component failures so as to minimize the possi-
bility of consequent domage to other sections of the system and the load.

CONSTRUCTION

The system consists of a motor, generator, exciter and voltage regulator; stan-
dard controls, protective devices, and instrumentation; and optional accessories
as may be specified. )

4.1 ROTATING EQUIPMENT The motor, generator and exciter are com-
bined on a common shaft, two-bearing, self-ventilating, 1200 RPM,
and the completed shaft assembly is statically and dynamically balanced.

The windings are impervious to oil, solvents, moisture, mild acids and alkalies,
and receive o minimum of two impregnation and baking cycles.

4.1.1 Motor Generotor The motor and generator are synchronous,
brushless, rotating field type, with Class F insulation, and in
conformonce with NEMA Standard MG -1.

4.1.2 Exciter The exciter is a brushless rotating AC type, with the
output rectified by a shaft-mounted three-phase silicon rectifier
assembly to provide excitation for both the motor and generator.
Separate exciters for the motor and generator may be required

" for special applications and ratings above 200 KW,

The exciter-voltoge regulator effectively isolates the generator
output from transients in the input AC supply.

- 4.2 VOLTAGE REGULATOR The voltage regulator is completely solid state
with no electronic tubes or vibrating contacts, ond is fully stabilized
against long-term drift and ombient temperature variations.




TELEDYNE INET Bulletin 2100-A

4.3 CONTROL CABINET Unless specified otherwise by the user, all
controls, indicating lights, protective devices and instruments are
\ mounted in the control cabinet.
4.4 WIRING All wiring has ample service loops and is protected from
abrasion. Wiring and wiring harnesses are secured at least every six
inches, All terminals are identified in accordance with the wiring diagram.

5.0 ELECTRICAL CHARACTERISTICS

5.1 INPUT POWER

Voltage Input 460 volts ¥ 10%, 3-phase, 60 cps -
(For other voltage ratings refer to the sec-
tion at the end of this specification titled,
"Optional Features Available").

Motor Power Factor

A . { :
i ((( Single Exciter Models ~ Approximately 1.0 at rated load and voltage,
and between unity and 0.9 from one<-half
e e load to full load.
Dual Exciter Models Motor power factor is adjustable tor any load
(Special applications by the "Motor Field Adjustment" provided on
and ratings above the contiol panel This controls the field of
. 200KW) the exciter which provides excitation to the
motor.

5.2 EFFICIENCY When operated at rated frequency and voltage, the mini-
mum unit efficiencies are:

7.5 - 15KW 65%
20 - 30 70
40 - 75 75
100 - 150 80

Above 150 85

5.3 OUTPUT RATINGS

{ Three-Phase Models 5 to 500 KW, 6.25 to 625 KVA
. 0.8 power factor.

B



TELEDYNE INET Bulletin 2100-A’
' Single- Phase Models 3t0 125 KW, 3.75 to 156 KVA

:; ‘ 0.8 power factor,

By 5.4 VOLTAGE OUTPUT

i \ Three-Phase Models

g To 250 KW 115/200 or 120/208 volts, 4-wire, wye
Above 250 KW 254/440 or 277/480 volts, 4-wire, wye

% . R Single-Phase Models 115 or 120 volts, 2-wire

£

For other voltage ratings refer to the section at the end of this
specification titled, "Optional Features Available",

5 BEHRES

5.5 VOLTAGE BUILD-UP Initial voltage build-up is completely automatic.
5.6 VOLTAGE ADJUSTMENT %109, minimum adjustment range.
X C 5.7 VOLTAGE REGULATION I 1/2% from no load to full load.
S - '
9 ) 5.8 VOLTAGE STABILITY The voltage regulator stabilizes the output voltoge
Y ( within one minute after start-up, and compensates for long-term drift and
B ambient temperature variations,
2
;- 5.9 VOLTAGE TRANSIENT LIMITS Upon sudden application or removal of
8 full roted load at rated power factor, the output voltage will not deviate
1 by more thon % 25% from the preset value,
2
5.10 VOLTAGE RECOVERY TIME Following sudden application or removal of

full rated load the output voltage will recover to the regulation band within
0.2 seconds.

5.11 PHASE VOLTAGE BALANCE (Three-phase Models) The individual line-
to-neutral voltages remain balanced within 1% under all bolanced load

3
N
ot
A}‘.

conditions,
; With one~-third rated lood on any phase and no load on the other two phases, or
i any similar condition of one-third load unbalance, the maximum deviation of
i any phase voltage from the average of the three phase voltages will not exceed
| 4%, in accordance with the requirements of MIL-STD-704.
\
3
5 -4-
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6.0

5.12 OVERLOAD CAPABILITY 110% of rated load, continuous; 120% of
rated load for one-half hour,

5.13 SHORT-CIRCUIT CAPABILITY The system is capable of delivering 300%
of rated current into a sustained three-phase short circuit, until the system
protective device is actuated.

5.14 HARMONIC CONTENT

Three-phase Models 1.5% RMS, maximum, line~-to-line
and line-to-neutral.

Single-phase Models 3% RMS, maximum,
5.15 MODULATION .Voltage ond frequency modulation do not exceed 0.25%.
5.16 FREQUENCY REGULATION ¥ 0% with ¥ 0% input frequency variation.

5.17 ELECTROMAGNETIC INTERFERENCE SUPPRESSION Conducted and
radiated electromagnetic interference are suppressed so as not to affect
the normal operation of communications and other types of electronic equipment.

If conformance is required to MIL-1-6181, MIL~[-16910, MIL-1-26600, MIL-
STD-826 or individual user requirements, specify in accordance with the 'Option-
al Performdnce Available® section at the end of this specification. RFI tests will
be performed, and additional f'*.. ing incorporated, if necessary, to meet the
applicable specification, -

CONTROL, PROTECTIVE DEVICES AND INSTRUMENTS

6.1 INPUT CIRCUIT

Motor Starter, magnetic, in accordance with NEMA Standard 1C-1, with
overload and undervoltage protection.

Note: Ratings to 50 KW Across-the-line starter, uniess
specified otherwise by the user.,
Refer to the 'Optional Features
Availoble' section.

Above 50 KW Reduced current starting system

limiting the motor starting current
to 400% of rated full load current.

-5-
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¢ (
'Start-Stop' pushbutton and ‘Motor-On' indicating light, low-voltage
. transformer type.
=4
i Control circuit transformer, fused, with 120 volt single-phase second- -
;A ary for operating the control and indicating devices.
D \
6 6.2 QUTPUT CIRCUIT
Al Circuit breaker, industrial type, with thermal overload and short-
i ' circuit protection. ‘
A ! . :
e ! 'Load-On’ indicating light, low-voltage transformer type, ~ ; -
b !
XL ) ) :
i Output voltage adjustment, screwdriver type with locknut, providing
= 10% minimom adjustment range.
. 6.3 INSTRUMENTS
: ( Output Voltmeter and Ammeter, 3-1/2 inch, 2% or better accuracy, ( '/- |

calibrated for the output frequency.

Three-phase models include a selector switch for monitoring individual .
line-to-neutral voltages and phase currents. ‘

)
£5)

6.4 Additional control and protective devices, and instruments are ovail-

s
73 able as listed in the 'Optional Feotures Available' section at the end
& of this specification.
S 7.0 INSTALLATION, OPERATION AND MAINTENANCE INSTRUCTIONS
3
5
A manual containing the following information is provided with each system:
2
' System description and specifications
& Installation and pre-start procedures
4 Starting and operation instructions
2, Theory of operation
- Maintenance instructions
. Replacement-parts list |
M Schematic and point-to-point wiring diagrams '
( (
é; -
X |
,';Ai |
? -6~
3
;
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§ ‘ / MODEL NUMBERS - BRUSHLESS 60/400 CPS SYNCHRONOUS MOTOR GENERATORS
3 BASIC MODEL NUMBERS
z Three=-Phase Single-Phase
: 3 ( Kw . KVA Output Ovutput
' 3 3.75 - 22003
Y 5 6.25 21005 22005 :
@ \ 7.5 9.38 21007 22007
% 10 12.5 21010 22010
3 15 ' |

18.75 21015 22015

% 20 25 21020 . 2200

%* .. 25 31.25 21025 22025

"“ 30 7.5 21030 22030

M 40 50 21040 22040

& 50 62.5 21050 22050

g% 60 75 21060 " 22060

& (( 75 93.75 21075 22075

g; 1 100 125 21100 22100

:*? - 125 156 21125 22125

% 150 188 21150 -

4 175 219 21175 -

E.f, 200 250 21200 -

& 250 312.5 21250 - -
{%“ 00 375 21300 - ’
:% 350 437.5 21350 -

2 400 500 21400 -

it 450 562.5 21450 -

4 500 625 21500 -

ot
A

%

3

SPECIFYING BY MODEL NUMBER
A complete model number consists of the BASIC MODEL NUMBER, above, plus:

Prefix code letter specifying the type of CONSTRUCTION AND ENCLOSURE; and
Suffix code letters and numbers designating OPTIONAL FEATURES and OPTIONAL
- PERFORMANCE DESIRED. )
Example:  Model T-21075 specified o stondard model without options.

Model T-21075-ACFJK -6 specifies a standard mode! plus options as
. listed on the following poges.

-7-
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OPTIONAL FEATURES AVAILABLE
Add applicable code letters as suffix to Bosic Model Number

INPUT VOLTAGE

230 volts, 3-phase.
230/460 volts, 3-phase,
Note: .If reduced motor starting current, Code A, is also desired,
‘ the application must be reviewed by the factory,
4160 volts, 3-phase,
Special, per user requirements, :

OUTPUT VOLTAGE

115 or 120 volts, 3-phase delta.

Reconnectable 3-phase wye or delta.

Reconnectable 3-phase -al range, 120/208 & 240/416 volts,
Special, per user requirements,

METERS

Output frequency meter, reed type. ‘ ( '
Running time meter, 10,000 hour scale, ' !
Special, per user requirements,

ADDITIONAL CONTROL & PROTECTIVE DEVICES

Reduced motor starting current:
Models up to 30 KW - 300% of full load rated input current
Models above 30 KW - 400% of full lood rated input current

NOTE: (1) This feature is standard and included on models above 50 KW .
(2)  1f dual input voltege, Option C above, is desired together with
reduced motor starting current, the opplication must be reviewed
by the factory.
Out-of-step synchronous motor protection. If the motor falls out of synchronism,
the input circuit to the motor is de-energized.
Output overvoltoge protection, with fault indicating light and manual reset,
opens the shunt trip in the output circuit breoker,
Output undervoltage protection, with foult indicating light and manual reset,
opens the shunt trip in the output circuit breaker,
Input circuit breaker,
Output magnetic contractor, with '‘On-Off' pushbuttons ond indicating lights?
Remote sensing of the output voltage, with foil-sofe protection. In the event
of an open circuit in the remote sensing leads, voltoge regulator sensing  ~ (
automatically reverts to the generator output terminals.
Phase sequence protection prevents unit starting with reversed phase sequence.
Special input ond/or output features, per user requirements.

-8-



TELEDYNE INET . Bulletin 2100-A

OPTIONAL PERFORMANCE AVAILABLE
Add applicoble code numbers os suffix to Basic Model Number

Voltage regulation better than standard, reference Para., 5.7 - To be specified by user

Voltage racovery better thon standard, reference Para, 5,10 - "

Voltage transient better thon standord, reference Para, 5.9 = "

Phase bdlance better thon stondard, reference Para. 5.11 - "

Hormonic content better than stondard, reference Para, 5.14 - "

O~ hn bW N -

Electromognetic interference suppression in accordance with required MIL specifications
or individual user requirements, reference Poragreph 5.17.

9 Other special performance requirements ~ To be specified by user.

CONSTRUCTION AND ENCLOSURE
- - List applicable code lener as prefix to Basic Mode! Number

lndoor Outdoor
e HORIZONTAL MOTOR-GENERATOR Fixed Mobile* Fixed Mobile
\( STANDARD INDCOR MODELS )
Control cabinet - 5n same bose as M-G T M .
( T~ «arate control cobmet - floor standing F
- wall mounting w
CONSGLE ENCLOSED - controls on front panel C CM co
(Availcble to 100 KW)
LOW-PROFILE SKID-MOUNTED (To 100 KW) L Lo
VERTICAL MOTOR-GENERATOR (100 KW & cbove)
Stondmd control cabinet - on some base as M-G VF VFO
) - for separate mounting VES VFSO
Console control cabinet - on saome base as M-G vC VvCO
- for seporote mounting VvCS VCSO
HORIZONTAL M-G, MOBILE WEATHER-PROOF ENCLOSURE
Mounted on 4-wheel trailer TR
Mounted on 4-wheel self-propelled truck ™
* Indoor Mobility - The motor-generator ond control cobinet are mounted
¢ “on a dolly with two fixed and two swivel casters, and tow-bar.

-
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MMG-1A MOBILE POWER PLANT

The MMG-1A is a mobile electric power plant operating fro;n 60 Hertz 3-phase input power 10 provide 60 KVA of 400 Hertz
3-phase precise power and 1000 amperes of 28 VDC precise power. It is designed and manui:fzctured by Teledyne Inet in
accordance with U.S. Navy Specification AS-1921, Rev. A, for the all-environment servicing and starting of U.S, Navy and
Marine Corps aircraft on the flight line and in the hangar, '

The MMG-1A represents the newest and highest standard of mobility, 400 Hertz and DC electrical power quality, reliability,
and service life for aircraft ground power. Optionally, the power plant is available to operate from 50 Hertz 3-phase input
power. Also up to 90 KVA of 400 Hertz power can be provided for either input frequency.

The power plant consists of an all-environment housing; mobile suspension; motor-generator; motor-generator controls and
protective devices; solid-state DC power supply; DC power supply controls and protective devices; instrument and control
panel; input and output cables.

The 60 to 400 Hertz motor-generator is synchronous, single-shaft, two-bearing; single-exciter, 1200 rpm. A solid-state package
with four plug-in PC boards contains the voltage regulator, overvoltage, undervoltage, overfrequency, underfrequency and

reverse phase sequence protection,

The M-G frame and end bells are iron castings. Bearings are oversized. Windings and lead insulations are Class H materials
with the maximum operating temperature rnse held below that of Class B materials. Dielectric strength is 5000 volts. Windings
are protected with a combination of three special coats of varnish and epoxy.

The 60 Hertz to 28 VDC regulated power supply has six phase-controlled SCR's and a colid-state regulator and overvoltage
protection. 1t is constructed on a flat panel for accessibility, and hight weight. Windings are Class H material with three

protective coatings.

The power plant housing and chassis are integral with independent articulated wheel suspension, pneumatic tires, mechanical
brakes, latching tow bar, and lifting and tie-down rings. Hinged weatherproof doors and panels provide quick access.

711 WEST KNOX STREET s GARDENA, CALIFORNIA 90248 » (213) 327-0913 TELEX 67-7228
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cable, 30' DC output cable, manuals und tools, .

The power plant meets MIL-STD-810 environmental conditions: operation from -40°C 1o +52°C, 100 percent humidity,
rain, sand, fungus. Radio Frequency Interference {RFI} is suppressed in accordance with MIL-STD-461 and 462 over the
{frequency range of 150 KC to 150 MC,

The power plant exceeds the requirements of MlL-M-OOBOQdE Type 1i Mobility. It is steerable with a 8 outsivs turning
radiv~ It can be towed up to 20 mph over all types of terrain and 30 mph on paved roads. Brakes hold on a 28-degree
slope. '

Motor-Generator Clect-ical Performance

Input Yower 220/440 volts, 60 Hz, 3-phase, 3-wire, 1.0 pf
Output Powsr 60 KVA, 400 Hz, 0.8 pf, 115/200 volts, 3-phass
Overlosd - 140% for 3 minutes; 125% for 10 minutes
Efficiency ) 2%

Voltage Regulation . 0.5%

Voltage Modulation 0.1%

Frequency Regulation 01%

Total Harmonics 1.5%

Transient Response #22% i
Transient Recovery 0.12 seconds

Phass Balance 0.5 volts

Current *85 amps starting; 85 amps running

LC Power Supply Electrical Performancy

Input Pcwer - 220/440 volts, 60 Hz, 3-phase, 3-wire, 1.0 pt

Outpy:. P ver 28 VDC, 1000 amps for 5 min.; 500 amps continuous
Efficiency 80%

Voltage Regulaticn ) 0.1 voits

Ripple 0.8 volts

Transien: Responss 221%

Transient Recovery ' 0.16 seconds
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(4) Transformers, Voltage Regulators, Line Drop Compensators

Mfr. Name

GE

Heavy-Duty (Sola)

Matra

Queensboro

Superior Electric Co.

Teiedyne Crittenden

Teledyne Inet

Response

Yes

Yes

No

Yes

No

Yes

Yes

Description

Letter dated October 5, 1976 -
Sec. (1) - Irrelevant

Letter dated August 27, 1976
Irrelevant --does not produce
this type of equipment.

Letter dated August 26, 1976
Irrelevant for this application.

Letter dated September 7, 1976
Letter dated November 16, 1976

Letter dated November 11, 1976

3
L
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. ( S B HEVI'DUTY ELECTRIC

re— OIVISION OF SOLA BASIC INDUSTAIES

P.0O. BOX 288 * GOLDSBORO, NODRTH CAROLINA 27530 + PHONE 818-734-8800

N ' R August 27, 1978

Jaros, Baum & Booles
1052 West Sixih Street
Los Angeles, Calif. 90017

Attn: Mr. Paul Katzaroff

Ref: 60/400 HZ Study
Dear Mr. Katzaroff:

. In answer to your letter of inquiry dated August 11, 1976, we find we
are not in a position to provide a positive response. We have produced
very few 400 HZ units and this area is not our major product area.

C After reviewing your requirements with our Engineering Department,
we feel that our general product knowledge does not cover what you
seek. The specs particularly on harmonic insertion and efficiency,
we feel, are generally beyond our ability at this time, For your
information, I am enclosing a bulletin describing in general our
product scope.

- Very truly yours,

HEVI-DUTY ELECTRIC DIV,
Sola Basic Industries

/mm%%i_
R. H. Hambidge

Manager -
Specialty Products

RHH/1h

Enclosure

cc: R. D. Goodwin

LA BASIC DIVISIONS ANCHOR ELECTRIC ¢ OIELECTRIC COMMUNICATIONS * HEVI-OUTY ELECTRIC ¢ LINDBERG HEVI-DUTY
NELSON ELECTRIC ¢+ SIEARA ELECTRIC * S0LA ELECTRIC * WARREN COMMUNIC TIONS




@ueensboro Transformer & Machinery Corporation
%041"’!"4 & ﬂqanu acturers o/ pawcr 5mnaﬂrm¢rd

115-25 FIFTEENTH AVENUE
TELEPHONE
(212) 461.8882 COLLEGE POINT, NEW YORK 11388

—

N -
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QEEm-&Né ﬂswvonn\

August 26, 1976 V&
Mr. Paul Katzaroff, — Y
\ Jaros, Baum & Bolles, Consulting Engineers p
1052 W 6 St

Los Angeles, CA 90017

Re- Feasibility Stage Study
Centralized 60/400 Hz Generation & distribution system

Gentliemen:

We thank you very much for your letter of Aug. 1l, and we also
refer to our telephone conversation of Aug. |6,

We start with answering your Questionnaire.

28 years in the transformer manufacture.

s

S T
L]

Cai

%
™
.

10 years in the Automatic Voltage Drop Compensator - Automatic
, Voltagz Regulator manufacture.

R

T P R B s

i y { 3. 28 employees, incl. 3 graduated electrical engineers.
4. We manufacture 400 Hz transformers.

. 5. We did not manufacture, so far, 400 Hz regulators, but we
! see no difficulty.

To the best of our belief, ours - our incessant motion type
Voltage Stabilizer is the only voltage correction apparatus on
the world market, which does preclude computer errors.

6. So far, we have built dry and oil immersed voltage regulators
up co |,700 kVA, but we have the capability of building them
up to 20 MVA. We have built regulating LTC (load tap change)
furnace transformers up to 7 MVA,

7. As far the writer knows, we have never operated under MIL -
Q - 9858 A, but we are willing to do so, even if it means an
added bureacratic burden, provided that said extra paper
work is csufficiently rewardad.

Now the budget prices, per unit, combination transformer with
voltage stabilizer-, dry type, éO°C, in @ single enclosure,
indoor, with built-on 4,16 kV oil fuse cutouts, with built

flash into one of the panels §in the way shown on the enclosed
pheto- B-525) LV molded case C/B, with emergency hand operation,
with - 2.5% & + 2,56 “push for test” - quick checking feature,
indicating and other instruments as described in the enclosed
spec, We propose to have the stabilizer 3-phase, the transformer
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in its secondary zigzag connected, which will give the same

or better effect then 3 single phase regulators connected to *

a wye connected transformer secondary. According to our spec.,

we offer an accuracy of + 0.25%, valid for the average voltage,
valid for the rms voltage, valid for the peak voltage, and THEREFORE
not inducing computer errors. A surge suppression circuit shall

be built in,

kVA budget price
30 $31,000.

60 37,000,

90 49,000,

150 62,000.

300 115,000,
400 140,000,

Once again, these are units which make error-free operation

of computers; if the requirement is lesser, or for a part of

the apparatus needed lesses, then apparatus c¢f a much lower price
can be offered.

These apparatus hereabove are of our unique ”incessant motion”
type, a new invention which works very well at the Irving Trust
Co., NYC, Before we developed this system, we applied the
"three terminal” regulation, which is a slow control, but

the wave is also strictly sinusoidal, and it has certain “dead
band” (in the incessant regulation, the width of the dead

band is zero), Nonetheless, all computer users of this system
are very happy, among them the main coniputer center of the
City of NY, and Payne Webber, Jackson & Curtis. These apparatus
with 3-point regulation cost 1/3 to 1/4 of the above prices.

As mentioned, the above prices correspond to indoor apparatus.

For outdoor, we would rather recommend oil immersed apparatus,

55°C rise, as we have e.g. built (5 transfer/regulators 300 &

500 kVA’s) for the Riker’'s Island Penitentiary, NYC.~ |f the Navy
insists in the dry type, we have also built such, e.g, for

the Police Launch Station #2, NYC; they have inside thermostatically
controlled heating, the enclosures are double. It works

allright, but oil is better. But oil or dry, please add $1,500,

(in the small sizes) to $3,000. (large sizesj for outdoor.

We assume you wish us to give our critical review to your spec.
We do it hereunder.

As we already described in conjunction with the equipment covered
by our gtotation, we would xxkehex recommend to supply the
transformer plus the regulator in a single enclosure. 0f course
there should be provision for separate removal of the transformer
and/or the regulator by means of a crane or mxgxg overhead hoist.
The HV section should be so enclosed that even after removal of
LV panels, door opening etc., no access to HV parts be possible,

Now we are coming to an analysis of the Spec. in the order it
was composed.
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TRANSFORMER

TO l-‘z.

We propose - just for Queensboro, and not for other prospective
suppliers, 201/116 V zigzag in lieu of wye connected. For a
transformer PROPERLY designed and built, the zigzag secondary sa
shall limit the difference between phase voltages at any load
unbalance to IV max. and make it unnecessary to have 3 single
phase voltage regulators.

There is much more to the art of designing and constructing

zigzag transformers than just to make them with sec’y zigzag
connections. Although everybody builds zigzag connected

grounding autotransformers, there the task is an—easy one and such

an experience qualifies nobody to build zigzag 2-winding transformers.
To the best of our knowledge, Queensboro is the only U.S. manufacturer
with 2 winding transformer zigzag know-how.

To 5.

As mentioned by phone, there occurred a small mistake in the
spec. Also some other points should possibly be considered.

To begin with we are under the impression that not just the
primary impedance could have been meant here, but the impedance.
The impedance is the voltage which is measured on the primary
(normally expressed in terms of percentage of the rated voltage)
when the secondary is short-circuited, and the rated current
flows through the primary.

The impedance is the geometric sum of the leakage reactance and
of the efective resistance corrected to its reference temperature
(in this case 100°C, not 25°C),

The leakay. reactance is the aligebraic sum of the primary
reactance and the secondary reactance corrected by the reciprocal
of the turn ratio. -~ The effective resistance is the algebrais
sum of the primary 100°C pfx effective resistance and the

110°C secondary effective resistance corrected by the reciprocal
of the turn ratio. The term effective means the sum of the ohmic
or d.c. resistance and the 400 Hz additional agc. resistance,
obtained from wattmeter reading of the totalzlil losses, and
subsequent zrmarationxkmx deduction of the | R losses.

The impedance, be it total, be it just primary, apart from the
slight temperature influence, is a constant and will not have
one value for resistive loads, another for reactive loads. Thus
we interpret the meaning of para. § of your spec., as follows:

“Transformer impedance at a test where secondary windings are
"short circuited, shall be thexswmnxnf the “effective” gohmic +
" stray & eddy a.c.) resistance mptus, not exceeding 0.6%, plus
the thereto geometrically added leakage resistance, whose

“value must not exceed 3%,

From hereon we start to discuss this point.



-4 -

As shown hereabove, we were able to interpret what para. 5
intends to express, This does not mean however that we are
in agreement with these conditions; they are unnecessarily
stringent - and possibly their compliance is not feasible

at all, horeover, the entire para. 5 with its whatever
requirement it be, is, as we shall show fuxftex further down,
not necessary at all,

Let us start with the resistance, which is the sum of the

resistances of the primary pxuxxihexx and the adjusted secondary
windings, and can be expressed in ohms, or in volts (as voltage
drop), or per unit, or, as in most cases, as a percentage. As

long as we speak about the ohmic resistance - the d.c. measured
resistance, 0.6% is a moderate value, and no particular art

is needed to achieve i%t, But for the entire effective resistance,
0.6% would be very difficult at 60 Kz, and is almost impossible

to obtain at 400 Hz, as the eddy losses in Cu increase proportionally

to t ; f the £ .
o the fﬁiﬁ"" power of the frequency
We would rather count with 1%,

Now the leakage xmak reactance for a 60 Hz transformer with no
primary-to-secondary shielding - of 3% would be the "natural®
value of a sound design.

The primary~to-secondary shielding plus its insulation increases
the primary-to~seondary winding distance, which directly increases
to leakage reactance.

Furthermore, for the same geometrical constellation, the higher
the frequency, the greater is the magnitude of the leakage
reactance,

We did not spent time, so far, in preparing of some trial designs
of your particular transformers., It is possible that a 3% leakage
reactance is achievable, if the design embodies very tall and
very necrow core windows., Such a design would be not a "natural®,
its cost would be relatively very high., And because of the
unnatural height of the core, the design would be connected

with relatively very high iron losses, i.e. no-load losses,

high magnetizing current, high inrush current.

Thus these conditions, if they can be met at all, can be met
only by an uneconomical design, with high no-load loss, high
exciting current, high inrush current. aAnd what are the
advantages, if these sacrifices are made? Only one: a relatively
low transformer's own regulation, i.e. a relatively great
stiffness in maintaining of an output voltage very close to

the emf value,

This would have really been an advantage, if no regulator were
added to the transformer. Wwith the regulator added, it is of
no importance at all, provided the apparatus own regulation

is not completely "out of whack".

by advise is to omit para. 5 alltogeteher., Rather specify in

the regulator section a required NET voltage correction

capacity for the total complex transformer incl, regulator.



. T

;1 Net voltage correction capacity means a correction capacity

5, at ANY power factor and full load, in which the own voltage

oy drop (regulation) in both the regulator as well as in the

% ) transformer has already been subtracted,

gf Our company is guarak specifying}xnf guaranteeing the net

Qv voltage correction capacity for every order, every job, at

% \ all the times.- But to the best of our knowledge we are the

i v only company in the market ever to do so.

T& To 4.

9 -

g§~ The primary-to-secondary shield per se is an inexpensive item,
5 yet due to the necessary added radial insulation, it causes
?f' some increase of transformer's general dimensions. Consequently,
§f while it is to be inserted in applications where it s needed,
% it should be omitted where it is unnecessary.

. In this particular project , it is necessary in those particular
@‘ cases where one 400 Hz otherwise fully isolated generator

By supplies power to more than one iransformer-regulator assembly.
g' In our opinion, it should be preferable tc omit it, where

3 one isolated 400 Hz generator feeds a single transformer-

2 regulator assembly and absolutely no other load beyond that,
-

v;%' ' M , To 8, & 11.

Sugpest to omit any impulse test., The operating voltege is
here only 4160 V,

A prototype bolted short-circuit test of the transformer-regulator
assembly may be of some value, The limits and the test spec,
would have to be in such a case very carefully studied,

To 13, & 16.

For outdoor oil should be preferable to the dry type, for the
transformer incl., the regulator. The life expectancy is higher,
the cost of the periodic preventive maintenance lower, reliability
higher,

v gy P e SRR VIR b AL

o B A A M G 45! RO VS Vb i 15

By the way, we attach absolutely no value to the military

way of calculation of the MIBF (mean time between failures)
and MTTR (mean time to repair), based on the failure ratio

of the little electronic components, when they have to work

in conjunction with power apparatus.Time and again we saw that
sound engineering criteria gave a safer guidance,

3

To 14.

he suggest rather than having the oil fuse cutouts inside

the apparatus enclosure, to have them mounted on the apparatus
roof, witam with the fuses being acctssible from the outside;
we have made it gs even for the military (3ermuda) with very

good result. Upon request we shall send you drawings etc.

SRR

prorsad:

; ;‘;;«?Q;e-/v[y BRI
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t 0il fuse location is good for indoor and outdogr
gggarggus, for dry and oil-immersed apparatus. The cabiing is
ingide of the apparatus, Ve would use G & W 5 kV, 3-pole
ganged, 200 amp oil-fuse mutamm cutouts with a combination
key interlock,

To 15

tor
estion of combining the transfogmer and the regula

ii gugoiﬁgg enclosure is accepted, the prererable location

of the C/3 would be electrically at the regulator output

(not the input).

The LV molded case C/3 does not need a separate steel enclosure;
we propose fush mounting on one of the regulator panels (see
enclosed photos B-525)

VOLTAGE REGULATOR

T 1 to 5

We Jjust wish to repeat what we proposed in our Remark to §,
for the Transformer,

We propose to combine the Transformer and the Voltage Regulator
to a single apparatus, and to specify a minimum net

correction capacity of 5% for the total assembly, at ANY

load, ANY power factor, ANY load unbglance, for an ambient

temperatgre, say, grom +12°C to + 40°C for the indoor apparatus,
and - 20°C to + 40°C for the outdoor apparatus,

This would combine EVERYPHING said in paragraphs 1-2-3-5 and
provide you with more safety,

To 7.

Specifically, for Queensboro only, we propose to furnish a
transformer zigzag connected in the LV, we propose to sense
each individual load phase voltage, but to furnish a 3-phase
regulator which will perform its regulation process according
to the instantaneous AVERAGE ERROR of the 3 individual phase
voltages. lie can demonstrate this method and its great
success in various places,

- 0 0 -

These are only critical remarks to the points contained in

the Spec. We are to your disposal 1or a very detailed
discussion of such points, like Qu for windings and leads

for the transformer and the regulator; support of windings and
leads; regulation accuracy; harmonics; accuracy of correction
of the average, of the rms, of the peak voltage -~ why is it
needed; phase shift made by the apparatus itself; allover
efficiency - transformer incl. regulator,

[P R R P P DR MUy ey

RPN

s e
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As mentioned over the phone, a lecture of mine, sponsored by the
|EEE, arranged by your Mr. A, Dutko, will take place on Oct. 7,
76, at Stone & Webster’s auditorium, | Penn Plaza, NYC. The
lecture shall be on this subject, you are-of course, cordially
invited. It would be of very great value - certainly of value

for this project, if you kindly could attend. We could then spend,
say, a full day together, and go over detail by detail.

Cordially,

= ) lt

Frederick S. Rohatyn, MSEE, P.E,
President

FSR:rz

So. Calif. Rep.; Marrs & Assocs, POB 698, La Mirada, CA 90637
(213) 947-2095

Encls.: List of Clientele, Transformers & Reactors
93 pages, not fully up to date)

List of Clientele, Voltage Regulators

Circular, program of manuf,

Bul, 1000.1 (the picture does not conform to our today’s

apparatus, but the text is still valid,~
~for buildings)
Bul. 2000.! - it might be of academic interest
Reprint from March/Apr.72 ELECTRICAL CONSTRUCTION & MAINTEN,
~ Automatic Voltage Drop Compensation (for bldgs.)
Photo B-531 = 225 kVA Computer Voltage Stabilizer
installed at Irving Trust Co., NYC
(2) Photos B~532 ~ to show our voltage regulator with
built-in C/B

Spec. Computer Voltage Stabilizer

Automatic Voltage Drop Compensation for Computers - this
was the intended start of an article on this
subject, which is in preparation; it is only
scribled, not well legible, incomplete, and not
really good, but it is the only thing we can
send in the meantime.~ Please forgive. Something
much better shall be available in the not too
distant future.



“#> TELEDYNE
CRITTEMDEN

13011 8. SPRING STREET . “‘.’
LOS ANGELES, CALIFORNIA 90081

(219) 3214385

= & September 7, 1976
. JARCS, BAUM & boygs
: RECEIVED :

3

Jaros, Baum & Bolle \
1052 West Sixth Street
Los Angeles, California 90017

Attention: Mr. Paul Katzaroff
RE: Your letter of 8-11-76, re: Feasibility Study
Centralized 400hz Distribution System

Gentlonens

Attached are three brochures {llustrating some of the products
we design and manufacture at Teledyne Crittenden,

Also attached are three drawings of 400 hertz transformers vith
pritrary O,F.C.'s and secondary breakers 60, 75 and 150 KVA for
your information.

Following are budgetary prices on 400 hertz transformers with
primary 0,F.C,'s, secondary breakers and line drop compensators:

30 KVA = § 4,947.00 150 KVA = § 7,265.00
60 XVA 5  5,410.00 300 KVA = 10,650,00
90 KVA =  6,415.00 400 KVA =  13,445,00

In regards to your specification outline for transformers:

Paragraph 5 ~- we feel the <econd word should be
regulation,

Paragraph 8 -- our dry type transformers are designed to
NEMA and ANSI standards. The primary insula-
tion between windings and winding to ground
for 4160V units is 12000V, The impulse ¢
test is 25,000 Volts.

We are returning your questionnaire and I hope we have satis-
factorily answered your questions and supplied you with useful
data.

Sincerely,

TELEDYNE CRITTENDEN

o
—Chuck Kinzyg/Sal nager

CK/mlp



NN
R

S eNTAN
e LT

‘\?!L:{»;‘.; At
A N L

S
=

Py

B O A i SNSRI
g‘t, !",’ J':; ‘d(i,a 2%

T e e L I
& "*ﬂ'y» Y

U5

2R

3

et

v

o
X

CEE

R

P B

A,
i ol

5
"

e !

v
_
ﬁ’.‘

R RS e mee e e Lk

RN EE st et pa

7.

QUESTIONNATRE TRANSFORMER/REGULATORS

How many years in transformer business? 53
see

How many years in AC regulator business? below

How many employees? 45

Do you manufacture 400 Hz transformers? Yes
see

Do you manufacture 400 Hz AC regulators? below

. see

In what power capacities? below
Not —
anymore

Do you operate under MIL-Q-9858A?

We will appreciate a customer list illustrating transformers or voltage
regulators you have manufactured which are similar to those required in
power rating, frequency of output, voltage of input or output,

10

When we need a iine drop compensator, it is purchased from our sister
company, Teledyne Inet, and installed in conjunction with our transformer.

They have many years of experience in this field,

At one time Teledyne Crittend- operated their Q.C. system in strict com-
pliance with MIL-Q-9858A. We were also listed and approved by the Armed
Services Electro Standards Agency to maaufacture transformers to MIL-T-
27A & B, However, as the demand dropped for this type of large transformer,
we had to reduce the Q.C. system to be more compatable with the more

competative commercial transformers.

3., TFollowing are a few facilities we have supplied with 400 hz transformers:

Hughes Aircraft Company

Douglas Aircraft Company

North American Rockwell

Leach Corporation

Teledyne Inet

Yuma Marine Corp Air Station

Naval Undersea Center, San Diego

Northrop Corporation

Naval Regional Procurement Office, Washington, D.C.
Litton Industries

Robin's A,F.B, Georgia

Defense Electronic Supply Center, Dayton, Ohio

L 2 A
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“¢> TELEDYNE
CRITTENDEN

) )

13011 5. SPRING STREET

LOS ANGELES, CALIFORNIA 30081

(213) 321-4358

Jaros, Baum
1052 W, 6th
Los Angeles
Attention:

Reference:

Enclosure:

Gentlemen:

We are rleased to re-quote the following budgetary prices

November 16, 1976

& Bolles

Street ‘- N, . Sn.zEl
, CA 90017

Mr. Donald Salyers (482~7676)

Your letter of 8-11-76 and phone conversation
of this date. -

5 copies of our Brochure # 7-68.

on three phase 400 hertz dry type transformers only, for
outdoor installation, 4160V input to 200Y¥/115V output,
with electro-static shields.

30 XKVA = $1031,00
60 KVA = $1568.00
90 KVA = $1965.00

Sincerely,

huck Ki

150 XVA = $2862.00
300 KVA = $4695.00
400 KvA = $6228.00

YNE‘S/ Tfﬁ?DBN
ity

Sales Manager

-

CC: Jim Vallily
Teledyne Inet

WY v

e 2 K N A PP
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CLASS ‘'H’"’

! +  Smaller Size ® Lower Sound ® Lighter Weight

, DRY TYPE TRANSFORMERS

Lighting ® Power ® Distribution

: #7.68 '

‘ for ‘
'l ’ ® MILITARY i
! ® INDUSTRIAL ;
: ® COMMERCIAL £r;
application ]
f '

1
!
| ;

Cay " + o (. aas g -~ X

; 13011 SO. SPRING ST. o LOS ANGELES, CALIFORNIA 90061 o 213-321-4355
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DRY TYPE TRANSFORMERS

For Lighting & Power Service

PREFACE

Since its establishment in 1923, Crittenden Transformers has provided the electrical
and electronic industries wih prompt and efficient attention to their transformer
requirements, .

Crittenden Transformers has an integrated quality control system to insure uni-
formity and dependability.

This quality control system meets MIL-Q-9858,

Crittenden transformers are of the highest quality, shipments are prompt, prices are
tecsonable, this means dependability and low cost operation to the user, Compare
ond judge for yourself,

We maintain g lorge stock of dry type transformers from 15KVA and upward, single
and three phase, in the 480 volt class, for power and lighting.

The list prices in this catclog are for transformers enclosed in sheet metal cases,
core and coil assemblies only, are available ot a reduction in price.

For transformer applications other than illustrated in this cotalog, see catalogs for
“Power Saturable Reactors'’ and *Special Purpose Transformers.’’ Our engineering
department is ideally qualified to design all types of transformers for special pur-
poses to customers specifications.

Write or phone your inquiries to the factory, Sales or Engineering departments,
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DRY TYPE TRANSFORMERS

For Lighting & Power Service

DESIGN AND TEST SPECIFICATIONS

Design ond test specifications for dry type transformers are in accord-
ance with the following standards:

ASA C57.12-90 and ASA C57.12-00
NEMA TR1-0.01 thry TR1-0.47

Dry type transformer rated loads are in accordonce with the nameplate
ratings. For loods in excess of the nameplate ratings the following
table shall apply. These values cre conservative, and will give
appraximately the same life expectancy as h sugh the transformer had
been operoted ot rated load for the 24 hour pe.jod. If additional data
is required, refer to ASA C57.96-01.2%0.

Doily Loads Above Rating to Give Normal Life Expectancy
in 30°C Average Ambient

TIMES RATED KILOVOL T.AMPERES
Ventilated Seli-Cooled
Following anu Followed By e
Peak Load Time in Hours Constont Load Of
90 Percent 70 Percent 50 Percont
® 1,64 1,85 2.00
1 1,38 1.48 1. 52
2 .23 1,28 33
4 .13 11§ .18
$ .06 1.07 1.08

This monufacturer contends if & 10% continuous overload is to be
specified, without reduction of life expectoncy, this should be the
rating stamped on the nameplate, not some lesser rating. Otherwise,
if tests were to be performed, in accordance with NEMA and ASA stane
dards, the nameplate rating will apply, not some greater value.

Certitied test reports of basic transformer designs con be supplied
upon request, ot no charge. Test reports other than basic transformer
designs con be supplied at an additional cost, this cost to be negoti-
ated with the factory.

Basic impulse level. All Crittenden basic transformer designs are
testzd ‘i!n our plont, with our impulse generator tc ASA and NEMA
standards.

Each unit is individuclly tested for voltage ratio - polarity - sound

level - insulation breokdown between windings, and to core. Induced

voltage test at 2 times normal voltage and 2 times the frequency for
0 cycles.

)
o

¥
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LT\ CRITTENDEN TRANSFORMER

V ATELEDYNE COMPANY

TRANSFORMER CONSTRUCTION FEATURES

Cores are laminated from oriented non-ageing Electrical steel.

fﬁﬁ:.,v‘_“ ".

Coils are wound with high temperature film coated oxygen free copper
conductors. Layer insulations are composed of fiber glass cloth,
% ) mica and asbestos.
};’: . Low sound levels are obtcined by efficient core designs, plus ine
:' ternal vibration mounting, which isolates the core and coil assembly
3 from the case. This also reduces transmission of vibration of build-

G A

ing structures. Additional external vibration mounts aore available
upon request. Consult factory for prices.

v

Soiderless compression lugs are supplied for ease of connection, and
they ore easily removable if larger sizes ore required. These lugs ore
sized for the full load ampere rating of each unit. If oversized or
special lugs are required, please consult factory,

et

S
AR

Spacious wiring compartments are located ut bottom of cases. Com-
‘ partment temperatures will not exceed 30° C rise above ambient,
‘ l allowing connection with TW cable.

All units are guaranteed ogainst defective material or workmanship
for one (1) year "from date of shipment.'’ Defective units are to be
. returned prepaid to the factory. If factory inspection ond tests confirm
C r the unit defective, Crittenden will repair or replace the defective unit,
- Credit will then be issued to compensate for freight charges incurred
' becouse tha unit was defective, and tne repaired or replacement unit

witl be returned prepaid.

COIL CONSTRUCTION R l%‘é}« SN it

as designated by . _— };v RV o \ :
ASA and NEMA STANDARDS e T S ,
; ! \‘F“’P: Ty \ :.» - A Jt el 5’!4
- Class *‘B" « Insulated for 80° C. rise above 3 VI S L, ik
; 30° C. ambient, . The materials used in this T el _= men ';""‘"_M;_’_ﬁ"-i ;,_._.w, ‘Ef‘ AE
/ ' class ore inorganic, such as fiber glass cloth, = e Hh -=:-.;z:-"-=-—-;.“‘ , b
asbestos, mica ond glass fiber insulated con- ! K 3 A - *‘ J e am—ry e
v 1.5 Vo . 1 1
ductors, all bonded together with high tempera. Hai };? "~')‘ I‘“vﬁ ,n,. U Y e I
ture insulating varnishes. (i ateaetb i A Y R ol 70 R I
T s 3 . e ! ﬂ'v;’ -v' - h%l ‘- 5“*) : .-"“:’
Class “'F" — Insulated for 115° C. rise above Ber I8 1T Al T IR 5.
3 30° C. ambient. This class requires materials * ¥ "-‘i —— '“-”f‘ug
| similor to the class ''B'’ type, except bondin ~ T TR . {
9 j{"
g H H (1} " k 3 . -,’ [
] vornish is class “F. ] - gt " oy /
. St e—— o .
' Closs “H'' - Insulated for 150° C, rise above i <
b | . 30° C. ambient. This class requires materials | ., -
| similar to the class "'B' type, except the e et v/,//
i bondinj substances are to be composed of sili-
= i O .o cone compounds, Rubbery or resinous forms of i oo
b l silicone compounds are also acceptable. NSO UFOPIINEHPUSIIE - R SO P
Vacuum impregnating — At Crittenden this process is standard
3 ‘ procedure for impregnating all types of coils with the proper
3: i insulating vornish.

.3.

2
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DRY TYPE TRANSFORMERS

LT
For Lighting & Power Service V\‘

NEMA & ASA audible sound levels for self cooled, dry type transformers.

600 Volts or Less 15000 Volts to 600 Volts
ASA C89.1 - 1961 NEMA TRI-1962
KYA AYERAGE db Kva AVERAGE db

1 Foot From Case 1 Foot from Case
0-9 40 0-300 58
10-50 45 301.500 60
51-15%0 50 501-700 62
151.-300 55 701-1000 64
301-500 &0 1001-1500 65
1501.2000 66
2001-3000 48

CRITTENDEN Class ""H" insuvloted, Quiet Type Transformers have sound levels of
4 db, 15 through 50 KVA, 45 db, 75 KVA through 150 KVA and 50 db through 500 KVA,

PV 2 MRl NS

USEFUL. ELECTRICAL FORMULAS

ALTERNATING CURRENT
DESIRED DATA ———— 5
TWO.
SINGLE PHASE FOUR.WIRE THREE.-PHASE
IxExP.F. IxEx2xP.F, IxEx1.73xP.F.
Kilowatts — —_—
1000 1000 1000
IxE IxEx2 IxEx1.73
Kva. — —_—
1000 1000 1000
IxEx%Ef.xP.F. | IxEx2x%Eff.xP.F. IxEx).73%E¢f.xP.F.
Horsepower Output 746 746 746
Amperes When H.P.x746 H.P.x746 H.P.x746
Horsepower is Known | & efiaP.F. | 2xEx%EHAP.F. |  1LIMEx%Ef.xP.F.
Amperes When K.W.x1000 K.W.x1000 X.W.x1000
Kilowatts is Known | ¢ pp. 2t xP.F. 1.73ExP.F.
Amperes When K.y A.x1000 KVA.x1000 KVA.x1000
Kva. is Known - £ 0E - 1.73:E

T =Volts. 1 = Amperes.

% Eff. = Pe: Cant Eificliency.

Y

Sln thres~wire, ‘wo-phase clrcults the curent in the comnon conductor {8 i.41 tires thet in sither other conducter.

P.F. = Yoner Facter,

k/)
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DRY TYPE TRANSFORMERS

For Lighting & Power Service

4
i
j FULL LOAD AMPERES FOR SINGLE PHASE TRANSFORMERS
| A7 THE FOLLOWING SPECIFIED YOLTAGES
! KVA 120V 20V v a3V 400V 4160 VY 4800 V
3 25 12,5 10.8 6.25 1.25 J2 625
5 41.6 208 18.1 10.4 2.08 1.2 1.04
] 62,5 31.25 27.1 15.63 3.125 1.8 1.563
' 10 83.3 41.65 36.1 20.83 4.165 2.4 2.083
15 125 62.5 54.1 3125 6.25 3.6 3.125
2 166.5 83.25 72.1 41.6 3.325 4.82 4.16
C : O z 208 104 9.2 L] 10.4 6 5.2
k7 2 ] V] 156 135 78 15.6 9 7.8
50 416 208 181 104 20.8 12 10.4
75 625 312.5 n 156.3 31.25 18 15.63
100 833 416.5 361 208.3 41.65 rZN| 20.83
125 1040 520 451 260 52 30 26
150 1250 625 4) 3125 62.5 36.1 31.25
167% | 1395 697.5 605 48.75 69.75 40.3 34.875
200 1866 833.5 3 416.5 83.2 48.2 41.65
250 2082 1041 903 520.5 104.11 60 52.05
KX 2775 1387.5 1201 693.75 | 138.75 80 69.375
500 4160 2082 1805 1041 208.2 120.4 104.1
.
C 7
:4?'3 CRITTENDEN TRANSFORMER
PQ ATELEDYNE COMPANY
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DRY TYPE TRANSFORMERS

For Lighting & Power Service

FULL LOAD AMPERES FOR THREE PHASE TRANSFORMERS

AT THE FOLLOWING SPECIFIED YOLTAGES

KVA ]208Y | 240V | 480V | 2400V | 4160V | 4800V | 7200V [ 12000 V
5 13.9 12 é 1.2 J7 6 24
Tl 208 18.1 9.1 1.81 1.04 9 . 361
9 25 217 10.8 2.17 1.25 1.08 J2 AU

15 41.6 36.1 18 3.61 2.08 1.8 1.2 J3
20 55.5 482 4. 4.82 2.78 2.4) 1.6 965
25 69.4 60.2} 30.1 6.02 Ky 3.01 2.01 1.2
30 83.3 2.2 3.4 .2 4.16 3.61 24 1.45
37.5| 104.2 90.2] 45.2 9.02 5.2 4.52 3.0 18
45 125 108.1 541 10.81 6.25 5.41 3.61 YAY
50 139 12021 60.1 12.02 6.95 6.01 4.02 2.42
75 | 208 180 9C.1 18.1 10.4 9.01 6.02 3.6
100 | 278 240 120 U 13.9 12 8.02 482
12.5] 312 n 135,51 27.1 15.6 13.55 9.03 5.42
150 | 416 361 180.5 | 36.1 20.8 18.05 12 .2
200 | 555 482 241 48.2 27.8 .1 16 9.63
225 | 625 541 N 54.1 31.2 27.1 18 10.8
250 | 695 602 | 301 60.2 4.7 30.1 20 12
300 | 833 722 | 361 72.2 4.6 36.1 4.1 14.5
500 |1390 | 1202 | &M 120 69.5 60.1 40.2 4.2
750 2082 | 1804 902 181 104 90.2 60.2 361
1000 | 2780 | 2400 1200 240 139 120 80.2 48.2
1500 | 2160 | 3410 | 1805 361 208 180 120 72.2
2000 |[5550 | 4810 |2410 48] 278 rL] 160 96.3

9

CRITTENDEN TRANSFORMER

ATELEDYNE COMPANY

.6.
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DRY TYPE TRANSFORMERS

For Lighting & Power Service

+
STANDARD LUGS AND WIRE SIZES
MAX. MIN. MAX. MIN.
COPPER | COPPER | ALUM. |ALUM.
AMPS, | AMPS. AMPS. | AMPS. WIRE SIZES
. SAU-70 70 15 60 M w4
SLU-70 80 o0 70 30 2 W
C C SLU-125 125 90 100 80 N0 #
SLU.225 200 90 150 80 20
$LU-300 275 125 225 100 #350 MCM  #1/0
SLU-400 325 125 275 100 #500 MCM  #1/0
LU-2 400 250 0 200 2.#4/0  2-#1/0
LU.4 550 250 450 200 2-#350 MCM  2-#1/0
%
LU-6 650 250 550 200 2.#500 MCM  2-#1/0
2 Pecs.
‘ 2Pes 1800 1300 1400 1100 4-#1000 MCM  4— 5500 MCM
C o —
“

P ol CRITTENDEN TRANSFORMER

P\‘ ATELEDYNE COMPANY
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ATELEDYNE COMPANY

ALLOWABLE CONTINUOUS CURRENT.CARRYING CAPACITIES *
OF COPPER CONDUCTORS IN AMPERES
Not More Than Three Conductors in Raceway or Cable :
(Based on Room Temsuratures of 30°C, 86°F.)
CALIF. NATIONAL COCE
Paper
Rubber Thermo-
Type RV plastic Impee
Cait Type RU Asbestos Asbestos aate
M (14-6) Type TA Var-Cam Asbestos Asbestos
Cize State = Rubber Type Type Type A
AYG Thermo~ Type Var-Cam AVA Al {14-8)
NC?: Code plastic RH Type V Type (14-8) | Type AA
1962 Type T AVL Type
(14-4/0) Asbestos AlA
ype TW Var-Cam
(144/0) Type AVB
14 15 15 15 25 30 30 30
12 20 20 20 30 35 40 40 \
10 K'Y 30 30 40 45 50 55 C/ O
8 40 40 45 50 60 65 0
6 50 55 65 70 80 85 5
4 70 70 85 90 105 115 12)
3 80 80 100 105 120 130 145
2 %0 95 ns 120 135 145 | 165
1 100 110 130 140 160 170 | 390
¢ 125 125 150 155 190 200 25
00 150 145 175 185 215 230 230
000 175 165 200 21¢ 245 265 285
0000 200 195 230 235 275 31c 340
250 225 215 255 270 35 335 ores
300 25¢ 240 285 300 345 380 e
350 275 260 310 325 390 420 .
400 20 280 335 360 420 450 eore
500 325 320 380 405 470 500 vave
600 1 e 355 420 455 525 545 | e
700 | e 385 460 490 560 600 .
750 400 400 475 500 580 620 | ...
800 | 410 490 515 600 640 ene
900 435 520 555 S [ TN
1,000 450 455 545 585 680 730 | e .
1,250 | e 495 590 645 1 ... veosr ] eeees
1,500 520 625 700 785 | e b e
1750 | .. 545 650 T A IR I ~ .
2,000 560 s | 75 B0 | e | e oD
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0 C
TEMPERATURE CONVERSION TABLE
To use the table, lock for the temperature reading we have in the middle column.
If the reading you have is in degrees Centigrade, read the Fahrenheit equivalent in the
right hand column, [f the reading you have is in degrees Fahrenheit, read the Centigrade
equivalent in the left hand column.
. | -80 10 34 3510 77 78 10 290
. F o F c F
¢ -62 -80 112 17 35 95.0 25.6 78 172.4
-57 ~70 -9 2.2 36 96.3 26.1 79 174.2
~51 -0 =76 2.8 7 98.6 26.7 80 176.0
-46 ~50 - 58 3.3 k}:] 100.4 27.2 81 177.8
-40 -40 - 40 3.9 39 102.2 7.8 82 179.6
<34 -3 -2 4.4 40 104.0 28.3 83 181.4
=29 -0 - 4 5.0 4 105.8 28.9 84 183.2
=23 ~-10 4 5.6 42 107.6 294 85 185.0
-17.8 0 32 6.1 43 109.4 30.0 86 186.8
-17.2 1 3.8 6.7 44 m.2 30.6 87 188.6
-16.7 2 35.6 7.2 45 13.0 KN 88 190.4
~16.1 3 37.4 7.8 46 114.8 37 89 192.2
~15.6 4 39.2 8.3 4 116.6 32.2 90 194.0
-15.0 5 41.0 8.9 48 118.4 32.8 9 195.8
C O 144 6 42.8 9.4 49 120.2 3.3 92 197.6
~13.9 7 44.6 10.0 50 122.0 3.9 93 199.4
-13.3 8 46.4 10.6 51 123.8 3.4 94 201.2
-12.8 9 48.2 na 52 125.6 35.0 9s 203.0

-12.2 10 50.0 n.7 5 127.4 35.6 96 204.8
-11.7 n 51.8 12.2 54 129.2 36.1 97 206.6
<1 12 53.6 12.8 55 1310 3.7 98 208.4
-10.6 13 55.4 13.3 56 132.8 37.2 99 210.2
~10.0 7] 51.2 13.9 57 134.6 7.8 100 2120

- 94 15 59.0 14.4 58 136.4 43 1o 20
- 8.9 16 60.8 15.0 59 138.2 49 120 248
- 83 17 62.6 15.6 60 140.0 54 130 266
- 78 18 64.4 16.1 61 141.8 60 140 284
- 72 19 66.2 16.7 62 143.6 66 150 302
- 6.7 20 68.0 17.2 63 145.4 7. 160 320
- 6.1 21 69.8 17.8 64 147.2 I 170 338
- 56 22 n.e 18.3 65 149.0 82 180 356
- 5.0 px] 73.4 18.9 66 150.8 88 190 374
- 4.4 u 75.2 19.4 67 152.6 93 200 392
-39 25 77.0 20.0 68 154.4 99 210 410
- 33 26 78.8 20.6 69 15¢.2 || 100 212 413.6
- 2.8 7 80.6 2.1 70 158.9 || 104 220 428
. - 22 28 82.4 2.7 " 159.8 | 110 230 446
- 17 29 84.2 2.2 n 1616 || 116 240 464
- 11 30 86.0 2.8 73 163.4 || 121 250 482
C « M - 0.6 K} 87.8 2.3 74 165.2 1| 127 260 500
W~ - 0.0 32 89.6 23.9 75 167.0 | 132 270 518
0.6 kK] 91.4 4.4 76 168.8 1 138 280 536
1.1 k7] 93.2 25.0 77 170.6 || 143 290 554

Formulas = C =5/9 (F=32) or F 29/5C + 32
.9
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DRY TYPE TRANSFGRMERS 5":’;‘“

Class B Insulated 80°C Rise

|
AUTO STARTER TRANSFORMERS Q 'D
NEMA MEDIUM DUTY
2 COIL OPEN DELTA TYPE

.\ 50/67/84/ 100% TAPS
208 or 240 or 480 YOLTS-3 PHASE-60 CYCLES
HORSE LIsT DIMENSIONS *
POWER| PRICE A B c D E F G wT,
10 | 148.00 | 6% 0% | 6% 9% | 41/419/32 x 9/16| 0 ‘
15 v | 6% |k | 7% | 9% | 4.5/89/32 x 9/16 | 54
’ 20 | 16,00] 6% | w% | 7s | 9% | 47/8/9/32 x 9716 58
25 | 207.00] 6% | wx | 8 9% | 5.3/8/9/32 x 9/16| é2
30 | 22900 8% | 1% | 83| w0k |5 [rwaxne| 75
. 40 | 272,00 | 8% | 1% | 8% | 1wk | 5.2 =l11/32x11/16] 98
50 | 320.00] 9% | 1| 9 0% | 6 [i1/320. 120 z
60 | 3¢8.00 | 12 14 9 2 |6 1320, 10
75 | 408.00] 13% | 15 % | 13 |6 |wsr320. z 160
. . 100 | 457.00{ 13% | 16 9% | 14| 6% [13/32D) 2 | 238 ‘
1@ 00
125 | 492.00| 14 16 |10 1 | e |13zazp! 2| s
P 150 | 518.00 | 14% | ek | 0% | 14 | 7 azszon 2 260
200 | 550.000 15% | 16% | ww | wn | 7 /320 g 279
250 | 622,00| 17 7% | N 15% | 7% |13/320f Q| 298
j 300 | 718.00 | 17% | 20% | 12% | 18% | 8% |13/32D) J [ 365
| 350 | 761.00( 19% | 20% [ 13, | 18 |10y [15/32D, g 420
. 400 | 833,00 20 22 | 4% | 20 [10% [15/320) T | 490
‘ 450 | 936.00] 23 22 {su | 20 [rwk [15/32D. 545
500 {1076.00] 25% | 24 | 17w | 22 |1y [s/320. 600
Prices and dimensions subject to change withaut notice.
' = 10
100% 100% 1
84% 113 A ]
Qx Qs )
50% 0% . .
0 3 — i
= = | T
‘ ’ D
e —€ —f .
= B 1 VI od < —
_FxG IN ANGLE MOUNT AS SHOWN
F DIA. IN CHANNEL MOUNT

-19.
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DRY TYPE TRANSFORMERS

For Lighting & Powe: Service

Class H Insulated 150°¢ Rise

fos ladoor Installation

Feor Outdoor Instailation specify w/P Shields
For Wall Meunting Brackets see Page 24

"

SINGLE PHASE - NO T4PS - 60 CYCLE

KVA P RIMARY SECONDARY LIST CASF WIRIKG APPROX,
VOL TAGE VOL TAGE PRICE NO. DIAGRAM WEIGHT
15 240/480 120,/242 $388 60.4 AA 160
20 240/480 120/240 447 60.4 AA 172
25 240/480 120/240 536 60.4 AA 230
X 240/480 120/240 583 60.4 AA 2%
KV} ) 240/480 120/240 £35 60.§ AA 320
50 240/480 240/120 825 63. AB 430
75 240/480 240/120 1030 61 AB 600
100 240/480 240/°20 1260 61 AB 732
150 240/ 480 240/120 1740 64 AB 1087
167% 240/480 240/120 2037 64 AB 1132
See Pages 22 and 23
SINGLE PHASE - TAPFED 2-2%% FCAN & 4-24% FCBN
480 - OR ~ 240 TO 120/240 or 2227120 ~ 60 Cycle
SECONDARY VOL TAGE | CASE WIRING | APPROX,
XVA LIST PRICE 3 WIRE 4 WIRE NO. DIAGRSM | WEIGHT
15 $412 120/240 60.4 CA 160
20 477 120/240 60.4 CA 172
25 559 120/240 60.4 CA 210
ki 617 120/ 240 60.4 CA 30
Ky}, 7i8 120/240 60.5 CA 320
50 863 240/120 63 DB 430
75 1105 240120 61 DB 600
100 1281 240/120 61 D8 732
150 1850 240/120 64 DB 1087
167h 2139 2407120 64 DB 1132

Prices subject to change without notice.

-1,

See Pages 22 and 23
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DRY TYPE TRANSFORMERS LT
For Lighting & Power Service . "“
Class H Insulaited 150°¢ Rise

For Indoor Installation

For Outdoov Installation Specify W/P Shislds
For Wall Mounting Brackets see Pgge 24

" SINGL.E PHASE ~ NO TAPS
2400/4160 to 120/240 or 240/480 Volts ~ 60 Cycle

LisT SECONDARY VOL TAGE CASE WIRING | APPROX,
KVA | PRICE | 3 JRE 4 WIRE NO. DIAGRAM |  WEIGHT
15 $412 120/240 240/480 60.4 A 170
20 477 120/240 240/480 60.4 A 190
25 559 120/240 240/480 60.4 A 218
0 617 120/240 240/480 60.5 A 288
kYA 718 120/240 240/480 60.5 A 355
50 863 | 240/120 240/480 61 B orA 534
75 1105 | 240/120 240/480 61 BorA 644
HY 1381 | 240/120 240/480 54 BorA 802
150 1850 12407120 240/480 64 BorA| 1095
16712 | 2139 {240/1%0; i 240/480 64 BorA| 1140
See Pages 22 and 23
SINGLE PHASE - TAPPED 2-2)2% FCAN & 4.2%:% FCBN
2400/4160 to 120/240 or 240/120 or 240/480 Yolts - 60 Cycle
LIST SECONDARY VOL TAGE CASE WIRING APPROX.
KVA | pRICE 3 WIRE 4 WIRE NO. | DIAGRAM | WEIGHT
15 $432 120/240 240/480 60.4 CA 170
2 495 120/240 240/480 60.4 CA 190
25 585 120/240 240/480 60.4 CA 215
30 647 120/240 240/ 480 60.5 CA 285
37% 748 120/240 240/480 60.5 CA 355
50 903 | 240/120 240/480 61 DBorDA| 534
75 1175 | 240/120 240/480 61 DBorDA| 644
100 1425 | 240/120 240/480 54 DBorDA| 802
150 1950 | 240/120 240/480 64 DBorDA] 1095
167'2 | 2210 | 240/120 240/ 480 &4 DBorDA| 1140

Prices subject to change without notice.

See Pages 22 and 23
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DRY TYPE TRANSFORMERS ’ﬁﬁ‘

For Lighting & Power 3ervice
0 -~ Class ¥ Insulated 150°¢c Rise

For Indoor Installation

Fer Outdoor Installation Specify W/P Shields
Fer Wall Mounting Brackets See Page 24

. SiNGLE PHASE ~ NO TAPS

4160 1o 120/240 or 240/120 or 240/480 Volts — 60 Cycle

LIsY SECONDARY VOL TAGE CASE WIRING | APPROX.
KVA “RICE I WikE 4 WIRE NO, DIAGRAM | WEIGHT
15 | $442 1207240 240/480 60.4 A 170
20 495 120/260 240/ 480 ¢ 4 A 190
2 594 120/240 240/48%0 60.4 A 215
, 30 650 120/240 240/480 60.% A 285
G| 763 120/240 240/ 480 60.5 A 355
50 900 | 240/120 240/480 61 2orA 4
75 1172 | 240120 240/480 61 BorA 644
C O 100 1440 | 240120 A0/480 54 BorA M2
150 1955 |240/12 240/480 &4 BorA | WP
167% | 271 | 240120 240/480 64 BorA | 1140

Sce Pages 22 ond 23

SINGLE PHASE ~ TAPPED 2-2)1% FCAN & 4.2% FCBN
4160 te 120/240 or 240/120 er 240/480 Volts ~ 60 Cycle

LIST SECONDAR)‘\'OL TAGE CASE I WIRING APPROX,
K\'.A PRICE I WIRE 4 WIRE NO. OIAGRAM WEIGHT
s | sass 120/240 | 240/480 | 60.4 | CA | 170
20 N 120/240 | 240/480 60.4 CA 190
25 613 120/240 | 240/480 60. 4 CA 218
K 675 120/240 | 240/480 60.5 CA 285
374 187 120/240 | 240/480 60.5 CA 355
. 50 945 | 240/120 240/480 61 |DBorDA| 534
75 1232 | 240/120 240/480 61 [DBorDA| 644
100 1510 | 240/120 240/480 54 |DBorDA| 802
C . ( g 150 205 | 240/120 240/480 64 |DBorDAi 1095
— 167% | 2281 | 240/120 240/480 64 |DBorDA] 1140
Prices subject to change *vithout notice, See Pages 22 and 23
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For Indoor Installation

DRY TYPE TRANSFORMERS

For Lighting & Power Service
Class H Insulated 150°¢ Rise

i
S For Outdoor Instollation Specify W/P Shields
" M For Wall Mounting Brackets See Page 24
A
SINGLE PHASE - NO TAPS
: i 4800 to 120/240 or 240/120 or 240/480 Volts - 60 Cycle
l LIsST SECONDARY VOLTAGE CASE WIRING | APPROX.
24 KVA | price | 3wire 4AWIRE No. | DIAGRAM | weiGHTY
Al 15 | s442 120/240 | 240/480 60.4 A 170
ek 20 | 495 120/240 | 240/480 | 604 [ A 19
&E 25 594 120/24 | 240/480 60.4 A ns
333 30 650 120/240 | 2407430 | 60.° A 285
91 7% | 763 120/240 | 240/480 60.5 A 355
50 | 900 |240/120 240/480 61 |BorA| 4
HE . 75 | 1172 |240120 240/480 61 | BorA| 644
L5 100 | 1440 |240/120 240/430 5 [ BorA| 802
1 150 | 1955 |240/120 240/480 64 | BorA | 1095
= § 167% | 2171 | 240/120 240/480 64 | BorA| 14
. See Pages 22and 23
=B
948 3
=
é
SINGLE PHASE -~ TAPPED 2.2%i% FCAN & 4.2%% FCBN
o (809 10 120/240 or 240/120 or 240/480 Volts ~ 60 Cycle
A
% LIsT . SECONDARY VOL TAGE CASE WIRING APPROX.
o, KVA | PRICE 3 WIRE 4 WIRE NO. | DIAGRAM | WEIGHT
37
; 15 | $456 1207240 | 2407480 | 60.4 | CA 170
N 20 N 120/240 | 2407480 | 60.4 | CA 190
< | 25 | 613 120/240 | 2407480 | 60.4 | CA 215
A 30 675 120/240 2407480 | 60.5 | CA 285
i k| 787 120/240 | 240/480 | 60.5 | CA 355
50 946 |240/120 240/480 | 61 |DBor DA| 534
7¢ | 1232 |240/120 240/480 | 61 |DBorDA| 644
100 | 1510 |240/120 240/480 | 54 |DBorDA| 802
150 | 2050 |240/120 240/480 | 64 |DBorDA| 1095
167% | 2281 |240/120 240/480 | 64 |DBorDA| 1140

R R T Ay et ten e Lo re e sy L

Jrne e e —
<
- -

il

Prices subject to change without notice.
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’gh‘ CRITTENDEN TRANSFORMER

ATELEDYNE COMPANY

SPECIAL APPLICATIONS

EXTENDED WYE TRANSFORMERS

When a 240 volt three phase power load is also required from o 208Y/120 volt light-
ing transformer, the extended wye can be supplied, (see diagram below), ot an addi-
tional cost of 5%.

1 ]
]

» MAAAGAS AAS YYYvryvy

J

) ) ]
X0 x4 x1 X5 X2 X6 X3
3 Phase Extended Wye

Wiring Diagrom

= EE R V=

Oil Fused Cutouts can be mounted
in top of transformer case. Single
or three-phase.

See page 26

ll [i]@ﬂ I-.“':Li 35

| Lightning Atrestors
' ;'_—I upan request,
The impulse strength of Dry Type transformers is less than thet of

liquifi-immersed units of the same voltage class. If tnere is any
likelihood that transformers will be exposed to lightning or severe

con be supplied

switching surges, udequate protective equipment must be provided.

SCOTT T OR THE ZIG ZAG
Grounding Transformer can be supplied upon request.
Please coll or write the factory for technical dato and prices.

" n2 "3 ol

1

X X2 x3 x4

Scott T 3-2 Phase
Wiring Diagram

-15.
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DRY TYPE TRANSFORMERS

For Lighting & Power Service
Class H Insulated 150°¢ Rise

For Indoor Installation

For Outdoor Installations Specify W/P Shields
For Wall Mounting Brackets See Page 24

NO TAPS - THREE PHASE - TAPPED
480 to 240 Volts - 60 Cycle

1A

NO TAPS 2.2%% FCAN & 4.25% FCBN | CASE WIRING APPROX,
KVA LIST PRICE LIST PRICE NO. DIAGRAM | WEIGHT
15 $41) $40 44 GorH 220
20 525 556 44 GorH 275
25 615 646 43 GorH kK1)
30 708 744 43 GorH 353
7% 846 8% 42 GorH 440
45 967 1015 42 GorH 484
50 1074 1NY 42 GorH 512
75 1300 1365 41 GorH 726
100 1500 1572 49 GorH 976
1124 1600 1680 49 GorH 1020
150 2200 2200 48 GorH 1210
200 2450 2575 45 GorH 1732
225 2620 2760 45 GorH 1800
250 2800 2940 45 GorH 1875
00 330 3500 4A| GorH 2154
500 6400 47A H 3000
750 8160 52 H 4035
See Pages 2 and 23
NO TAPS - THREE PHASE ~ TAPPED
480 or 240 Delta to 208Y/120 or 4807/277 ~ 60 Cycle
NO TAPS 2-2%% FCAN & 4.2%% FCBN CASE| WIRING APPROX,
KVA LIST PRICE LIST PRICE NO. | DIAGRAM WEIGHT
15 $41 $440 4 EorF 220
20 525 556 44 EorF 275
25 615 646 43 Eor F 337
30 768 744 43 EorF 353
37k 846 890 42 EorF 440
45 967 1015 42 EorF 484
50 1074 1130 42 EorF 512
75 1200 1365 41 EorF 726
100 1500 1572 49 EorF 976
112% 1600 1680 49 EorF 1020
150 2200 2300 48 Eo F 1210
20 50 2575 45 EorF 1732
225 2630 2760 45 EorF 1800
250 2800 2940 45 EorF 1875
300 3300 3500 46A EorF 2154
500 6400 47A F 3000
750 8160 52 F 4035
Prices subject to change without notice. See Pages 22and 23
«16-
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DRY TYPE TRANSFORMERS

For Lighting & Power Service

Class H Insulated 150°¢ Rise
For !ndoor Installation

Fer Outdoor Installation Specify W/P Shields
For Wall Mounting Brackets See Page 24

NO TAPS - THREE PHASE - TAPPED
4160/2400 to 240 or 480 Delta — 60 Cycle

"

NO TAPS 2.24% FCAN & 4.2%% FCBN CASE WIRING APPROX.

KVA LIST PRICE LIST PRICE NO. DIAGRAM WEIGHT
15 $530 $ 557 43 lor) 270
20 634 665 43 lord 294
25 792 823 42 lorJ 366
30 900 936 42 l or J 397
37h 1078 1120 65 lor) 440
45 1206 1250 65 lorld 484
50 1250 1300 65 lorJ 512
75 1520 1580 49 lorld 748
100 1780 1850 48 lorJ 1000
1124 1950 2030 43 lord 1092
150 2400 2495 53 lord 1285
200 2850 2960 50 LorJd 1875
225 3105 3230 50 lor) 1925
250 3280 3410 51 lorl) 2010
200 3961 4170 51 lorl 2365
500 6570 47A J 3288
750 8520 4465
1000 10590 voes Refer 1o factory seee

See Pages 22 and 23
NO TAPS ~ THREE PHASE - TAPPED
2400 Delto 10 208Y/120 or 480Y/277 - 60 Cycle

NO TAPS 2:2%% FCAN & 4.2%% FCBN CASE WIRING APPROX.

KYA LIST PRICE LIST PRICE NO, DIAGRAM WEIGHT
15 $530 $ 557 44 EorF 22
20 634 665 44 Eor F 275
25 792 823 43 Eor F 337
K} 900 936 43 EorF 353
7% 1078 120 42 EorF 440
45 1206 1250 42 EorF 484
50 1250 1300 42 EoF 512
75 1520 1580 41 Eor F 726
e 1780 1850 49 EorF 976
1124 1950 2030 49 EorF 1070
150 2400 2495 48 EorF 1210
200 2850 2960 45 EorF 1732
225 3108 2% 45 EorF 1800
20 3280 3410 45 EorF 1875
X0 3961 4170 46A EorF 2154
$00 6570 47A F 3000

750 F

1000 18?38 . -5'20 Pefer to factory 493§

Prices subject to change without notice,

-17.
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DRY TYPE TRANSFORMERS

For Lighting & Power Service
Class H insulated 150°¢c Rise

For indaar Installation

For Outdoor Installation Specify W/P Shields
For Wall Mounting Brackets See Poge 24

Vel

N

NO TAPS - THREE PHASE - TAPPED
4160 Delta to 240 or 480 Delto = 60 Ccle

NO TAPS | 2-24% FCAN& 424% FCBN | CASE | WIRING | APPROX.
KVA LIST PRICE X LIST PRICE NO. | DIAGRAM WEIGHT
15 $630 $648 43 SorH 270
20 780 802 43 GorH 294
25 910 937 42 GorH 366
30 1045 1075 42 GorH 397
37% 1177 1210 65 GuorH 440
45 1298 1335 65 GorH 484
50 1442 1485 65 Gor H 512
75 1742 1795 49 Gor ¥ 7
100 2048 2105 48 Gorh 1000
112} 2304 2375 48 GorH 1092
150 2790 2870 53 Geu: H 1288
200 3250 3330 50 Get 1878
225 3380 3490 50 Gor H 1925
250 3760 3870 51 GorH 2010
300 4389 5) K 2365
500 6800 47A H 3288
8946 52 H 4465
1000 20 Refer H Refer
2000 1835 ol B | T
Face La
2500 24400 iakd I clory

See Pages 22 and 23

NO TAPS - THREE PHASE - TAPPED
4160 Delta to 208Y/120 or 480Y/277 = 60 Cycle

MO TAPS 2:2W% FCAN & 4:2A% FCBN CASE WIRING APPROX.
Kva LIST BRICE LIST PRICE NO. DIAGRAM | WEIGHT
15 $630 $648 43 Eor F 270
20 780 802 43 Eor F 294
25 910 937 42 Eor F 366
30 1045 1075 42 EorF 397
7k 177 1210 65 Eor F 440
45 1298 1335 65 Eor F 484
50 1442 1485 65 Eot F 512
1742 1795 49 EorF 748
100 2048 2108 48 Eor F 1000
1124k 2304 2375 48 EorF 1092
150 2790 2870 53 Eor F 1285
200 3250 3350 50 Eor F 1875
225 3380 3490 50 EorF 1925
250 3760 3870 51 Eor F 2010
300 4389 51 F 23465
500 6800 47A F 3288
e g8 & |-
Refer

1500 14300 to F R',f,"

2000 18350 Foctory F Factory

2300 24400 F

Prices subject to change without notice.
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DRY TYPE TRANSFORMERS

- . -

For Lighting & Power Service gh
Class H Insulated 150°c Rise
For Indoor Installation
Fer Outdoor Installation Specify W/P Shields
For Wall Mounting Brackets See Page 24
NO TAPS — THREE PHASE — TAPPED
4800 Delta to 240 or 480 Delta ~ 60 Cycle
NO TAPS 2.2%% FCAN & 4-2%% FCBN CASE WIRING APPROX,
KVA UNIT PRICE LIST PRICE NO, DIAGRAM WEIGHT
15 $ 6 $ 648 43 GorH 270
20 780 802 43 GorH 294
25 Al 937 42 GorH 366
k ) 1045 1075 42 GorH 397
7K 1177 1210 65 GorH 440
45 1298 1335 65 GorH 484
S 1442 1485 68 GorH 512
75 1742 1795 49 GorH 748
100 2048 2105 48 GorH 1000
112% 2304 2375 48 GorH 1092
150 2790 2870 53 GorH 1285
200 3250 3350 50 GorH 1875
225 3380 UK 50 GorH 1925
250 3760 3870 51 GorH 2010
300 4389 51 H 2365
500 6800 47A H 3288
750 8946 52 H 4465
1000 1120 Refer H Refer
e S
actory actory
2300 24400 Ses Pages 22 and 23
NO TAPS - THREE PHASE - TAPPED
4800 Delta 10 208Y/120 or 480Y/277 ~ 60 Cycle
NO TAPS 2-24% FCAN & 4.24% FCBN ' CASE WIRING  |APPROX.
KVA UNIT PRICE LIST PRICE 1 NO. DIAGRAM | WEIGHT
15 $630 $648 43 | EorF 270
20 780 802 423 | EorF 294
25 910 937 42 | EorF %66
30 1045 1075 42 EorE 397
7k 177 1210 65 | Eor F 440
45 1298 1335 65 | Eor F 484
50 1442 1485 65 | Eof F 512
75 1742 1795 49 EorF 748
100 2048 2105 48 | EorF 1000
124 2304 2375 48 | EorF 1092
150 2790 2870 53 | EorF 1285
200 3250 3350 50 | EorF 1875
225 3380 3490 50 EoF 1925
250 3760 3870 51 {EorF 2010
X0 4389 51 EoF 2365
500 6800 47A F 3288
750 8946 52 F 4465
}g§§ }}égg Refer F Refer
to to
3500 ;%430 1F<:cwry Factory

Prices subject to change without notice.
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DRY TYPE TRANSFORMERS st&

For Lighting & Power Service
Class H Insulated 150°¢ Rise

f For !ndoor Instaliation Jnly

3
‘ \
; NO TAPS - THREE PHASE -~ TAPPED
! ’ 12000 to 240 or 480 Delta -~ 60 Cycle
‘ ! NO TAPS 2:2%% FCAN & 4+2%% FCBN CASE WIRING APPROX,
' t KYA LIST PRICE LIST PRICE NO. DIAGRAM WEIGHT
i ‘ 112% $2800 $2680 GorH
, 150 3300 3400 GorH
200 4000 4120 > GorH e
1 225 4300 4430 & GorH [
. 250 4500 4630 - GorH B__
| 300 5000 5150 < GorH <
‘ 500 7350 w H w
750 10600 o H o
1000 12500 = H -
1500 14900 & H &
' 2000 18900 W H &
. 2500 25800 o H o
3000 31500 H
3750 42000 H
5000 52500 H

See Pages 22 and 23

NC TAPS ~ THREE FHASE ~ TAPPED
12000 Delta to 208Y/120 or 480Y/277 -~ 60 Cycle

NO TAPS 2.2%% FCAN & 43%% FCBN CASE WIRING APPROX.
KVA LIST PRICE LIST PRICE VO, DIAGRAM WEIGHT
12 $2800 $2880 EorF
150 3300 3400 Eor F
200 4000 4120 > EorF -
225 4300 4430 o Eor F @
250 4500 4530 2 EorF e
300 5000 5150 s Eor F Q
500 7350 uw F w
750 10600 © F o
1000 12500 = £ "
1500 14900 & F x_
2000 18900 o F u.
2500 25800 ™ F w
3000 31500 F
3750 42000 F
5000 52500 F
Prices supject to change without notice. See Pugss 22 and 23
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DRY TYPt TRANSFORMERS ‘55‘

For Lighting & Power Service
Class H Insulated 150°¢c Rise

For Indoor Installation Only

NO TAPS ~ THREE PHASE - TAPPED
13200 to 240 or 480 Delta ~ 60 Cycle

NO TAPS 2:2%% FCAN & 4-2%% FCBN CASE WIRING APPROX,
KVA LIST PRICE LIST PRICE NO. DIAGRAM WEIGHT
112% $2800 $2880 GorH
150 3300 3400 GorH
200 4000 4120 > | GorH
225 4300 4430 x GorH b
250 4500 4630 © | GorH S _
300 5000 5150 2 GorH (8]
500 7350 = H P
750 10600 o H o
1000 12500 - H e
1500 14900 o H @
2000 18900 e H w
2500 258C0 W H w
3000 31500 H
3750 42000 H
5000 52500 H

See Pages 22 and 23

NO TAPS ~ THREE PHASE - TAPPED
13200 Delta to 208Y/120 or 480Y/277 = 60 Cycle

NO TAPS 22%% 2%2%
KVA LIST PRICE FEIAs'fr%;lc’g FOBN 1 S0% | oraemiu :lpslpcﬁ?: )
112% $2800 $2880 EorF
150 3300 3400 EorF
200 4000 4120 > | EorF -
225 4300 4430 <4 EorF -3
250 4500 4630 e EotF e
300 5000 5150 Q1 EorF P
500 7350 < F &
750 10600 o F o
1000 12500 - F =
1500 14900 & F @
2000 18900 i F &
2500 25800 & F o
3000 31500 F
3750 42000 F
5000 52500 F
Prices subject to change without notice. See Pages 22 and 23
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DRY TYPE TRANSFORMERS

For Lighting & Power Service
Class H Insulated 150°¢c Rise

ALL DIMENSIONS ARE IN INCHES

i

cASE mEALL LA MOUNTING CONDUIT OPENINGS
A 8 C D E Size F G
41 | 33% | U 20% | 2% 18 9/16 x 1 4x10 10 6-1/4
42 {31 | 25% | 18% | 22 16 9/16 x 1 4x 10 9 6-1/4
43 | 7% | 3% 16% | 20% 12%1 9/16 x 1 4x10 8 6-1/4
44 | 2 Q% 14% | 18K 10| 9/16 x 1 4x10 7 6-1/4
45 [43% | 6% 2% | 334 20 916 x 1 5x12 13 8.1/2
d5A | 45% | BU| BY | 54| 22 /16 x 1 5x12 14 8-1/2
4TA | 544 | 48%] 30% | 44 24 3/4 x1-1/72| 8x18 15 10.1/8
48138 | %[ 2% [ N%| 20| 916x] 5x12 12 8.1
49 13 | NN 2% | 28% 20 9/16 x 1 4x10 n 7-1/
50 | 44% | 38%]| 28% | 354 22 9/16 x 1 5x12 14 8.1/2
51 148% | 40%| BY% [ 7% | 2 | ¥i6x] 5x12 14 8]
52 [58% | S0%|34% | 4 | B | 3/4 x1.0/2] 8x18 7 |w07s
53 | 4V | 3% 224 | 3% 20 9/16 x 1 5x12 N 8.1/2
54 |4V | 25%| 24%u | 24| 20 9/16 x 1 5x12 12 8:1/2
60,4] 24 16%] 163 | 14% 12 13/32 Dia. Ix6 8 51/8
60.5) 27 19%] 18% | 7% 4 13/32 Dia. Ixb 9 518
61 | 394 | 25%| 24% | 224 20 9/16 x 1 5x12 12 8-1/2
63 | 33% | 1% 20% | 184 18 9/16 x 1 4x 10 10 6-1/4
A4 | 433 1 25%| 6% | 224 20 9/16 x 1 5x12 13 8.1/2
65 [33% | 28%|18% | 25% 16 9/16 x 1 4x10 9 6-1/4
66 | 46" | 25%| 6% | 224 | 20 9/16 x 1 5x12 13 8-1/2
69 |31 18%| 18% [ 15K | 16 9/16 x 1 4x10 6-1/4
71 60K | 3%l N WY 24 34 x1.1/2| 8x18 15-1/8] 1
Dimensions subject to change without notice.
¢ m— .
EEEET O
UFTWEE W pa— A
EACH END mlL___J o
PLATE
COMDUIT OPENING A
WITH BLANK COVER CORDUIT OOEWING
REMOVABLE FAHED J— il il
Fn%ﬁagm FL . | | | no’u:sm F -
A IR O el e g Eb
- | - i ™ L e
b—D—rH g — D e
«22 .
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DRY TYPE TRANSFORMERS ‘@Q‘

For Lighting & Power Service
Class H Insulated 150°¢ Rise

For Indoor Installation

For Outdoor Installation Specify W/P Shields

\ Wall mounting brackets are available upen request for
15 thry 30 KVA ot no additional charge. Woll brackets
for 37% thru 75 KVA are avoilable ot on additional

cost of 5%, TYPICAL CASE CONSTRUCTION:

#60,4 - 15 thru 30KVA, 1 phase, 600 V. Cl,
{ # 15 thru 25KVA, 1 phase, 5KV, Cl.
g #60,5 - 37% KVA, 1 phase, 600 V. Cl,
' 30 & 37% KVYA; | phase, 5KV, Cl.

: i
. i

%
AN
i

5 . . _~—SCREENED VENT
‘i, FRONT AND REAR
& DESIGNED FOR
% LIFT HOLE ~] ADEQUATE COOLING
A WITH SNAP-IN
%f SEAL BOTHENDS
:: |~ RemovaBLE

¥ FRONT AND REAR
%, PANELS

REMOVABLE COVER
PLATE BOTH ENDS.
CAN BE DRILLED FOR
ANY S1ZE CONDUIT

UP TO 2°INCLUSIVE,

TERMINAL AREA AT BOTTQOM OF CASE
ASSURES WIRING COMPARTMENT
TEMPERATURE WILL NOT EXCEED

30°C. RISE HKBOVE AMBIENT.

\AIR SPACT UNDER
CASE DESIGNED FOR
ADEQUATE COOLING

-24 .
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ATELEDYNE COMPANY

For Indoor Installaticn

Fer Outdoor Installatien specify w/P Shields

.. siputemn ." \ SCR
= EENED VENT
c C UFT HOLE — ] ’ﬁ A FRONT AND REAR
% svg:« :Ji?fé'r?os 6; 2 DESIGNED FOR

ADEQUATE COOLING

™—RremovasLE
) FRONT AND REAR
PANELS

\ AIR SPACE UNDER

CASE DESIGNED FOR
ADEQUATE COOLING

TERMINAL AREA AT BOTTOM OF CASE
ASSURES WIRING COMPARTMENT
TEMPERATURE WILL NOT EXCEED
30°C. RISE ABOVE AMBIENT

REMOVABLE COVER —__|
PLATE BOTH ENDS.
CAN BE DRILLED FOR
ANY REQUIRED
CONDUIT SIZE.

MOUNTING FOOT WITH—
EASILY ACCESSABLE
MOUNTING HOLES

.25.
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DRY TYPE TRANSFORMERS

For Lighting & Power Service
Class H Insulated 150°¢c Rise

For Indoor Installation

For Outdoor Installation Specify W/P Shields

I. FILLED CUTOUTS
%ANG OPERATED
i 5\—.\ A - V. FEED THRU
l \ / \ G.E. BUSHINGS
0 S
\ SPACEIEQUIRED
. TO REMOVE|FUSE PLUG
VENTILATED I ?
T 88ACK. N ]
L) | ¢
T LY \w ALAD
L—' ]
\\ T—_ iﬂ}} LAY
,\' —E pJ«
B8 A
REMOVARLE
FRONT A REAR
—— - """'F —1_—
bt ]
! ‘ WIRHHG| COMPARTMENT T:.J -§
1
)(] l—scacengoceenng g ) o —
/ ! D B -l b loﬂd&
%611 MTG. HOLES

4 PLACES

«26.
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HV. ENTRANCE

! Z KO EACH END
o jl/&VCOMPART\ENT

H\b{m’ BARRIER

K METAL + {TRANSITE

LV. ENTRANCE
WITH BLANK COVER
PLATE EACH END
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’g‘a‘ CRITTENDEN TRANSFORMER

ATELEDYNE COM™ANY

CORE SUPPORT
TOP § BOTTOM

CORE CLAMP
,(

COIL SUPPORT
TOP & BOTTOM

LIFTING STRAP

CORE 8OLT

TOTALLY I1SOLATED
MOUNTING BOLTS

UNISORS

W SUPPORT

MOUNTING FOOT

LIFtinG ””’/ '%, CORE CLAMP
COIL SUPPORT
T0P § BOTTOM 4
i s’ v TERMINAL BOARD

TERMINAL LUG PAD,

i[> B
L e SOLDERLESS COMPRESSION LUGS
B TR B AN o2 ARE SUPPLIED FOR THE FULL LOAD
) 0 e e AMPERE RATING OF EACH TRANSFORMER

EXPANDED METAL
SCREEN

-27.



DRY TYPE TRANSFORMERS

For Lighting & Power Service

Class 4 Insulated 150°¢ Rise o J
CORE SUPPORT—— ~
TOPL 80TTOM
(N
CORE CLAMP

n COIL SUPPORT

L toP 8 8OTTOM

e LIFTING STRAP

o /
Co
o CORE CLAMP
LIFTING STRAP— | !
TERMINAL BOARD
COIL SUPPORT v TERMINAL LUG PAD,
TOP § BOTTOM ' ; SOLDERLESS COMPRESSION LUGS ~
3 [ f ARE SUPPLIED FOR THE FULL LOAD /)
CORE BOLT | \ 1 o“w . AMPERE RATING FOR EACH TRANSFORMER
TOTALLY ISOLATED ' 0oA,s 2 EXPANDED METAL
MOUNTING BOLTS P ¥ SCREEN
X g R 7nls /2
UNISORB : ) O p LA
77 - 0; III/TL’H
1’ SUPPORT ot k| LYoy il v Ly g 7
ey 7/, AL s
o e a1
o) ZL
: 4
P 2) 4
MOUNTING FOOT 3

Igs& CRITTENDEN TRANSFORMER “N O

ATELEDYNE COMPANY
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711 WEST KNOX STREET
' GARDENA, CALIFORNIA 90248
{
, (213) 327-0913 TELEX 67-7228

11 November 1976

MAIL P O BOX 560 GARDENA, CA 90247

Jaros, Baum and Bolles
1052 West 6th Street, Room &36

\ Los Angeles, California 90017
Attention; Mr. Paul Katzaroff
Subject: 400 Hz Power Distribution at High Voltage
Dear Sir:

Teledyne Inet will be pleased to bid on any of the following equipment which may be @
part of the U.S. Navy High Voltage 400 Hz Powes Distribution System,

1. Motor generator sets, 60/400 Hz, v.* ch are synchronous and parallelable
under load.

( a. 312 KVA/250 KW with input voltage of 480 VAC, 60 Hz and output
of 575 VAC, 400 Hz.

b. 624 KVA/500 KW with inpit voltage of 480 VAC, 60 Hz and output
of 575 VAC, 400 Hz.

c. 312 KVA/250 KW with input voltage of up to 4160 VAC, 40 Hz and
‘ output voltage of up to 4160 VAC, 400 hz,

2.  Frequency changers, solid-state type, 40 to 400 Hz in power range from 75
K.VA to 312 KVA and with input and output AC voltages in range from 120/
208 VAC to 4160 VAC,

e ommee - 30 Power transformers, 3-phase, 400 Hz step up, 575/4160 VAC in KVA ratings |
from 125 to 1500 KVA,

4.  Power transformers, shiclded. iow impedance types, 400 Hz step down, 4160
VAC to 120/208 VAC in power ronges from 30 KVA to 500 KVA,

5.  Line drop compensators for passive reactive compensation in KVA ratings from

30 to 500 KVA.

L 6.  line voltage regulators, 3-phase, 400 Hz for active regulation of 400 Hz
M, power lines in power ratings from 30 KVA to 500 KVA,



P p—

11 November 1976

Jaros, Baum and Bolles
Page two

(/ ' Mr. Paul Katzaroff

, 7.  Llow voltage power lines and plugs, adopted to supply aircraft with 3-phase,
‘ 115/200 VAC, 400 Hz power.

8.  Switchgear assemblies, 400 Hz to provide coordination between power gen-
eration and load equipment, -

9.  Control panel assemblies for control and monitor of 400 Hz power plant gen-
eration and load centers,

Enclosed herewith are literature and photographs illustrating the range of products avail=
. able from Teledyne lnet,

Very truly yours,

-

AR

Assistant Product Méfioger
Power Conversion Fquipment

R
2

MFB:jrm

Enclosures
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(. PIONEERS IN PRECISE POWER ::-—:156[ /;/Z—Q’/’L[L/L;'C’

( SOLID-STATE 400 HZ 17 KVA LINE VOLTAGE REGULATOR

The Teledyne Inet 400 Hz 17 KVA Line Voltoge Regulator is o solid-state device with impor=
tant features and design parameters not availoble in previous mognetic-type units, including:

* Presents fixed impedance to power source with small effect on power source stability .
*  Fast response~=-40 millisecond full recovery
* Small size-=16 x 20 x 8 inches
* Light v;reight--less than 95 pounds
* High efficiency~=97% af full lood
* No measurable £nput or output voltage distortion
*  Short circuit proof with sufficient short circult current to open o 150 Amp brecker
* Extremely low airborne and structure=borne noise '
Q * Line drop compensation adjustable 0 to 79

**  Load rating==0 to 17 KVA, ot ony power foctor

e Input power--HS VAC 15% single-phase, 400 Hz
. Output power--'llS VAC tl/Z% single-phase, 400 Hz
«  Output current~-0 to 150 Amps

* No phase shift with load; three units can be Y or /A connected for 150 Amps, three-
phase, three- or four-wire

The excellent characteristics of the Teledyne Inet Line Voltage Regulator are achieved by a
combination of solid-state analog voltage detection with solid=state digital switching, The
output voltage is constantly maintained within £ 1/2% of nominal regardiess of chonges in the
input voltage, load or temperature by the continuous addition of sufficient voltage to the in-
coming power, either in phase or 180° out of phase,

Buck or boost voltage is supplied by the digital switching section, or solid-state tap chonger,
in discrete 1/4% steps ond ot a switching rate of 400 cps. As o result, the output is a smooth
sine wove regardless of changes in input voltage, output lood or temperature.

Optionally, a solid-state Line Voltage Monitor can be mcorporcned into the Line Voltage Reguw

( fator to monitor output line voltage transients exceeding 215% of nominal voltage. When these

( “"voltage limits are exceeded for a period of 45 milliseconds minimum to 70 milliseconds maximum
the monitor, using stored energy, trips o remote shunt trip breaker in the load line.

711 WEST KNOX STREET « GARDENA, CALIFORNIA 90248 » (213) 327-0913 TELEX 67-7228

B



A %?%&8‘?&'3‘5%%@&4««}?&@1 (,?y\ﬁﬁi?;&xgagfﬁ&‘&mr‘ Lsxui /%M; ,v, y O Bkt 4 2 e ¢ ek e s . L

T L) ° (
{, Voltoge
, ! l Sompling

\t Digital Switching Drive Error "
INAR Circuitey Detector
Reference

Jifzfsfalotn

Power Ste ]
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400 HERTZ

LINE DROP COMPENSATOR

TELEDYNE INET
711 WEST KNOX STREET
GARDENA, CALIFORNIA 90248
Telephone: (213) 327-0913 - Telex: 67-7228
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i’f . “GENERAL. A serious problem inherent in the use of 400 Hz Power Sys-
;;;: 4 } -.tems is voltage droop experienced asa-resulitof load and/or-distribution
& " - —~cabling between a 400 Hz 3-phase power source and the ioad. This ~

.droop may reach values.-as great as 20% of the:nominat linewoltage. Up
.40 90% of this loss may be caused by reactive drop in the cable, the bal-
Aance being resistive (IR) ‘cable toss. The wvoltage droop increases-with
.-Joad current for any fixed cable length and increases with cable length.

4

SEL T
P

- =In an application where a branching distribution system is.used, the
~problem of individual voltage compensation cannot.be solved by the-use
-«of Mwoltage boost* techniques /n the generator regulator,-since these
~techhiques.depend._on_otc) 10ad or average load sensing. The problem

.-becomes particularly severe, and these'methods of solution Jess satis~
factory where multiple loads with wndely varying mdw«dual -Joad cable

.riengths are encountered.

ST
.%'ﬁm' E

s

+An alternative solution to *voltage-boost" in.the regulator has been-the
.-attempted use of motor drivenautotransformers in the Joad lines. The
' —disadvantages of this approach arethe slow.responsetime, and:the ne- '
) «cessity for sensing and error voltage: (motor drive) generation. The
- —additional components and circuitry that become necessary lower the
system ‘reliability appreciably, as-well as-pmvndmgqmsatlsfactory

4 1]
: (( zspeed of response to {oad changes. .

e

[

‘“Mﬂmw&mthgwgwm

" As-a solution to the problems of the.above discussed techniques, Tel-
edyne Inet perfected a-passive compensation.method. that does not de-
-~ - -pend-on-load sensing-and isaccordingly free of the usual problems
-encountered in sensing and responding to {oad changes. .

o
PR

X

" 2l. TELEDYNE INET PASSIVE COMPENSATION. The.incorporation ofa
. . ~compensating device in each load line that eliminates reactive voltage
c drop rather than merely sensing and compensatingfor:it greatly simp-
lifies the problem of regulation-at-the ioad point. The compensation
<lrcuit corrects not only for the reactance-in load lines but aiso of the
-generator which is the power source. This combined with the sensing
- «circuit and control of the generator regulator provndes simple and rel-

-iable control-on voitage at the {oad.

e

T T T SR R e
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NOMINAL SPECIFICATION FOR A PASSIVELY COMPENSATED 400 HERTZ

3 ) . .
SYSTEM.

’l.J)' .
- - ¥A, *Number.of individual load lines: . Asmmany-as required. .

B.  load Point Regulation: + 3% maximum regardless of multiple loads
-or load cahle length.

“HERSf -7 v €. -Individua! Load Cable t.ength: Up to 350 feet. ‘On 115/200 VAC
Up to 1200 feet on 575 VAC.

L B
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C. Nominal load voltage = 120/208 VAC.

& «: F

2
LA,

E. .Load Size: Up to 200 KW.

o g?’l? 5
o

F. Load Power Factor: 0.7 to unity.

Iv. ADDITIONAL SYSTEM ASPECTS.

. A. Relicbility. The reliability, ciefined as the mean-time-between-
failure (MTBF) is in excess of 100,000 hours for the compensators.
System reliability is limited by the MTBF of the motor generator or

solid-state frequency converter..

R

B. Mainfainabilitx. Depending on installation criteria, maintenance
access to components of the compensator is through.as hinged
front panel. Due to the passive nature of the device, however,

maintenance should rarely, if ever, be required.

u....,‘_.vv .
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Q ;3 C. Input Voltage. In installations where a long central distribution -
?‘{ ) e S bus is required, a step-down transformer.can be incorporated in

: , the compensator, allowing the use of.2 higher distribution voltage.
§I§ ) This approach can save considerable installation cost because of

B T : the use of smaller wire and/or bus duct. Any input voltage from .-
g ( 120/208 to 575 or 1000 VAC can be accommodated, as can either

4 A ’ three- or four-wire, wye or delta.

%’ié " V. 400 HERTZ PASSIVE LINE DROP COMPENSATION =~ - -

¥ : ' .
Ky A. SCOPE. This Specification describes a development of Teledyne

E‘f Inet used to eliminate reactive line losses (line drop) encountered
%: in the generation and distribution or 400 Hertz.power. This sys-.
3 tem is applicable to installations having known fixed or incremen-

tally variable load distribution cables, either single or multiple.

B. SYSTEM DESCRIPTION. Normal load cable configuration used

- in the distribution of 400 Hertz power can create a line voltage
T s e e w drop of up-to 10% of-nominal voltage in worst case configurations
with high current loads. In cases where muitiple loads are con-

nected to a single power source, particularly when the load is

significantly different in the different load cables, an attempt
to correct for line drop by sensing total iaad current, or aver-
aging the load point voltages or currents, can result in severe

tiple lcad lines.

L The passive line drop compensator, being connected in each load
line and completely independent of all other load lines, compen-
sates for losses only in its own load cables, eliminating any inter-
action problems with other loads operating from the same source.

-2~
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over- and/or under-volitage conditions in one or more of the mul-
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The line drop compensator consists of various reactive elements
( - interconnected in such a manner that when applied to a 400 Hertz
power cable, the compensator effectively makes that cable appear
to the power source as a negligible series resistance, rather than
an appreciable reactive series load. The compensator may be
placed at any point in the load cable that isconvenient to the in-
% stallation.

B VeanN

Once the LDC is adjusted tor the cable length, no further atten-
tion is necessary to the solid-state unit. Short circuit protection
| ) -is provided for the LDC. :

In many applications the compensator may be designed to include
.a step-down transformer to change 575 or 1000 VAC to 120/208 '
VAC or any other combination of volitages.

C.  TELEDYNE INET LINE DROP COMPENSATOR. .Compliance with -
the voltage regulation at the load points is demonstrated.in cal-
culations with various load combinations on the system. Calcul- . .
ations were made with the aid of a Hewlett Packard Model 91008
computer-calculator specially programmed to make the vector
calculations of the specific system.

) ( The line drop compensator has many advantages over the variable
transformer or induction type regutator. The most important of
these advantages are the unspecified electrical quality parameters °
which may render the system unusable using equipment presently
specified.

1. Transient Voltage Recovery - The transient response of the
line drop compensator, due to the nature of the circuit, will
' =’ be less than one-half cycle, therefore the response of the
system will be that of the generator-regulator (approximately
0.2 seconds no load to full load). The transient response of
the other system will be 1 {0 3 seconds or worse.

TRt s - s = 20 Unbalanced L.oads - The line drop compensator minimizes the
voltage unt:alance due to load unbalance in the distribution
system because each individual line is compensated separate-
ly, whereas the induction regulator corrects for the average
drop of the three phases. Hence, under conditions where
load current is not the same in the three lines, the line drop
compensator will hold the specified voltage regulation and the
induction regulator will not.

( 3. Other mechanical advantages of the tine drop compensator in-
clude: .
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a. Less space required {up to six line drop compensators
assembled in one cabinet approximately 36" W x 24" D
x 80" H),

b. Only one input cable installation required from the
generator,

¢. Only the 3-wire input and 3-wire output cables required.
No control cables or remote sensing cables required.

- d. The line drop compensator is fully solid-state with no
moving parts. )

Figure 1 is a one-line diagram of the voltage regulation at the load points
of a typical installation (substation #2 has the highest ratio, longest run
to shortest run and will be used for this example). The computer anal- .
ysis was made to determine what voltage would be present at load con~-
soles under the most extreme conditions of load which could be connected
to the distribution system, within the system rating. The computer pro-
gram makes a complete calculation of all voltage drops, phase shifts, and
the voltage boost response of the generator.

The following is a description of each of the component voltage vectors -
as shown in Figure 2: .

A. Generator. The generator vector will be assugned a voltage -
vector of 575 V'at an angle of 0® (575/ 0° 07)/ This is theno
load adjusted voitage.

B. Regulator. The regulator vector w:ll be azsngned a voltage
vector of 3.0 V at an angle of 180° ( 3/ 180°). This is the

m e evalue of the voltage regulation no load to full load (+ 0.5%) "
and the magnitude will be assumed to be linear with gener-
ator load. -

C. Boost Circuit. The boost circuit is adjustable from 0% to 5%
- and wnll be asssgned a voltage vector of X volts at an angle
of 0 (X/ 0 }. This X vector is adjusted to the requirements
of the distribution system and is not changed after initial ad-
justment. The magnitute of the vector also is linear with the
generator load.

D. Line Drop Compensator. The line drop compensator vector
magnitude is adjustable in increments of 3.25V t0 6.5 V from
10 volts to 42 volts (at full load). The efficiency of the line
drop compensator is assumed to be 95%. Its vector is capaci-
tive in nature. The line drop compensator senses the branch
current and so the voltage vector angle is affected by the

[
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FIGURE 6 - PASSIVE LINE DROP COMPENSATION
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by power factor of the load. The magnitude of the vector is li-
k' near with branch load. The line drop compensator vector

E’;i‘ ( i will be assigned a voltage vector of Y/ -92.86° + 8. Yis

it { : determined by the length of the distribution lines and branch
" £ load and @ equals the arc COS @ {COS O = Power Factor).

Distribution Cable. The distribution cable losses are large-

b
m

o

, \ ly reactive and can vary widely depending on the physical

s * \ layout of the cable in conduit. A value of 10: 1 reactive or

.05 +i.50hms/100 ft is assumed for these calculations. Ac-

; ' : tual drops measured on similar distribution are much lower.

- . This vector is assumed linear with distance and load and is

f‘ : . affected by load power factor. The distribution cable vector
§&% will be assigned a voltage vector of 2/95.5° + 0. Z is deter-" -
o mined by the length of the distribution cable and branch {oad

2 { .and O equals the arc COS O (COS O = Power Factor).

] T . F. Transformer Regulation. The transformer impedance is

Pk stated as 2% maximum and is assumed linear with the load

5 : on the transformer. The regulation of the transformer at

5 --full load as reflected to the primary is 12 volts. It is assumed
b that this voltage is opposite to the main voltage, which is a
worst case assumption. The voltage vector will be 12/ 1_8_0_‘:.

38 . . “The no load turns ratio (600: 120) of the transformer can then be used

; ( to reduce the voltage at the load point to the use voitage. The specific~

A ation for this voltage is 115/200 + 2§ or the line-to-neutral voltage be-

‘% - tween 112.70 and 177.30 V. .

E: The goal of the compensation components of the system is to minimize

¥ the voltage variations with load at the various load points of the system.’
) In Figure 2 the resultant vector is equal to the generator vector (A)

2 . and therefore is an ideal case with 0% regulation. Table 1 sets up sev-

L : eral different load conditions on the distribution system (Ref. Figure

: i). All sample loads are within the line drop compensator continuous

X rating and the total load on the motor generator does not exceed 125%

& of full rated load. All loads on one branch are of the same power factor
" X to simplify the computer program. The line-to-neutral voltages recor-
. _"' 77 7T ' 7 'ded in Table 2 correspond to the load conditions of Table 1. All adjust- . -
Fi - ments and distances for the sample calculations are indicated in Figure 1.

As can be observed from the data in Table 2, all load points stay well
within the voltage regulation tolerances for any of the load conditions

used. C
g,

i Any typical load profile for the distribution system which can be forwar-
( ded to ine. will be analyzed with the same program and returned for your
¢ informaticn. Any number of loads within the unit ratings can be toler-

T o~ ated as shown in load conditions 8 and 9. The limit of the system is the |
3 generator KVA rating.

9
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